" STATE UF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev., 5-06) OPI 009

AREA DIVISION NUMBER
Commercial Unit Central Division 410
EVALUATED BY DATE
H. Madrigal 02/24/2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION

[J Formal Evaluation

Informal Evaluation

SUSPENSE DATE
03/02/2009

FOLLOW-UP REQUIRED

[JYes

[“INo

[ Correction Report

BY

COMMANDER'S REVIEW

/P

7

EVALUATED ACTION REQUIRED CORRECTED
1. USE AND ADEQUACY OF FACILITY
Yes No
a. s the facility adequate? Yes []No
(1) Have steps been taken to modify or replace the current facility? Yes [INo
(a) If a leased building, is the owner abiding by the terms of the lease agreement? Yes []No
(2) s a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes []No
(a) s storage space used effectively? Yes [INo
(b) Is lighting adequate? Yes [No
(¢) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [INo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [INo
EVALUATED ACTION REQUIRED CORRECTED
2. INTERIOR APPEARANCE .
Yes Yes

a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? The f‘aciljty is set for some in‘[pyovemen[s in ﬂooring in

the near future. The recent installation of modular furniture (cubicles) made dramatic improvement in the office workspace.

(1) Is interior lighting adequate? Yes [INo

(2) Ifleased, have needed repairs been coordinated with Facilities Section? Yes [No

(3) Are the duties of the janitor defined and clearly understood? Yes [JNo

(a) s the janitor fully aware of the supplies available through the requisition process? Yes [JNo

b. Is the layout of the general office areas appropriate for the assigned personnel or classification? Yes [INo
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [1No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? Yes [JNo
e. ls there sufficient space available in both the men's and women's locker rooms? Yes [1No
(1) Can several officers comfortably change clothes at the same time? Yes [INo

(2) s there enough space for both personal lockers and equipment lockers? Yes [INo

(3) Are there full length mirrors? [ Yes No

(4) Are they clean and odor free, with adequate ventilation? Yes [INo
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(5) Are lockers in good condition, with names posted on them? Yes [JNo
f. Does the employee's room have adequate cabinets and electrical outlets? Yes [INo
(1) Are appliances in good working order? Yes []No
g. Are bulletin boards sufficient for Area needs? Yes [INo
(1) Are they neat and orderly? Yes [No
(2) Is there a system for purging old information? Yes [INo
(3) Do posted items have a removal date? Yes [INo
(4) Are bulletin boards in good condition? Yes [JNo
h. When was the last inventory of items stored inside the facility? Fall 2008
(1) Are items arranged in a logical manner? Yes [JNo
(2) Are there surpius items that should be returned to Supply Services? Yes [INo

(3) What security is provided after normal business hours? 24 hour security is provided by CalTrans including surveillance cameras.

EVALUATED ACTION REQUIRED

3. EXTERIOR APPEARANCE Vs No

CORRECTED

Overall, what is the general appearance of the exterior of the facility? The facility is cleaned and maintained by Cal Trans contracted

companies. It reflects a good image of the Department.

b. Are all painted surfaces neat and clean, free of peeling paint? Yes [No
¢. lIs the outside lighting adequate and in good repair? Yes [INo
d. Is the building clearly identified? Yes [JNo
- e. Is the gas station clean and in good repair? N JA (OYes [JNo
(1) Does the gas station have a fire extinguisher readily available? ClYes [INo
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? OYes [ONo
f. s the paved parking area clean and in good condition? Yes [INo
(1) Are parking lines clearly painted? Yes [JNo
(2) Is the violation clearance area for the public clearly marked? N JA [IYes [INo
(3) Is there disabled parking available? Yes [INo
(4) Is there a parking area designated for motorcycles? [dYes No
EVALUATED ACTION REQUIRED CORRECTED
4. AUXILIARY POWER Yes No

a. Has the efficiency of the auxiliary power unit been tested? Yes [INo

b. Wh? knows how to start the unit should the self-starter fail? Cal Trans Facility Maintenance Personnel
c. Are operating instructions posted and easy to understand? Yes []No
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d. Is there a notice posted identifying who to contact should the unit fail? Yes [JNo
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? Yes [INo
f. How often is the fuel supply replenished?
(1) Atwhat level is it refilled?
g. Are there adequate numbers of emergency power outlets? [JYes No
(1) Are they distinctively marked? [JYes No
5. EMPLOYEE PROTECTION AND FACILITY SECURITY 32;UATED :\T;ON RECUIRED CORRECTER
a. Does Area have a written Emergency Action Plan? Located in the training room. Yes [INo
b. Does the plan have procedures for safeguarding employees during—all types of emergencies? Yes [JNo
(1) Does it have general facility security and building evacuation procedures? Yes [JNo
(2) Does the plan work? Yes [JNo
(3) Are there sufficient management controls? Yes [JNo
¢. Does the plan designate duties and responsibilities to specific employees? Yes [INo
(1) Are both uniformed and nonuniformed employees included? Yes [INo
(2) Are employees informed of their responsibilities? Yes [No
(3) Has the commander taken all responsible steps available to provide security? Yes [No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [No
d. Does the plan address dispatcher security? N IA [Oyes [INo
(1) How do Public Safety Dispatchers feel about the security provided?
(2) Can dispatchers deal with the public without admitting them into the building? COYes [INo
(3) Should modifications be made to provide better security? [Oyes [dNo
(@) Would intercoms improve security? [dyes [dNo
(4) How often are two or more dispatchers on duty?
(5) How often are supervisors or other personnel in the building after normal business hours?  Regularly. The Transportation
Management Center is located in this building and is staffed 24 hours by CHP uniformed personnel.
(6) Are maximum safety and security measures taken within communications centers? Yes [INo
e. Has training been given for all types of emergency situations? Yes [JNo
(1) Have both uniformed and nonuniformed been given the training? Yes [JNo
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(2) Does the training include building evacuation procedurés? Yes [JNo

(3) Do all employees know where fire extinguisher and first aid kits are located? Yes []No

(a) Do they know how to use them? Yes []No

(4) Have all employees read the Emergency Action Plan? Yes []No

(a) Do they know where it's located? Yes [INo

f. Does the building contain asbestos? Yes []No
(1) Are employees given a copy of the annual asbestos report to read? Copy placed in personnel folder. Yes [JNo

(2) Are new employees notified of the presence of asbestos within 16 days of repor:ting to work? Yes [INo

(3) Is a copy of the notice posted on the employee or occupational safety bulletin board? Yes [JNo

(4) Do employees know what to do if they encounter asbestos in the building? Yes [INo

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [INo
(1) Are first aid kits provided as required by the State Administrative Manual? _ Yes [INo

(2) Is STD 621, Notice to State Employees, posted and up to date? Yes [No

" (3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?  Good. It is regularly inspected

by the Fire Marshall.

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [No
(1) Have changes or updates been sent to the implementing agency? Yes [JNo
EVALUATED ACTION REQUIRED CORRECTED
6. SAFETY INSPECTION v
es No
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? [tlYes [JNo
b. Has the CHP 113A, Safety Inspection Checklist, been completed? Yes [JNo

¢. What improvements have been made by the commander as a result of the most recent inspection?

(1) If recommendations required budgeting, have items been put into the budget suspense file? ;J }A [JYes [INo

d. Has the size of the operation outgrown the facility? O Yes No

(1) If so, what remedial action has been taken?
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sE rATE OF CALIFORNIA Command: Division: Chapter:
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Commercial Central 4
COMMAND INSPECTION PROGRAM nspected by Date:
EXCEPTIONS DOCUMENT b Madngal f2feslle

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapter Inspection number. Under “Forward to:" enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required.

TYPE OF INSPECTION Total hours expended on the [J Corrective Action Plan Included

m Division Level [J Command Level | Inspection:
Attachments Included
[J Executive Office Level 16 hours m

Forward to:
Central Division

Follow-up Required:

[ Yes

(X No Due Date: 05/07/09

Inspector's Comments Regarding Innovative Practices:

No innovative practices were noted.

| Command Suggestions for Statewide Improvement:

No suggestions for Statewide improvement arose from this inspection.

| Inspector’s Findings:

Inspector’s findings were documented in the attached CHP 453D.

CHP 680A (Rev. 02-09) OPI 010



STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

COMMAND INSPECTION PROGRAM Command: Division: Chapter:
EXCEPTIONS DOCUMENT lComtrr;e;)rcial Central ; t

nspecte Y. ate:
Page 2 H. Madrigal 02/24/09

Z
[ Commander’s Response: F4.Concur or [] Do Not Concur (Do Not Concur shall document basis for response) |
v

Inspector's Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,
etc.)

Corrective Action Plan/Timeline

] Employee would like to discuss this report with
the reviewer.
(See HPM 9.1, Chapter 8 for appeal procedures.)

/o9
Ao

DATE
6 LA 7

[] Reviewer discussed this report with
employee
[A Concur [[] Do not concur

CHP 680A (Rev. 02-09) OP] 010



NUMBER

STATE OF CALIFORNIA
AREA CIISION
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL
AREA MANAGEMENT EVALUATION 411 CENTRAL DIV 401
FACILITY MAINTENANCE AND SECURITY EVALUATED BY Dats
CHP 453D (Rev. 5-06) OPI 009 DON SHUDA (537112009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required” box. If this
form is used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE

(] Formal Evaiuation

OF EVALUATION SUSPENSE DATE

Informal Evaluation

FOLLOW-UP REQUIRED

COMMANDER'S REVIEW

[ correction Report

E

2. INTERIOR APPEARANCE

EVALUATED

Yes [INo 77 ’!7 M / o
BY A/ , 77
EVALUATED % T TdeTion REQUIRED CORRECTED
1. USE AND ADEQUACY OF FACILITY /

a. Is the facility adequate? Yes [ No
(1) Have steps been taken to modify or replace the current facility? OYes No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? Yes [JNo
(2) s a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes [JNo
(a) Is storage space used effectively? Yes [INo
(b) Islighting adequate? Yes [JNo
(c} Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [INo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [No

ACTION REQUIRED TORRECTED

i

a, What is the condition of the floors, walls, ceiling, hallways, and counter tops? ALl IN GOOD CONDITION - NEW INTERIOR

PAINT AND CARPIIT INSTALLLD MAY 2006,

(1) Isinterior lighting adequate? Yes [JNo

(2) [fleased, have needed repairs been coordinated with Facilities Section? Yes [dNo

(3) Are the duties of the janitor defined and clearly understood? Yes [ONo

(a) Is théjanitor fully aware of the supplies available through the requisition process? Yes [JNo

b. Is thg layout of the general office areas appropriate for the assigned personnel or classification? Yes [JNo
¢. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [INo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? Yes [INo
e. s there sufficient space available in both the men's and women's locker rooms? A)A OYes [ONo
(1) Can several officers comfortably change clothes at the same time? OYes [ONo
(2) s there enough space for both personal lockers and equipment lockers? OYes [ONo
(3) Are there full length mirrors? (JYes [JNo
(4) Are they clean and odor free, with adequate ventilation? Clyes [JNo
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(5) Are lockers in good condition, with names posted on them? (Oyes [ONo
f. Does the employee's room have adequate cabinets and electrical outlets? Yes [JNo
(1) Are appliances in good working order? Yes [JNo
g. Are bulletin boards sufficient for Area needs? Yes [1INo
(1) Are they neat and orderly? Yes [No
(2) Is there a system for purging old information? Yes [INo
(3) Do posted items have a removal date? [Yes No
(4) Are bulletin boards in good condition? Yes [INo
h. When was the last inventory of items stored inside the facility? JULY 2008
(1) Are items arranged in a logical manner? Yes [JNo
(2) Are there surplus items that should be returned to Supply Services? Yes [INo

(3) What security is provided after normal business hours? MOTION DETECT ORALARM SYSTEM.

EVALUATED ACTION REQUIRED CORRECTES

3. EXTERIOR APPEARANCE /

a. Overall, what is the general appearance of the exterior of the facility? VERY GOOD - TRIM WAS REPAINTED MAY 2006 AND

WALLS ARE STUCCO IN GOOD CONDITION.

b. Are all painted surfaces neat and clean, free of peeling paint? Yes [JNo
c. ls the outside lighting adequate and in good repair? Yes [JNo
d. Is the building clearly identified? Yes [JNo
e. Is the gas station clean and in good repair? M}q [(dYes [INo
(1) Does the gas station have a fire extinguisher readily available? OJyes [No

(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? [(OJYes [JNo
f. Is the paved parking area clean and in good condition? Yes [JNo
(1) Are parking lines clearly painted? Yes [JNo
(2) s the violation clearance area for the public clearly marked? Yes [JNo
(3) s there disabled parking available? Yes [JNo
(4) |s there a parking area designated for motorcycles? []Yes No

4. AUXILIARY POWER A R HeronREmIRe R

a. Has the efficiency of the auxiliary power unit been tested? OvYes [ONo

b. Who knows how to start the unit should the self-starter fail?

c. Are operating instructions posted and easy to understand? Clyes [INo
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d. s there a notice posted identifying who to contact should the unit fail? (Oyes [JNo

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? OYes [No

f. How often is the fuel supply replenished?

(1) Atwhatlevelis it refilled?

g. Are there adequate numbers of emergency power outlets? OYes [INo
(1) Avre they distinctively marked? Oyes [No
EVAILUATED ACTION REQUURED CORRECTED
5. EMPLOYEE PROTECTION AND FACILITY SECURITY / \/'
a. Does Area have a written Emergency Action Plan? Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes [INo
(1) Does it have general facility security and building evacuation procedures? Yes [1No
(2) Does the plan work? Yes [JNo
(3) Are there sufficient management controls? ' S Yes [No
¢. Does the plan designate duties and responsibilities to specific employees? B Yes [JNo
(1) Are both uniformed and nonuniformed employees included? Yes [INo
(2) Are employees informed of their responsibilities? Yes [dNo
(3) Has the commander taken all responsible steps available to provide security? Yes [INo
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [JNo
d. Does the plan address dispatcher security? R B OYes [ONo -

(1) How do Public Safety Dispatchers feel about the security provided?

(2) Can dispatchers deal with the public without admitting them into the building? (OYes [ONo
(3) Should modifications be made to provide better security? OYes [INo
(a) Would intercoms improve security? [(dyes [ONo

(4) How often are two or more dispatchers on duty?

(5) How often are supervisors or other personnel in the building after normal business hours?

(6) Are maximum safety and security measures taken within communications centers? OvYes [OdNo
e. Has training been given for all types of emergency situations? Yes [1No
(1) Have both uniformed and nanuniformed been given the training? Yes [1No
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(2) Does the training include building evacuation procedures? Yes [No

(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [dNo

(a) Do they know how to use them? Yes [INo

(4) Have all employees read the Emergency Action Plan? Yes [JNo

(a) Do they know where it's located? Yes [ONo

f. Does the building contain asbestos? (1 Yes No
(1) Are employees given a copy of the annual asbestos report fo read? OYes [ONo

(2) Are new employess notified of the presence of asbestos within 15 days of reporting to work? (OYes [ONo

(3) s a copy of the notice posted on the employee or occupational safety bulletin board? OYes [INo

(4) Do employees know what to do if they encounter asbestos in the building? [dYes [ONo

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [JNo
(1) Are first aid Kits provided as required by the State Administrative Manual? Yes [INo
(2) Is STD 621, Notice to State Employees, posted and up to date? [ Yes No

(3) What is the condition of other efnergency equipment such as fire hoses, sprinkler systems, etc.? NOT EQUIPPED WITH ANY

OTHER EMERGENCY EQUIPMENT.

. . . NOT
: . . 5
h. |s there a Hazardous Materials Business Plan on file with the local implementing agency as required® 2¢ u=az{1‘s[j Yes [JNo

(1) Have changes or updates been sent to the implementing agency? ﬁ;ﬁa_ﬂr'is (OYes [No

ACTION REGQUIRED CORRECTED

EVALUATED

6. SAFETY INSPECTION

a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [INo

b. Has the CHP 113A, Safety Inspection Checklist, been completed? Yes [INo

c. Whatimprovements have been made by the commander as a result of the most recent inspection?  NO IMPROVEMENTS

NECESSARY,

(1) If recommendations required budgeting, have items been put into the budget suspense file? DYes [ONo
[JYes No

d. Has the size of the operation outgrown the facility?

(1) If so, what remedial action has been taken?
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DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA DIVISION

NUMBER

AREA MANAGEMENT EVALUATION 411 Central 401
FACILITY MAINTENANCE AND SECURITY EVALUATED BY DATE
CHP 453D (Rev. 5-06) OPI 009 Greg Biklian 09/04/2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessaty, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION
[] Formal Evaluation Informal Evaluation

SUSPENSE DATE

FOLLOW-UP REQUIRED ,
Correction Report

COMMANDER'S REVIEW

DATE

C)/é 09

Clves Ne gy Greg Biklian WA /7/\;{, ﬂk'}"
1. USE AND ADEQUACY OF FACILITY FYALATED ACTION REQUIRED FORRECTED
a. Is the facility adequate? [OYes [INo
(1) Have steps been taken to modify or replace the current facility? CdYes [JNo
(a) If aleased building, is the owner abiding by the terms of the ease agreement? [yes [1No
(2) s a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? ClYes [INo
(a) Is storage space used effectively? (OYes [INo
(b) Is lighting adequate? [dYes [JNo
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? OYes [JNo
(d) Does the interior of the facility have a neat, businesslike appearance? [JYes [No
2. INTERIOR APPEARANCE EVALUATED ACTION REQUIRED CORRECTED )
a. What is the condition of the floors, walls, ceiling, hallways, and counter tops?

(1) s interior lighting adequate? OYes [INo
(2) Ifleased, have needed repairs been coordinated with Facilities Section? (JYyes [No
3) _Are the duties of the janitor defined and clearly understood? (JYes [INo
(a) s the janitor fully aware of the supplies available through the requisition process? (dYes [INo
b. Is the layout of the general office areas appropriate for the assigned personnel or classification? Cyes [No
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? [OYes [INo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? | JYes [INo
e. ls there sufficient space available in both the men's and women's locker rooms? [dYes [No
(1) Can several officers comfortably change clothes at the same time? (dYes [dNo
(2) s there enough space for both personal lockers and equipment lockers? Cyes [No
(3) Are there full length mirrors? (Jves [ONo
[1yes [No

(4) Are they clean and odor free, with adequate ventilation?
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(5) Are lockers in good condition, with names posted on them? [(Oyes [dNo
f. Does the employee's room have adequate cabinets and electrical outlets? OYes [No
(1) Are appliances in good working order? ClYes [No
g. . Are bulletin boards sufficient for Area needs? [OYes [ONo
(1) Are they neat and orderly? [(OJYes [INo
(2) s there a system for purging old information? [OYes [No
(3) Do posted items have a removal date? [dYes [ONo
(4) Are bulletin boards in good condition? [Oyes [INo
h. When was the last inventory of items stored inside the facility?
(1) Are items arranged in a logical manner? [Oyes [JNo
(2) Are there surplus items that should be returned to Supply Services? U.;LWCQ ﬂ)/ [1Yes NG
(3) What security is provided after normal business hours? o
3. EXTERIOR APPEARANCE EVALUATED ACTION REQUIRED CORRECTED
a. Overall, what is the general appearance of the exterior of the facility?
b. Are all painted surfaces neat and clean, free of peeling paint? OYyes [INo
c. lIs the outside Iightihg adequate and in good repair? [Oyes [JNo
d. s the building clearly identified? (dYes [INo
e. Isthe gas station clean and in goad repair? (Jyes [INo
(1) Does the gas station have a fire extinguisher readily available? [OYyes [No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? [Yes [INo
f. |sthe paved parking area clean and in good condition? (OYes [INo
(1) Are parking lines clearly painted? [dYes [No
(2) s the violation clearance area for the public clearly marked? Yes [INo
(3) s there disabled parking available? dYes [JNo
(4) s there a parking area designated for motorcycles? OYes [No
EVALUATED ACTION REQUIRED CORRECTED
4. AUXILIARY POWER
a. Has the efficiency of the auxiliary power unit been tested? OYes [ONo
b. Who knows how to start the unit should the self-starter fail?
c. Are operating instructions posted and easy to understand? Cyes [1No
Destroy Previous Editions R
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d. Is there a notice posted identifying who to contact should the unit fail? ' - [OYes CINo

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? COYes [No

f. How often is the fuel supply replenished?

(1) Atwhat level is it refilled?

g. Are there adequate numbers of emergency power outlets? [(Yes [dNo
(1) Are they distinctively marked? [Yes [No
5. EMPLOYEE PROTECTION AND FACILITY SECURITY EVALUATER ACTION REQUIRED CORRECTEDX
a. Does Area have a written Emergency Action Plan? COYes [INo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Ovyes [1No
(1) Does it have general facility security and building evacuation procedures? (dYes [No
(2) Does the plan work? [QYes [INo
(3) Are there sufficient management controls? [(dYes [No
c. Does the plan designate duties and responsibilities to specific employees? [1Yes [dNo
(1) Are both uniformed and nonuniformed employees included? CdYes [JNo
(2) Are employees informed of their responsibilities? (JYes [INo
(3) Has the commander taken all responsible steps available to provide security? OYes [INo
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? [1Yes [No
d. Does the plan address dispatcher security? [OYes [No
(1) How do Public Safety Dispatchers feel about the security provided?
(2) Can dispatchers deal with the public without admitting them into the building? OYes [No
(3) Should modifications be made to provide better security? (OYes [INo
(a) Would intercoms improve security? (Oyes [INo
(4) How often are two or more dispatchers on duty?
(5) How often are supervisors or other personnel in the building after normal business hours?
(6) Are maximum safety and security measures taken within communications centers? [DYes [ONo
e. Has training been given for all types of emergency situations? [(OYes []No
(1) Have both uniformed and nonuniformed been given the training? [(dYes [No
Destroy Previous Editions T
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(2) Does the training include building evacuation procedures? (JYes [No
(3) Do all employees know where fire extinguisher and first aid kits are located? CYyes [No
(a) Do they know how to use them? [OYes [No
(4) Have all employees read the Emergency Action Plan? ClYes [1No
(a) Do they know where it's located? Oves L[ No
f. Does the building contain asbestos? (dYes [INo
(1) Are employees given a copy of the annual asbestos report to read? [dYes [dNo
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? {JYes [ONo
(3) s a copy of the notice posted on the employee or occupational safety bulletin board? Yes [ONo
(4) Do employees know what to do if they encounter asbestos in the building? Cyes [ONo
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? ClYes [No
(1) Are first aid kits provided as required by the State Administrative Manual? [(JYes [No
(2) Is STD 621, Notice to State Employees, posted and up to date? | (s e m Yes [No
(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?
h. ls there a Hazardous Materials Business Plan on file with the local implementing agency as required? Clyes [1No
(1) Have changes or updates been sent to the implementing agency? (JYes [INo
EVALUATED ACTION REQUIRED CORRECTED
6. SAFETY INSPECTION
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.8, Occupational Safety Manual? ; OvYes [ONo
b. Hasthe CHP 113A, Safety Inspection Checklist, been completed? CYes [No
c. What improvements have been made by the commander as a result of the most recent inspection?
(1) If recommendations required budgeting, have items been put into the budget suspense file? Yes [No
d. Has the size of the operation outgrown the facility? (OYes [dNo

(1) f so, what remedial action has been taken?
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INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the “Action Required" box. If this
form is used as a Correction Report, the “Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALLAIIGN T SUSPENSE O/ TE
Formal Evaluation ] Informal Evaluation

FOLLGWLP REQUIRED

IGAL

CONAND RS B

[[ICorrection Report

)
[[JYes No - i
sa [EvatmATED ACTION REGUIRED /

CORRECTED
1. USE AND ADEQUACY OF FAGILITY

3 25:2}]0') ) Yes TMDn)grcas .
a. Is the facility adequate? [ Yes No
(1) Hove steps been taken o modiy or replace the curent faaityr ' @Yes [INo
- (a) Ifaleased building, is the ownré;k»)‘i;i—r;g by the terms of the lease agreement? - [JYes [JNo a
__(2) Isa .safe, pleasant, efﬁcie.r;nz;énﬁme;;:;;e:b;t;ejrra'ﬁgement of furnit-t.;el and equipmen; " . Yes []-_No_ o
- (Z)_ Is_sto_r;g?épace used effectively? - ‘ ‘ Yes d No o
(b) s lighting aclj;_(i;:;\;)- o - o Yes [No
(c)-_A—re there provisions for the prompt repairml:ne_fac-:ﬁi‘{y (plum-bing, heat;ng, etc.)? _— Yes [JNo o
_ (d) Does the interior of the facility have a neat, businesslike appéérance? _ - Yes []No
EVALUATED ACTION REQUIRED CORRECTED

2. INTERIOR APPEARANCE

3/25/2009 Yes - in progress

a. What s the condition of the floors, walls, ceiling, hallways, and counter tops? Jair 1o poor. Facility hus furniture and equipment of

various ages, The clevical area was recently retrofitted with new workslations. and the sergeant's and special duty offices were

retrofitted with similar workstations in 2006.
N (1) ls interior lighting adequate? ‘ o Yes [No
{2) Ifleased, have needed repairs been coordinated witr; Facilities Seclion? N - OYes [No
(3) Are the duties of the janitor defined and clearly understood? Yes [INo
(a) Is the janitor fully aware of the supplies available through the requisition process? Yes [JNo
b. Is the layout of the general office areas abpropriate for the assigned personnel or classification? [IYes No
—-c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [JNo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? Yels [OINo
e. Is there sufficient space available in both the men's and women's locker rooms? [JYes No
(1) Can several officers comfortably change ciothes at the same time? [JYes No
(2) Isthere enough space for both personal lockers and equipment lockers? [JYes No
(3} Are there full length mirrors? [ Yes No
(4) Are they clean and odor free, with adequate ventilation? Yes [INo
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(5) Are lockers in good condmon W|th names posted on them?

f‘ Does the employee's room have adequale cabmets and electrlcal outlels’?

(1) Are appllances in good wo;kmg 0|der'7

g. Are bulletin boards suffment for Area needs?

(1) Are they neat and ordelly?

(2) s there a system for purging old information?

(3) Do posted items have a removal date?

.No

(4) Are bulletin boards in good condition?

h. When was the last inventory of items stored inside the facility? Cur |ml|\ in proaress

(1) Are items aranged in a logical manner?

(2) Are there surplus items that should be returned to Supply Services?

 Oves mNo

T GYes One

- Aves ONo

o B [¥] Yes _[]T\Jo_ o

or purging old informatio T T Eves Ome
- [JYes -DNo

- o (zlves [INo o

“ . - .[i_Y-e-s- 0 No-_l o

- -Yes__-.D_f\ql:-__"

(3) What security is provided after normal business hours? DlSp(Jth personnel are on site 24 hours per day, 7 davs per weck, Back

lotis gated and secured alter busmcss hours.

' EVALUATED ACTION REQUIRE
& EAIERORIAPFEARENGE 3/25/2009 Yes - in progress

CORRECTED

a. Overall, what is the general appearance of the exterior of the facility?  Good. Facilily was recently painted, which improyed the

exterior appearance significantly,

b. Are all painted surfaces neat and clean, free of peeling paint? Yes [JNo
¢. lIs the outside lighting adequate and in good repair? a Yes [ ]No
d. s the building clearly identified? Yes [JNo
e. s the gas station clean and in good repair? Yes [JNo
(1) Does the gas station have a fire extinguisher readily available? Yes []No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? Yes [No
f. Is the paved parking area clean and in good condition? Yes [1No
(1) Are parking lines clearly painted? Yes [No
(2) s the violation clearance area for the public clearly marked? [ Yes No
(3) Is there disabled parking available? Yes [dNo
(4) Is there a parking area designated for motorcycles? [JYes No
EVALUATED ACTION REQUIRED CORRECTED
4. AUXILIARY POWER 3/25/2009 Yes - in progress
a. Has the efficiency of the auxiliary power unit been tested? Yes [No
b.. Who knows how to start the unit should the self-starter fail? Administrative Sergeant and Automotive Technician
c. Are operating instructions posted and easy to understand? Yes [JNo
Destroy Previous Editions
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d, Is there a nolice posted identifying who to contact should lhe unit fall’) » I_l Yes
7"; _—B;)e;_th;;g ;dlcale A_r;a‘person;w;l_e;lii?;-ha_ct;l_w;;un:(.:a.t;n; é_ecl_lon_h_a\:e_ ;;;i;aed— w&;;a:ur@j - @ Yés l:] No B
. Howofen ,sTh'e}Ie}‘;upply erlZn'.sFe;&_EJ\.}; aoy wiceperwedk, a
) Atwhatlevelis trefilad? 90% (of 10000 sy -
9. Ave there adequate numbers of emergency power outeter T T T [@Yes [ONo
N (1) Are th;islinctively marked? o . I_‘;Yes ] f\‘l.o_—_
T ' ) EVALUATED  |ACTION REGUIRED “[Gorsecten .
5. EMPLOYEE PROTECTION AND FACGILITY SECURITY 3252009 i [
__a, Does Area have a written Emergency Action Plan? | - (] Yes D No
b. Doe;t-g plan have procedures for gfe;érdmgﬁe—m;lw‘e.e:c-h;rgél-l—types of emergencies? S _l:] Y; —E_]NO_-__
_—_(1) Does—lt—r;\;te_general fac;l]t_y secur-il and bL]Elng evacuation proceduxes:. - - Yes [ No_‘_—
_ (2) Does the plan work?ﬁ__ a [ Yes [ No_
a (3) Are tg,r;a-snu_fﬁci_e_ﬁt management controls? I | . Yes []No
) ¢. Does the plan designale duties and responsibilities to specific employees? R - . Yes [ N_o
- (1) Are both uniformed and nonuniformed employees includ;d—? o N Yes [JNo
_--_(5 Are employees informed of their responsibilities? I Yes [JNo
(3) Has the commander taken all responsible steps available to provide security? Yes [ No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [JNo
d. Does .t_he plan address dispatcher security? Yes [JNo

(1) How do Public Safety Dispatchers feel about the security provided? Dispatchers are satis(ied with site security (many park their

vehicles in the public lot),

(2) Can dispatchers deal with the public without admitting thém into the building? Yes [No
(3) Should modifications be made to provide better security? (O Yes No
(a) Would intercoms improve security? Yes [INo

(4) How often are two or more dispatchers on duty? 24 hours per day / 7 days per week.

(6} How often are supervisors or other personnel in the building after normal business hours? Dispatch personnel ave in the building

24 hours per day, 7 days per weck.

(6) Are maximum safety and seourity measures taken within communications centers? Yes [JNo
e. Has training been given for all types of emergency situations? Yes []No
(1) Have both uniformed and nonuniformed been given the training? Yes [INo
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(2) Does the training include bulldmg evacuatlon procedures7 |7_} Yesl- [(INe
‘___(_3._}‘ B‘o‘a_lfqe;pfqoyees._khﬁ;\; Iw_;e_r;_ar;ex_ll-l-}g_wsher ant_i_fr_s:t aakl_ls ;o:a_t;‘; - . Yes _l:-l_Non_ B
@) Doteykmowhowtowsethemy  @Yes ONo
“—_(;;_'l:l;:/-e_laﬁe;p;;);z-r;a-a the_ é;er-g_ency;\ctlon I;Ian_'7 I Yes D_No -
- {a) D;tir;yMk}]:w where it's located? . _i [v] Yes -E] No_"_ B
1 Doesthe buidng contan aspestos? @Yes UNo
(1) Are employees given a copy of he annual ssbestos report o read? T Yes  [INo
(2) Are new emplayees notified of the presen;e c;an;estos w-i;hin 16 days of reporting rt_o work? S Yes [INo
(3} Is a copy of the n;l;ce posted on the employee or occupational safety bulletin board_’r'-—.___n_l o Yes [JNo
o (:)—_Do_employ;s*kn‘o-w_vyha—tto do lf_t‘hey encounter ;sbeslos in the bquTn_g—'?_ - _--._Ye-s-_l:l No R
- g.—%;@;rgws.hers p;vilge;i_air;;s;rviced a;re‘qar;g b;hreréalifornia Administrative Code? - [v] .Yes O No
N (1) Are frst_aid kits provided as— required by (heggte Administrative_l\/iemual’? - iYES DE --
o (2) IsSTD 621, NotEe to State Employees posteci_agﬁp to date? o (v] Yes ﬂ No

(3) Whatis the condition of other emergency equipment such as fire hoses sprinkler systems, etc.?  Good. Recent Vire Marshal

inspection in early 20()5,

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as reqwred’? Yes [JNo
(1) Have changes or updates been sent lo the implementing agency? Yes [1No
EVALUJATED ACTICH REQUIRED CORRECTED
6. SAFETY INSPECTION 37252009 Yes - in progress
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [JNo
b. Has the CHP 113A, Safety Inspection Checklist, been completed? Yes [No

¢. What improvements have been made by the commander as a result of the most recent inspection?  Cracks in back parking lot were

sealed o extend life of parking surface.,

(1) If recommendations required budgeting, have items been putinto the budget suspense file? Yes [JNo

d. Has the size of the operation outgrown the facility? Yes [JNo

(1) Ifso, what remedial action has been taken? Buakersficld Area underwent a facility evalualion in 2007 and was placed at the top of

the list for a new facility. The site selection process for the new facility has already begun. The existing office is very old and

inadequate for the number of employees assigned.
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SUBJECT: I-ucility Maintenunce and Security DATE U3 232009
SECTIONS COMMENTS

_Z;h.h - B e {lavouiol office is unorganized. Sﬂt}ial_q_u[y personnel are spread out in iheee difTerent arcas.
o | Sergeants oftice hus insullicient number ol workstations. and dispatch center is extremely cramiped

: e aplOT e DUMbOr O parsomnchy e

2o o Both the men’s and women's locker rooms are extremely eramped. When El_nﬁ!.()) ces are changing,

B _|itis dilticult for uther employecs 1o walk by,

2.¢2 Arca has simall equipment lockers which are inadequale for olficers' assigned cquipment ti.e. WMD

______ o bags, campaign hats, elc.) - T

2.e. 3, o | There m'(i)n_g, '_ﬂi,ml;‘_iﬂfbf“h locker rooms. but they do not extend o the Noor, o

2.e 3, - Lockers arc in various slages of condition. Some are old and dented, others are new, -

Ly | F'he employees room has very Tew cabinets (inﬂcl_muale lor number of employees)

2.0.2&3 o Admin Sergeant routinely checks boards and discards outdated information. Posters are duted when
o _|they are posted and the oldest ones removed when new oncs arrive, -

3.0 2. Area has no designated area for violation clearance. Public parking lot is inadequate for large
commercial vehicles, which must park at neighboring businesses or on side streets when seeking
clearance of vialations.

3.0 4. There is no designated motorcycle parking area in the public lot. The back employee tot has a

designated cement pad for motoreycle parking.

Summary: The inadequacy of the current facility has been clearly documented and the process has

already begun for obtaining a new tacility.
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STATE OF CALIFORNIA < _ S~ U — e
NEPARTMENT OF CALIFORNIA HIGHWAY PATROL R B ONIRION NUMBER
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CHP 453D (Rev. 5-06) OPI 009 s i’_‘ 0 Kevin Flom, Sergeant 07/}0/2008

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this
form is used as a Correction Report, the "Correction"” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
g F_ormal Evaluation [z/lnformal Evaluation 10/10/2008 N
FOLLOW-UP REQUIRED D Correction Report COy#\/NDqER'/;E};Wg DATE
i) Yes L] No BY bE 0.8, Rerar A CAIT: B .M. SHITH '?/u,/o?
1. USE AND ADEQUACY OF FACILITY EVALUATED ACTION REQUIRED CORRECTED
) - Yes Yes
a. s the facility adequate? [ ] Yes /] No
a ) hHave steps been taken to modify or replace the current facility? - o V) Yes - (] No
o (a) If a leased building, is th_s; owner abiding by the terms of the lease agreement? q /()( (] Yes : [ JNo
.(2) Is a safe, pleasant, efficient environment created by the arrangemen_t o; furniture and equipment? W] Yes [ INo
(@) 'Is storage space used effectively? LA)A‘-LH _EQQL NS Allacirisy f_&SM S&“P [] Yes ] No
(b) Is lighting adequate? M Yes (JNo
(c) Are there provisions for the p_r-ompt re;;air of the facility (plumbing, heating, etc;’.;“__ £ Yes [JNo
(d) Does the interior of the facility have a neat, qt.)llsinesslike appearance? _ [ Yes ] No
. ~ “[evaLuateo ~JAcTION REQUIRED CORRECTED
. INTERIOR APPEARANCE Yes Yes
i a. Whatis the condition of the floors, walls, ceiling, hallways, and countertops’:? Dirty.
(1) s interior lighting adequate? ! Yes (] No
@) I% leased, have needed repairs been coordinated with Facilities Section? N {A []Yes .I:] Nc?___
(3) Are the duties of the janitor defined and clearly understood? ' M Yes (J No
(a) lIs the janitor fully aware of the supplies availabl-e through the requisition process? V] Yes [J No
b. Is the layout of the general office areas appropriate for the assigned personnel or classification? M Yes [ No
c. Does the layout and equipmént in specialized office areas meet the needs of each speciali‘zed function? W] Yes [ No
d. Does thg layout of the restrooms meet the needs of all employees, including those with disabilities? ] Yes [J No
e. s there sufficient space available in both the men's and women's locker rooms? [ Yes V] No
(1) Can several officers comfortably change clothes at the same time? [J Yes M No
N (2) Is t-here enough space for both personal lockers and equipment lockers? L] Yes /] No
(3) Are there full length mirrors? M Yes [INo
(4) Are they clean and odor free, with adequate ventilation? ] Yes [JNo
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[] Yes

(8) Are lockers in good condition, with names posted on them? V] No
f. Does--t_'he employee's room have adequate cabinets and electrical outlets? o ) Yes ] No___
(17;@ appliances in good working order? N V1 Yes [ No
__g. Are bulletin boards sufficient for Area needs? o N Yes [JNo
(1) Are they neat and orderly? M Yes (I No
(2) s there a system for purging old information? ] Yes L1 No
o (3) Do posted items have a removal date? /] Yes (I No
(4) Are bulletin boards in good condition? B V] Yes [ No
h. When was the last inventory of items stored inside the facility? Feb. 2008
(1). /;‘;e items arranged in a logical manner? ) Yes (J No
(2) Are there surplus ite;ms that should be returned to Supply Services? V] \;es L No
(3) What security is prO\'/ided after normal business hours? Electric security gate and combination door locks.
3. EXTERIOR APPEARANCE_— i:m:.umso ACTION REQUIRED CORRECTED
B es Yes
a. Overall, what is the general appearance of the exterior of the facility? Good
b. ;\re all painted surfaces neat and clean, fr-ee of peeling paint? ] Yes [ No
c. Isthe outside lighting adequate and in good repair? (] Yes ] No
d. s the building clearly identified? /] Yes 0 No
e. Isthe gas station clean and in good repair? N Yes ] No
(1) Doesthe gas station have a fire extinguisher readily available? V] Yes (J No
6 Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating property? W] Yes [INo
f. Is the paved parking area clean and in good condition? /] Yes L] No
(1) Are parking lines clearly painted? . ] Yes [ No
(2) s the violation clearance area for the public clearly marked? N “& (] Yes L] No
(3) s there disabled parking available? b W] Yes [ No
(4) s there a parking area designated for motorcycles? V] Yes [ No
EVALUATED ACTION REQUIRED CORRECTED
. AUXILIARY POWER Yei Yes
a. Has the efficiency of the auxiliary power unit been tested? M ves [ No
b. Who knows how to start the unit should the self-starter fail?  Admin, Sergeant and ASM Wt \\ \EA‘(Z..N
c. Are operating instructions posted and easy to understand? V] Yes C1No
HP 453D (Rev. 5-06) Page 2 Destroy Previous Editions ©453d506.frp
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d. Is there a notice posted identifying who to contact should the unit .f‘a;\il? IZI Yes O No
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? M Yes L] No
f. How often is the fuél supply feplenishe(;?_-- Propane/Monthly -
(1) Atwhat level is i;ﬁlled? 50%
g. Are there adequate numbers of emergency power outlets? ] Yes (] No
(1) Are they distinctively marked? W] Yes [ JNo
5. EMPLOYEE PROTECTION AND FACILITY SECURITY AT - EOTRECIRE
Yes Yes -
a. Does Area have a written Emergency Action Plan? V] Yes [J No
b. Does the plan have procedJr.es for safeguarding employees during all types of emergencies? V] Yes [JNo
o (1) Does it have general facility security and building evacgjation procedures? ] Yes [JNo
(2-) Does the plan wbrk? - - V] Yes [ J No
(3) Are there sufficient management controls?ﬂ V] Yes [ JNo
c. Does the plan designate duties and responsibilities to specific employees? W] Yes (] No
(1) Are both uniformed and nonuniformed employees included? /) Yes [ No
(2) Are employees informed of their responsibilities? a ] Yes [ No
- (3) Has the commander taken all responsible steps available to provide security? W] Yes L] No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? V] Yes (I No
d. Does the plan address dispatcher security? ] Yes [ No
(1) How do Public Safety Dispatchers feel about the security provided? Back dogré are often left unlocked or propped open.
(2) Can dispatchers deal with the public without admitting them into the building? W1 Yes CINo
(3) Should modifications be made to provide better security? W ves [J No
(@) Would intercoms improve security? [ Yes V! No
(4) How often are two or more dispatchers on duty? Daily.
(é)"How often are supetrvisors or other personnel in the building after normal business hours? Daily.
(6) Are maximum safety and security measures taken within communications centers? /] Yes (L] No
€. Has training been given for all types of emergency situations? /] Yes [J No
(1) Have both uniformed and nonuniformed been given the training? V] Yes O No
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(2) Does the training include building evacuation procedures? /] Yes [ No
(3) Do all employees know where fire extinguisher and first aid kits are located? /] Yes (I No
(@) Do they know how to use them? W] Yes D_NO
(4) Have all employees read the Emergency Action Plan? M1 Yes [INo
(@) Do they know where it's located? | - /] Yes L] No
f. Does the building contair; asbestos? []Yes ) No
] (1) Are empioyees given a copy of the annual asbestos report to read? /] Yes [ No
(2) Are new employees not-iﬂed of the presence of asbestos within 15 days of reporting to work-'; /] Yes () No
(3) Is a copy of the notice posted on the employee or occupational safety bulietin board? /] Yes L] No
(4) lSo employees know what to do if they encounter asbestos in the building? i ! Yes [ No
9. Are fire extinguishers provided and serviced as required by the California Administrative Code? VI Yes [ No
(1) Are first aid Kits provided as required by the State Administrative Manual? ] Yes L] No
(2) 1s STD 621, Notice to State Employees, posted and up to date? M Yes (I No

(3) Whatis the condition of other émergency equipment such as fire hoses, sprinkler systems, etc.? N/A |
h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? V] Yes L1 No
(1) Have changes or updates been sent to the implementing agency? - ] Yes (1 No

EVALUATED ACTION REQUIRED CORRECTED
i. SAFETY INSPECTION Vies No
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required

by HPM 10.6, Occupational Safety Manual? V] Yes (L] No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? V] Yes L] No

¢. Whatimprovements have been made by the commander as a result of the most recent inspection? N/A

(1) If recommendations required budgeting, have items been put into the budget suspense file? (] Yes [(JNo
d. Has the size of the operation outgrown the facility? ] Yes ] No
(1) If so, what remedial action has been taken? A new Area office is on the drawing board.
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Supplemental to CHP435D Form:

1. USE AND ADEQUACY OF FACILITY
a: New facility is in the planning stages
(2)(a): Car Port/Wash Bay is filled with numerous items.
Action: Custodian/ASMs will clean and return unused items to Sacramento
via 266.
(2)(d): Custodian has been given a daily checklist for duties to be completed
to fulfill the expectations of the Area.

2. INTERIOR APPEARANCE:
(3) Check list recently approved for the custodian stating expectations.
a: Custodian has been given a daily checklist for duties.
e: (1&2) New facility is in the planning stages.

5. Lockers are in fair condition with several missing names. Admin. Sergeant
notified for correction,

3. EXTERIOR APPEARANCE:
c. Night lights around the facility and parking lot are burned out. Custodian and Admin.

sergeant will make corrections.
e.(1): Training on the location of the island fire extinguisher is needed

4, AUXILIARY POWER:
Custodian needs to clean out area for easier access in case of an emergency.

5. EMPLOYEE PROTECTION AND FACILITY SECURITY

EEDIQBIRNRIE 0 L T R s e S R e S T T Y

6. Correction report to be submitted within 30 days (10/10/08) by Sergeant Flom
verifying the above corrections have been made.



JEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION | ©

STATE ©F CALIFORNIA /@/Z 7/07 E\,—g,m = T [owision

FACILITY MAINTENANCE AND SECURITYI ~
CHP 453D (Rev. 5-06) OPI 009

Kevin Flom, Sergeant

NUMBER
ffiih_:?kersf'leld Central
| EYALUATED BY DATE
10/10/2008

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this

formis used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This

form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
/] Formal Evaluation [ Informal Evaluation - .1 10/10/2008
FOLLOW-UP REQUIRED m Correction Report COMMANDER'S REVIlEg l 1 JQ‘@ DATE
Lyes No BY Sgt. Kevin Flom | 6. D. 8. Roran G COPT. B4, SMUTH (0/27/03
1. USE AND ADEQUACY OF FACILITY EVALUATED ACTION REQUIRED CORRECTED
- Yes No N
a. s the facility adequate? [ Yes /) No
(1) Have steps been taken to modify_or replace the current facility? v E; [ INo
(a) Ifa I.eased bu]ding, is the owner abiding by the tern;.s of the Ie_ase agreement? [ Yes [ No
_(2) Is a safe, pleasant, efficient environment created by the arrangement of furnit‘u..l-r:e and equipment? ] Yes L] No N
) (a) Is storage space used effectivel-y? ‘ V] Yes ] No
(b) s lighting adequate? o N Yes (I No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? M) Yes CJ No
(d) Does the interior of the facility have a neat, businesslike appearance? []vYes ] No
EVALUATED ACTION REQUIRED CORRECTED
!, INTERIOR APPEARANCE Yes No
a. Whatis th; condition of the ﬂooré,- walls, ceiling, hallways, and counter tops?
(1) Is interior lighting adequate? ] ves L] No
(2) Ifleased, have needed repairs been coo-r-dinated with Facilities Section? ] Yé-s. [ No
(3) Are the duties of the janitor defined and clearly understood? /] Yes [ No
(@) s the janitor fully aware of the supplies available through the requisition process? ] Yes L] No
b. s the layout of the general office areas appropriate for the assigned personnel or classification? /] Yes [ No
c. Does the layout and equipment in specialized office areas meet the needs of each s-pecialized function? W] Yes [ No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? V] Yes [ No
e. s there sufficient space available in both the men's and women's locker rooms? []Yes VI No
(1) Can several officers comfortably change clothes at the same time? [ ] Yes ] No
(2) !;_there enough space for both personal lockers and equipment lockers? [] Yes V] No
(3) Are there full length mirrors? /] Yes (1 No
(4) Are they clean and odor free, with adequate ventilation? ] Yes [ JNo
1P 453D (Rev. 5-06) Page 1 Destroy Previous Editions 0;5-3d506 frp



STATE OF CALIFORNA
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AREA MANAGEMENT EVALUATION

FACILITY MAINTENANCE AND SECURITY
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(6) Are lockers in good condition, with names posted on them? .- V) Yes [1No
f. Does the employee's room have adequate cabinet-s_a;\d electrical outlets? [Z] Yes (] No )
(1-) A;e appliances in good working order? Vi \; (I No
g. Are bulletin boards sufficient for Area needs?‘h W] Yes [J No o
(1) Are they neat and orderly? N | I Yes [INo
(2) s there a system for purging old information? . M Yes L) No
(3) Do posted items havn; a remo—val date? V] Yes ] No_
o (4) Are b;l_letin boards in good condition? a ] Yes [J No
- h. When was the last inventory of items stored inside the facility? Feb.. 2008
- (1) Are items arranged in a logical manner? M Yes U No
(2) Are there surplus items that should be returned to Supply Services? /) Yes (1 No
(3) What security is provided after normal business hours? Electric security gate and combination door locks.
EVALUATED ACTION REQUIRED CORRECTED
3. EXTERIOR APPEARANCE Yes No
a. Overall, what is the general appearanc;a of the exterior of the facility? Good
b. Are all painted surfaces neat and clean, free of peeling paint? . /] Yes 1 No
c. Isthe outside lighting adequate and in good repair? V] Yes 0 No
d. Is the building clearly identified? “ - V] Yes [ No
e. Is the gas station clean and in good repair? V] Yes (] No
(1) Does the gas station have a fire extinguisher readily available? W] ves L] No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? V] Yes [J No
f. Is the paved parking area clean and in good condition? W] Yes [J No
(1) Are parking lines clearly painted? /] Yes [_INo
B (2) Is the violation clearance area for the public clearly marked? (] Yes [J No
(3) Is there disabled parking available? ] Yes L] No
(4) Is there a parking area designated for motorcycles? V] Yes (1 No
. AUXILIARY POWER EVALUATED ACTION REQUIRED CORRECTED
Yes No
a. Has the efficiency of the auxiliary power unit been tested? /] Yes L] No
b.  Who knows how to start the unit should the self-starter fail? Admin. Sergeant and ASM
¢. Are operating instructions posted and easy to understand? M Yes ] No_
1P 453D (Rev. 5-06) Page 2 Destroy Previous Editions 0453d506.frp
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d. lsthere a notice posted identifying who to contact should the unit fail? M Yes (I No

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? ] Yes (] No

f. How often is the fuel supply replenished? ~ Propane/Monthly

(1) Atwhat level is it refilled? 50%

g. Are there adequate numbers of emergency power outlets? ) Yes L] No
(1) Are they distinctively marked? — M Yes I No
5. EMPLOYEE PROTECTION AND FACILITY SECURITY f:::umsn .«\Nc;ron REQUIRED FORRECTED
a. Does Area ha\;e a written Emerger;cy Action Plan? ) | M Yes (] No
b. Does the plan have procedures for safeguarding employees during all types of en;grgencies? W] Yes [ JNo
(1) Does it have general facility security and building evacuation procedures? /] Yes (] No
(2) Does the ;Jlan work? ] Yes (] No
o (3) Are there sufficient management controls? V] Yes L] No
¢. Does the plan desig;\;lte duties and responsibilities to specific employees? W1 Yes L] No
(1} Are both uniformed and nonuniformed employees included? W/l Yes [ No
(2) Are employees informed of their responsibilities? B - M Yes [ JNo
(3) Has the commander taken all responsible steps available to provide security? V] Yes [ No
(4) Has the commander visited the facility after normal business hours to ensure security measures are R
in place? V] Yes [ JNo
d. Does the plan address ;ispatcher security? V] Yes L] No
(1) How do Public Safety Dispatchers feel about the security provided? Good.
(2) Can dispatchers deal with the public without admitting them into the building? /] Yes ] No
(3) Should modifications be made to provide better security? Ml Yes [J No
(a) Would intercoms improve security? []Yes /] No
(4) How often are two or more dispatchers on duty? Daily.
(5) How often are supervisors or other personnel in the building after normal business hours? Daily.
(6) Are maximum safety and security measures taken within communications centers? W] Yes L] No
e. Has training been given for all types of emergency situations? ] Yes (] No
(1) Have both uniformed and nonuniformed been given the training? M Yes L] No

P 453D (Rev §-06) Page 3 ' Destroy Previous Editions c453d506.frp
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(2) Does the training include building evacuation procedures? /] Yes [ No
(3; Do all employees know where fire extinguisher and first aid kits are located? W] Yes L] No
__(-a-) Do they know how to use them? : /] Yes : [ JNo
(4) Have all employees read the Emergency Action Plan? V] Yes [ INo
(@) Do they know where it's located? - V] Yes [ JNo
f. Does the building contain asbestos?_ - O] Yes V] No
a __(1_) Are employees given a copy of the annual asbestos report to read? ] Yes [ ]No
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? /] Yes [J No
(3) Is a copy of the notice posted on the employee or occupational safety bulletin board? M ves (1 No
(4)_Do employees know what to do if they encounter asbestos in the building? ] Yes [J No
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? W] Yes [ No
(1) Are first aid kits provided as required by the State Administrative Manual? W Y;a.s (I No
2) 1Is STE) 621, Notice to State Employees, posted and up to date? ] Yes O No

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? N/A
h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? v Y-e's (I No
(1) Have changes or updates been sent to the implementing agency? ] Yes L] No

EVALUATED ACTION REQUIRED CORRECTED
. SAFETY INSPECTION Yes No
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required

by HPM 10.6, Occupational Safety Manual? V] Yes (I No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? ] Yes CJ No

c. Whatimprovements have been made by the commander as a result of the most recent inspection? N/A

(1) If recommendations required budgeting, have items been put into the budget suspense file? L] Yes [ No
d. Has the size of the operation outgrown the facility? M Yes [J No
(1) If so, what remedial action has been taken? A new Area office is on the drawing board.
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Supplemental to CHP435D Form:

1. USE AND ADEQUACY OF FACILITY
a: New facility is in the planning stages
(2)(a): Car Port/Wash Bay is filled with numerous items.
Action: Custodian/ASMs will clean and return unused items to Sacramento
via 266.¥*** Process is still being performed®****
(2)(d): Custodian has been given a daily checklist for duties to be completed
to fulfill the expectations of the Area. *****Custodian has been following
checklist, ****

2. Interior Appearance
5. Lockers are in fair condition with several missing names. Admin. Sergeant
notified for correction. **** corrected****

3. EXTERIOR APPEARANCE:

c. Night lights around the facility and parking lot are burned out. Custodian and Admin.
sergeant will make corrections. **** CalTrans will or has replaced light bulbs and state
electricians will repair any wiring problems.****

e.(1): Training on the location of the island fire extinguisher is needed. ****briefed****

4. AUXILIARY POWER:
Custodian needs to clean out area for easier access in case of an emergency. ****corrected****

5. EMPLOYEE PROTECTION AND FACILITY SECURITY
(1)) /ihasisassmsinsinissimsesosehendssouss® **** ASM and Front Desk

Officer notified, ****

6. Correction report to be submitted within 30 days (10/10/08) by Sergeant Flom
verifying the above corrections have been made.  ****Done 10-16-08%***



STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY
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AREA, DIVISION NUMBER
Grapevine [nsp. Fac. |Central 424
EVALUATED BY DATE

S. A. Netzer 03/16:2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required” box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
[ Formal Evaluation Informal Evaluation
FOLLOW-UP REQUIRED I:l EBTeEtien Report COMMANDER'S REVIEW DATE
[JYes No
BY S. A. Netzer 09/16/2008
: ) j EVALUATED ACTION REQUIRED CORRECTED
1. USE AND ADEQUACY-OF FACILITY "
a. Is the facility adequate? [JYes No
(1) Have steps been taken to modify or replace the current facility? Yes [JNo
(a) If a leased building, is the owner abiding by the terms of the lease agreement? Yes [JNo
(2) |s asafe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes [JNo
(a) Is storage space used effectively? Yes [JNo
(b) Is lighting adequate? Yes [INo
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [JNo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [INo
] N £ d EVALUATED ACTION REQUIRED CORRECTED
2, INTERIOR APPEARANCE "
a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? Needs general repair to all listed.
(1) Is interior lighting adequate? Yes [JNo
(2) If leased, have needed repairs been coordinated with Facilities Section? Yes [INo
(3) Are the duties of the janitor defined and clearly understood? Yes [JNo
(a) Is the janitor fully aware of the supplies available through the requisition process? Yes [JNo
b. Is the layout of the general office areas appropriate for the assigned personnel or classification? Yes [JNo
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [JNo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? [Yes No
e. Is there sufficient space available in both the men's and women's locker rooms? [JYes No
(1) Can several officers comfortably change clothes at the same time? Yes []INo
(2) Is there enough space for both personal lockers and equipment lockers? [dYes No
(3) Are there full length mirrors? Yes [1No
(4) Arethey clean and odor free, with adequate ventilation? Yes [JNo
Destroy Previous Editions
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(5) Are lockers in good condition, with names posted on them? Yes [No
f. Does the employee's room have adequate cabinets and electrical outlets? Yes [No
(1) Are appliances in good working order? Yes [INo
g. Are bulletin boards sufficient for Area needs? Yes [dNo
(1) Are they neat and orderly? Yes [INo
(2) s there a system for purging old information? Yes []No
(3) Do posted items have a removal date? Yes [JNo
(4) Are bulletin boards in good condition? Yes [ONo
h. When was the last inventory of items stored inside the facility?
(1) Areitems arranged in a logical manner? Yes [INo
(2) Arethere surplus items that should be returned to Supply Services? OYes [“iNo
(3) What security is provided after normal business hours? N/A
3, EXTERIOR APPEARANCE ;E‘VALUATED ACTION REQUIRED CORRECTED
a. Overall, what is the general appearance of the exterior of the facility? Needs painted.
b. Are all painted surfaces neat and clean, free of peeling paint? [Yes No
¢. s the outside lighting adequate and in good repair? Yes [INo
d. Is the building clearly identified? Yes [JNo
e. Is the gas station clean and in good repair? Oyes [INo
(1) Does the gas station have a fire extinguisher readily available? OYes [ONo
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? [OYes [No
f. Is the paved parking area clean and in good condition? Yes [No
(1) Are parking lines clearly painted? Yes [JNo
(2) s the violation clearance area for the public clearly marked? OYes [No
(3) Is there disabled parking available? Yes [JNo
(4) Is there a parking area designated for motorcycles? [Yes No
EVALUATED ACTION REQUIRED CORRECTED
4. AUXILIARY POWER "
a. Has the efficiency of the auxiliary power unit been tested? Yes [JNo
b. Who knows how to start the unit should the self-starter fail? Supervisors, Officers
¢. Are operating instructions posted and easy to understand? Yes [JNo
Destroy Previous Editions
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d. Is there a notice posted identifying who to contact should the unit fail? Yes [INo
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? [JYes [INo
f. How often is the fuel supply replenished? As needed
(1) Atwhat level is it refilled?
g. Are there adequate numbers of emergency power outlets? Yes [INo
(1) Are they distinctively marked? Yes [ONo
. ' EVALUATED AGTION REQUIRED CORRECTED
5. EMPLOYEE PROTECTION AND FACILITY SECURITY X
a. Does Area have a written Emergency Action Plan? Yes [No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes [INo
(1) Does it have general facility security and building evacuation procedures? Yes [dNo
(2) Does the plan work? Yes [No
(3) Are there sufficient management controls? Yes [INo
¢. Does the plan designate duties and responsibilities to specific employees? Yes [INo
(1) Are both uniformed and nonuniformed employees included? Yes [INo
(2) Are employees informed of their responsibilities? Yes [INo
(3) Has the commander taken all responsible steps available to provide security? Yes [1No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [INo
d. Does the plan address dispatcher security? Oyes [JNo
(1) Howdo Public Safety Dispatchers feel about the security provided?
(2) Can dispatchers deal with the public without admitting them into the building? [lyes [INo
(3) Should modifications be made to provide better security? OYes [No
(a) Would intercoms improve security? OYes [No
(4) How often are two or more dispatchers on duty?
(6) How often are supervisors or other personnel in the building after normal business hours?  Facility open 24 hours.
(6) Are maximum safety and security measures taken within communications centers? [(JYes [JNo
e. Has training been given for all types of emergency situations? Yes [JNo
(1) Have both uniformed and nonuniformed been given the training? Yes [INo
Destroy Previous Editions
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(2) Does the training include building evacuation procedures? Yes [No

(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [INo

(a) Do they know how to use them? Yes [No

(4) Have all employees read the Emergency Action Plan? Yes [ONo

(a) Do they know where it's located? Yes [JNo

f. Does the building contain asbestos? OYes [ONo
(1) Are employees given a copy of the annual asbestos report to read? (JYes [JNo
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? OOYes [No
(3) Is acopy of the notice posted on the employee or occupational safety builetin board? OYes [ONo
(4) Do employees know what to do if they encounter asbestos in the building? OYes [ONo

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [No
(1) Are first aid kits provided as required by the State Administrative Manual? Yes [No
(2) Is 8TD 621, Notice to State Employees, posted and up to date? Yes []No

(3) Whatis the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?  All working and inspected.

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [JNo
(1) Have changes or updates been sent to the implementing agency? Yes [INo
EVALUATED ACTION REQUIRED CORRECTED
6. SAFETY INSPECTION .
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required

by HPM 10.6, Occupational Safety Manual? Yes [No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? Yes [No

¢. Whatimprovements have been made by the commander as a result of the most recent inspection? N/A
(1) If recommendations required budgeting, have items been put into the budget suspense file? Yes [JNo
d. Has the size of the operation outgrown the facility? Yes [JNo

(1) If so, what remedial action has been taken? Facility scheduled for expansion project in 2010.
Destroy Previous Editions
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STATE OF CALIFORNIA Command. Division: Chapler:
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Grapevine Baiicid Easi Misenanc
eniral aciiy 1 nanc
COMMAND INSPECTION PROGRAM Insp. Fac. and Security
EXCEPTIONS DOCUMENT | Inspected by: S. A, Nelzer Date: 03/16/2009

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapter Inspection number. Under “Forward to." enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required.

TYPE OF INSPECTION Total hours expended on the [] Corrective Action Plan Included

(] Division Level Command Level | Inspection:

[] Attachments Included

] Executive Office Level 1.5 hours

Forward to:

Follow-up Required: Central Division

(] Yes & No

Due Date: 05/05/2009

-Chapter In

Inspector's Comments Regarding Innovative Practices:

None.

| Command Suggestions for Statewide Improvement:

None.

[ Inspector’s Findings: |

Minor repairs needed including paint.
Facility scheduled for remodel in 2010.
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STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

COMMAND INSPECTION PROGRAM

EXCEPTIONS DOCUMENT Command: Division: Chapter:
Gra pevine Cenlral Facility Maintenance
Insp. Fac. and Security
page 2 Inspected by: S. A. Netzer Date: 03/16/2008

fCommander’s Response: [X Concur or [[] Do Not Concur (Do Not Concur shall document basis for response) ]

Inspector's Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,
etc.)

'Required Action - e R e

Corrective Action Plan/Timeline

N/A
(] Employee would like to discuss this report with COMMANDER'S SIGNATURE DATE
the reviewer. / é o 04/28/2009
(See HPM 8.1, Chapter 8 for appeal procedures.) j ; 5
INSPECTOR'S SIGNATUR DATE
% j ﬁg% 04/28/2009
LI Reviewer discussed this report with REVIEWER'S SIGNATURE DATE
employee
[] Concur ] Do not concur |
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STATE OF CALIFORNIA

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL AREA LEsigH HMEEE
AREA MANAGEMENT EVALUATION Grapevine Insp. Fac. [Central L
FACILITY MAINTENANCE AND SECURITY EVALUATED BY PATE

CHP 453D (Rev. 5-06) OPI 009 S. A. Netzer 0971672008

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the “"Action Required"” box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
[] Formal Evaluation Informal Evaluation
FOLLOW-UP REQUIRED [ Correction Report COMMANDER'S REVIEW DATE
[Yes No
BY S. A. Netzer 09/16/2008
. [U5E ARD ADEGURGET OF EAGILITY iw«wmeo ACTION REQUIRED CORRECTED
a. ls the facility adequate? [JYes No
(1) Have steps been taken to modify or replace the current facility? Yes [INo
(a) Ifaleased building, is the owner abiding by the terms of the lease agreement? Yes [INo
(2) Is a safe, pleasant, efficient e_r:\;i-ronment created by the arrangement of furniture and equipment? Yes [JNo
(a) Is storage space used effectively? Yes [INo
(b) Is lighting adequate? Yes [No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [INo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [JNo
2. INTERIOR APPEARANCE s reTionReauRes reeseree
a. Whatis the condition of the floors, walls, ceiling, hallways, and counter tops? Needs general repair to all listed.
(1) s interior lighting adequate? Yes [INo
(2) If leased, have needed repairs been coordinated with Facilities Section? Yes [No
(3) Are the duties of the janitor defined and clearly understood? Yes [INo
(a) Is the janitor fully aware of the supplies available through the requisition process? Yes [INo
b. Is the layout of the general office areas appropriate for the assigned personnel or classification? Yes [1No
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [INo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? ClYes No
e. Is there sufficient space available in both the men's and women’s locker rooms? [JYes No
(1) Can several officers comfortably change clothes at the same time? Yes [JNo
(2) Is there enough space for both personal lockers and equipment lockers? []Yes No
(3) Are there full length mirrors? Yes [INo
(4) Are they clean and odor free, with adequate ventilation? Yes [INo
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(5) Are lockers in good condition, with names posted on them? Yes [JNo
f. Does the employee's room have adequate cabinets and electrical oﬁtlets? Yes [OJNo
(1) Are appliances in good working order? Yes [JNo
g. Are bulletin boards sufficient for Area needs? Yes [ONo
(1) Are they neat and orderly? Yes [JNo
(2) s there a system for purging old information? Yes [ONo
(3) Do posted items have a removal date? Yes [JNo
(4) Are bulletin boards in good condition? Yes [No
h. When was the last inventory of items stored inside the facility?
(1) Are items arranged in a logical manner? Yes [No
(2) Are there surplus items that should be returned to Supply Services? OYes No
(3) What security is provided after normal business hours? N/A
3. EXTERIOR APPEARANCE iVALUﬁTED ACTION REQUIRED CORRECTED
a. Overall, what is the general appearance of the exterior of the facility? Needs painted.
b. Are all painted surfaces neat and clean, free of peeling paint? [ Yes No
c. s the outside lighting adequate and in good repair? Yes [No
d. ls the building clearly identified? Yes [No
e. s the gas station clean and in good repair? OvYes [ONo
(1) Does the gas station have a fire extinguisher readily available? OvYes [ONo
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? (OYes [INo
f. s the paved parking area clean and in good condition? Yes [No
(1) Are parking lines clearly painted? Yes [No
(2) s the violation clearance area for the public clearly marked? COYes [No
(3) Is there disabled parking available? Yes [No
(4) Is there a parking area designated for motorcycles? [1Yes No
4. AUXILIARY POWER E\‘\MLL.I.»\TED ACTION REQUIRED CORRECTED
_a Has the efficiency of the auxiliary power unit been tested? B Yes [INo
b. Who knows how to start the unit should the self-starter fail? Supervisors, Officers
¢. Are operating instructions posted and easy to understand? Yes [INo
Destroy Previous Editions
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d. s there a notice posted identifying who to contact should the unit fail? Yes [INo

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? OYes [INo

f. How often is the fuel supply replenished? As needed

(1) Atwhat level is it refilled?

g. Are there adequate numbers of emergency power outlets? Yes [No
(1) Are they distinctively marked? Yes [1No
EVALUATED ACTION REQUIRED CORRECTED
6. EMPLOYEE PROTECTION AND FACILITY SECURITY "
a. Does Area have a written Emergency Action Plan? Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes [JNo
(1) Does it have general facility security and building evacuation procedures? Yes [JNo
(2) Does the plan work? Yes [No
(3) Are there sufficient management controls? Yes [JNo
¢. Does the plan designate duties and responsibilities to specific employees? Yes [No )
(1) Are both uniformed and nonuniformed employees included? Yes [No
(2) Are employees informed of their responsibilities? Yes [ONo
(3) Has the commander taken all responsible steps available to provide security? Yes [JNo
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [JNo
d. Does the plan address dispatcher security? [(Jyes ([No

(1) How do Public Safety Dispatchers feel about the security provided?

(2) Can dispatchers deal with the public without admitting them into the building? [dyes [JNo
(3) Should modifications be made to provide better security? [(JYes [ONo
(a) Would intercoms improve security? [JYes [No

(4) How often are two or more dispatchers on duty?

(5) How often are supervisors or other personnel in the building after normal business hours?  Facility open 24 hours.

(6) Are maximum safety and security measures taken within communications centers? [JYes [JNo
e. Has training been given for all types of emergency situations? Yes [No
(1) Have both uniformed and nonuniformed been given the training? Yes [JNo
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(2) Does the training include building evacuation procedures? Yes [INo

(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [No

(a) Do they know how to use them? Yes [JNo

(4) Have all employees read the Emergency Action Plan? Yes [JNo

(a) Do they know where it's located? Yes [JNo

f. Does the building contain asbestos? OYes [ONo
(1) Are employees given a copy of the annual asbestos report to read? [OYes [ONo

(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? [1Yes [No

(3) s a copy of the notice posted on the employee or occupational safety bulletin board? OYes [dNo

(4) Do employees know what to do if they encounter asbestos in the building? OOYes [ONo

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [JNo
(1) Are first aid kits provided as required by the State Administrative Manual? Yes [JNo
(2) Is STD 621, Notice to State Employees, posted and up to date? Yes [JNo

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?

All working and inspected.

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [INo
(1) Have changes or updates been sent to the implementing agency? Yes [INo
EVALUATED ACTION REQUIRED CORRECTED
6. SAFETY INSPECTION G
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? Yes [INo
¢. What improvements have been made by the commander as a result of the most recent inspection? N/A
(1) If recommendations required budgeting, have items been put into the budget suspense file? Yes [INo
d. Has the size of the operation outgrown the facility? Yes [JNo
(1) If so, what remedial action has been taken? Facility scheduled for expansion project in 2010,
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STATE OF CALIFORNIA

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL ARER BRI HUMBEE
AREA MANAGEMENT EVALUATION Sonora Central 425
FACILITY MAINTENANCE AND SECURITY EVALUATED BY [DATE

CHP 453D (Rev, 5-06) OPI 009 A. K. Pitlman 10/0172008

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. |f this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE

[J Formal Evaluation Informal Evaluation 10/31/2008

FOLLOW-UP REQUIRED

. COMMANDER'S REVIEW DATE
[J Correction Report

1Y N .
o e BY V4 5%/’5&*. an G e ioles)om

EVALUATER) ACTION REQUIRED CORRECTED
1, USE-AND ADEQUACY OF FACILITY

Yes Yes
a. Is the facility adequate? [ Yes No
(1) Have steps been taken to modify or replace the current facility? Yes [INo
{a) If a leased building, is the owner abiding by the terms of the lease agreement? Yes [JNo
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? [JYes No
(a) Is storage space used effectively? Yes []No
{(b) ls lighting adequate? Yes [No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [INo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [1No
. EVALUATED ACTION REQUIRED CORRECTED T
2. INTERIOR APPEARANCE
Yes Yes

a. What is the condition of the floors, walls, ceiling, hallways, and counter tops?  All are in good working order and condition.

(1) s interior lighting adequate? Yes [ONo

(2) Ifleased, have needed repairs been coordinated with Facilities Section? Yes [JNo

(3) Are the duties of the janitor defined and clearly understood? Yes [INo

(a) s the janitor fully aware of the supplies available through the requisition process? Yes [INo

b. Is the layout of the general office areas appropriate for the assigned personnel or classification? []Yes No
c. Does the tayout and equipment in specialized office areas meet the needs of each specialized function? [ClYes No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? [MYes No
e. Is there sufficient space available in both the men's and women's locker rooms? [1Yes No
(1) Can several officers comfortably change clothes at the same time? MYes No
(2) Is there enough space for both personal lockers and equipment lockers? [Yes No
(3) Are there full length mirrors? [JYes No
(4) Are they clean and odor free, with adequate ventilation? [ Yes No
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(5) Are lockers in good condition, with names posted on them? Yes [JNo
f. Does the employee's room have adeqguate cabinets and electrical outlets? [JYes No
(1) Are appliances in good working order? Yes [JNo
g. Are bulletin boards sufficient for Area needs? Yes [INo
(1) Are they neat and orderly? Yes [INo
(2) s there a system for purging old information? Yes [JNo
(3) Do posted items have a removal date? Yes [JNo )
(4) Are bulletin boards in good condition? Yes [ JNo

h. When was the last inventory of items stored inside the facility? Inventories in Sonora are conducted quarterty.

(1) Are items arranged in a logical manner? Yes [JNo

(2) Are there surplus items that should be returned to Supply Services? Yes [JNo

(3) What security is provided after normal business hours?  There is security fence around the perimeter with entrance and exit gales.

All doors have locks.

EVALUATED ACTION REGUIRED CORRECTED

3. .EXTERIOR APPEARANCE G
Yes Yes

a. Overall, what is the general appearance of the exterior of the facility? Neal and clean.

b. Are all painted surfaces neat and clean, free of peeling paint? Yes [INo
c. Is the outside lighting adeguate and in good repair? Yes [JNo
d. ls the building clearly identified? Yes [ONo
e. Isthe gas station clean and in good repair? [ [OYes [No
(1) Does the gas station have a fire extinguisher readily available? K \-F\ [dYes [ONo
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches \
operating properly? [OYes [No
f. Is the paved parking area clean and in good condition? Yes [INo
(1) Are parking lines clearly painted? Yes [INo
(2) s the violation clearance area for the public clearly marked? [Yes No
(3) Is there disabled parking available? Yes [No
(4) Is there a parking area designated for motorcycles?sEE RTIALITD IO COER TAT 1S [JYes No
4, AUXILIARY POWER EVALUATED ACTION REQUIRED CORRECTED
Yes Nao
a. Has the efficiency of the auxiliary power unit been tested? Yes [JNo
b. Who knows how to start the unit should the self-starter fail? Rick White. ASM
¢. Are operating instructions posted and easy to understand? Yes [JNo
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d. Is there a notice posted identifying who to contact should the unit fail? Yes [JNo

e. Does the log indicate Area personnel and Telecommunications Section have conducled weekly testing? Yes [No

f. How often is the fuel supply replenished? "The generator is run off of propane. The propane tank is a 1000 gallon tank and needs Lo be

{illed every three to four months

(1) Atwhat level is it refilled? 60%

g. Are there adequate numbers of emergency power outlets? Yes [JNo

(1) Are they distinctively marked? SEF ATTRCHED Dolfom EuTRTI0m OYes [ONo
EVALUATED ACTION REQUIRED CORRECTED
t5, -EMPLOYEE PROTECTION -AND FACILITY SECURITY Yes No

a. Does Area have a written Emergency Action Plan? Yes [No

b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes [JNo o
(1) Does it have general facility security and building evacuation procedures? Yes [JNo
(2) Does the plan work? Yes [No
(3) Are there sufficient management controls? Yes [ No

c. Does the plan designate duties and responsibilities to specific employees? Yes [INo
(1) Are both uniformed and nonuniformed employees included? Yes [JNo
(2) Are employees informed of their responsibilities? Yes [1No
(3) Has the commander taken all responsible steps available to provide security? Yes [INo

(4) Has the commander visited the facility after normal business hours to ensure seclrity measures are

in place? Yes [ No
d. Does the plan address dispatcher security? / Yes [No
(1) How do Public Safety Dispatchers feel about the security provided? /
|
(2) Can dispatchers deal with the public without admitting them into the building? \ OYes [ONo
(3) Should modifications be made to provide better security? W \ 8 CdYes [No
(a) Would intercoms improve security? \ OYes [JNo
(4) How often are two or more dispatchers on duty? \

(5) How often are supervisors or other personnel in the building after normal business hours?

(6) Are maximum safety and security measures taken within communications centers? (OYes [No
e. Has training been given for all types of emergency situations? Yes [ No
(1) Have both uniformed and nonuniformed been given the training? Yes []No
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(2) Does the training inciude building evacuation procedures? Yes [JNo

(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [No

(a) Do they know how to use them? Yes [JNo

(4) Have all employees read the Emergency Action Plan? Yes [INo

(a) Do they know where it's located? Yes [JNo

f. Does the building contain asbestos? [JYes No
(1) Are employees given a copy of the annual asbestos report to read? ( Ovyes [ONo
(2) Are new employses notified of the presence of asbestos within 15 days of reporting to work? N\ A OYes [JNo
(3) Is a copy of the notice posted on the employee or occupational safety bulletin board? \ OYes [No
(4) Do employees know what to do if they encounter asbestos in the building? ) CyYes [No

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? l Yes [INo
(1) Are first aid kits provided as required by the State Administrative Manual? Yes [JNo
(2) s STD 621, Notice to State Employees, posted and up to date? Yes [JNo

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?  All are serviceable.

h. Isthere a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [JNo
(1) Have changes or updates been sent to the implementing agency? Yes [INo
EVALUATED ACTION REQUIRED CORRECTED
.6. SAFETY'INSPECTION g
Yes No
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.8, Occupational Safety Manual? Yes [JNo
b. Has the CHP 113A, Safety Inspection Checklist, been completed? Yes [INo

c. What improvements have been made by the commander as a result of the most recent inspection?  The mechanic's area has been

cleaned, the entire parking area has been paved and re-striped. More electrical outlets were placed in the briefing room. Sonora Area

is actively working with Facilities Section on procuring a new facility.

(1) If recommendations required budgeting, have items been put into the budget suspense file? Yes [JNo

d. Has the size of the operation outgrown the facility? Yes [JNo

(1) 1f so, what remedial action has been taken? Sonora Arca Commander has been in contact with the Facilities Section Commuander

and is actively working with Facilities Section on procuring a new facility.

See allached documentation.
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Department of California Highway Patrol
AREA MANAGEMENT EVALUATION
Chapter 04

Facility Maintenance and Security

This Command strives to do the best with what we have. Our facility is neat, clean and in
good working order. The Area Commander has made several attempts with Facilities
Section to solve our problem of overcrowding and lack of available storage space. We
are scheduled to have a temporary building placed in our back Jot which will be utilized
for a briefing room and additional storage. This is a temporary fix to the facility issues in
the Sonora Area. We are working with Facilities Section to procure a new facility as
soon as possible. Facilities Section has completed their inspection of the Sonora Area
facility. Sonora Area and Facilities Section are trying to become part of the planned Law
and Justice Center for Tuolumne County.

Section:
1. USE AND ADEQUACY OF FACILITY

The Sonora Area office is inadequate for the number of personnel required to
provide service to Tuolumne County. The locker room is completely full of
lockers which are all assigned. There is inadequate room to comfortably change
when all personnel assigned to a shift are getting ready for work at the same time.
There aren’t any mirrors in the locker room. The door to the bathroom opens into
the locker room creating a hazard to people walking in and out. Signs have been
put in place to warn of the hazard. The female bathroom is also the female locker
room. For privacy, the one female officer assigned to Area has to utilize the
shower space to change. Neither of the bathrooms in the office have exhaust fans
or windows for ventilation. The Women’s bathroom is also used for storage of
office supplies.

There is not enough storage at the Area office for all of the gear required by the
Department. Much of the required equipment is stacked on the tire racks in the
shop bays. Due to the lack of storage area, three of the four bays in the
mechanic’s area are used for storage of both equipment and tires. There is only
one service bay to work on cars and no bays available for VIN officers to perform

inspections.
2, INTERIOR APPEARANCE

There are only three enclosed offices which consist of a Sergeant’s Office, the
Commander’s Office, and the Office Manager’s Office. Special Duty Officers are
required 1o sit in front area of the building which is open to all personnel. Their
day to day duties are interrupted by employees utilizing the break room, using the
copier and other business required of them in the front office. The front lobby
area for the public is only large enough to comfortably seat two people while they



Department of California Highway Patrol
AREA MANAGEMENT EVALUATION
Chapter 04

Facility Maintenance and Security

2. INTERIOR APPEARANCE (Continued)
are conducting business with office staff,

3. EXTERIOR APPEARANCE

The Sonora Area does not have a fueling station therefore a portion of this section
does not apply. The removal of the old underground fuel storage tanks has been
completed. Due to the Sonora Area having a short term Jease, Area will not be
installing an above ground fuel storage tank.

The Area does not have a violation clearing station. The Area does not currently
have a problem with parking. Therefore, there is not a current issue with not
having an area for violation clearances.

The Area does not have motorcycle parking. We are currently working with
Facilities Section to procure a new facility. The issue of motorcycle parking will
be addressed in the future.

Sonora Area has installed a new automatic gate opener and security fencing.

4, AUXILIARY POWER

The generator is large enough to run the entire office. Certain outlets are
designated for use when using generator power. However, these outlets are not
currently labeled. Area will attempt to identify these outlets during upcoming
generator tests. Due to the amount of equipment and supplies in the office, this
will be a time consuming task to be completed by March 31, 2009.

5. EMPLOYEE PROTECTION AND FACILITY SECURITY
No issues were discovered in this portion of the inspection.

6. SAFETY INSPECTION
No issues were discovered in this portion of the inspection.

A. K. Pittman, #11787
Sergeant



" State of California Business, Transportation and Housing Agency

Memorandum

Date: March 24, 2009

To: Central Division

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

From:
Buttonwillow Area
File No.: 426.13088
Subject: AREA MANAGEMENT EVALUATION

The attached informal evaluation was conducted on the Area’s Facility Maintenance and
Security in accordance with HPG 22.1. The informal evaluation revealed the various functions
contained with Chapter 4 are primarily overseen by an Area supervisor assigned to the 0700
shift. The informal evaluation revealed no corrections were needed.

If you have any questions, please feel free to contact me at (661) 764-5580.

/.
D. L. GREEN, Lieutenant

Commander
Buttonwillow Area

Attachments



DIVISION NUMBER

STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL AREA
AREA MANAGEMENT EVALUATION Buttonwillow Central

FACILITY MAINTENANCE AND SECURITY EVALUATED BY DATE
CHP 453D (Rev. 5-06) OP! 009 Officer Sam Arringlon 03/24/2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. |f this
form is used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
] Formal Evaluation Informal Evaluation
FOLLOW-UP REQUIRED [ Correction Report COMMANDER'S REVIEW DATE
OYes No .
: BY . //Zg/ e Zz 3 2 7 ﬁ C}’J,
' e ! : o : - EVALUATED ACTION REQUIRED CORRECTED !
i1, USE-AND:ADEQUACY OFFACILITY . Ves
Pt ’ : + [H] No
a. Is the facility adequate? Yes []No
(1) Have steps been taken to modify or replace the current facility? [1Yes No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? [JYes [No
(2) s a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes [INo
(a) Is storage space used effectively? Yes [JNo
(b) s lighting adequate? Yes [JNo
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [INo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [JNo
EVALUATED ACTION REQUIRED CORRECTED

2. INTERIOR:APPREARANCE T
: . Yes No

a. What is the condition of the floors, walls, ceiling, haliways, and counter tops? Floors are in good condition, the walls were painted

within the lasl 5 years and the counlertops are in good condition.

(1) s interior lighting adequate? Yes [JNo

(2) If leased, have needed repairs been coordinated with Facilities Section? [JYes [JNo

(3) Are the duties of the janitor defined and clearly understood? Yes [JNo

(a) Is the janitor fully aware of the supplies available through the requisition process? Yes [JNo

b. Is the layout of the general office areas appropriate for the assigned personnel or classification? Yes [JNo
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [INo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? Yes [JNo
e. s there sufficient space available in both the men's and women's locker rooms? Yes [JNo
(1) Can several officers comfortably change clothes at the same time? Yes [INo

(2) s there enough space for both personal lockers and equipment lockers? Yes [JNo

(3) Are there full length mirrors? Yes [INo
Yes [JNo

(4) Are they clean and odor free, with adequate ventilation?

Naclrnv Pravine Fdilinns
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(5) Are lockers in good condition, with names posted on them? Yes [No
f. Does the employee's room have adequate cabinets and electrical outlets? Yes [INo
(1) Are appliances in good working order? Yes [No
g. Are bulletin boards sufficient for Area needs? Yes [JNo
(1) Are they neat and orderly? Yes [JNo
(2) s there a system for purging old information? Yes [JNo
(3) Do posted items have a removal date? Yes [JNo
(4) Are bulletin boards in good condition? Yes [JNo

h. When was the last inventory of items stored inside the facility?
(1) Are items arranged in a logical manner? Yes [JNo
[OVYes No

(2) Are there surplus items that should be returned to Supply Services?

(3) Whal security is provided after normal business hours? The gales remain closed during business hours. The side and rear doors

remain locked. An armed officer is always present during business hours,

; ST 1 TR EVALUATED ACTION REQUIRED CORREGTED
13. {EXTERIOR:APPEARANCE , _ )
” oy i Yes No
a. Overall, what is the general appearance of the exterior of the facility? The exterior has been recently pressure washed and is in good
condition.
b. Are all painted surfaces neat and clean, free of peeling paint? Yes [No
c. Is the outside lighting adequate and in good repair? Yes [INo
d. s the building clearly identified? Yes [No
e. lIs the gas station clean and in good repair? Yes [INo
(1) Does the gas station have a fire extinguisher readily available? [JYes [No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? Yes [INo
f. Is the paved parking area clean and in good condition? Yes [JNo
(1) Are parking lines clearly painted? Yes [JNo
(2) s the violation clearance area for the public clearly marked? Yes [JNo
(3) Is there disabled parking available? Yes [No
(4) s there a parking area designated for motorcycles? [] Yes No
EVALUATED ACTION REQUIRED CORRECTED
4, AUXILIARY POWER e
Yes No
a. Has the efficiency of the auxiliary power unit been tested? Yes [JNo
b. Who knows how to start the unit should the self-starter fail? ASM and Janilor
Yes [JNo

c. Are operating instructions posted and easy to understand?
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d. Is there a notice posted identifying who to contact should the unit fail? Yes [ No
e. Does the log indicate Area personnel and Telecommunications Section have-conducted weekly testing? Yes [INo
f. How often is the fuel supply replenished? Semi Annually
(1) At what levelis it refilled? 50%
g. Are there adequate numbers of emergency power outlets? - Yes [1No
(1) Are they distinctively marked? Yes [JNo
5. EMPLOYEE:RROTECTION AND:EACILITY!SECURITY ifz:""m ;?w FEGUIRED oo
a. Does Area have a written Emergency Action Plan? Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes []No
(1) Does it have general facility security and building evacuation procedures? Yes [INo
(2) Does the plan work? Yes [JNo
(3) Are there sufficient management controls? Yes [JNo
c. Does the plan designate duties and responsibilities to specific employees? Yes [JNo
(1) Are both uniformed and nonuniformed employees included? Yes [INo
(2) Are employees informed of their responsibilities? Yes [JNo
(3) Has the commander taken all responsible steps available to provide security? Yes [JNo
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [ No
d. Does the plan address dispatcher security? { \3[ . [JYes No
(1) How do Public Safety Dispatchers feel about the security provided? I.I
\
(2) Can dispatchers deal with the public without admitting them into the building? / (dYes [No
(3) Should modifications be made to provide better security? ] COYes [No
(a) Would intercoms improve security? ( [OYes [No
(4) How often are two or more dispatchers on duty? )
(
(5) How often are supervisors or other personnel in the building after normal business hours?
(6) Are maximum safety and security measures taken within communications centers? COYes [ONo
e. Has training been given for all types of emergency situations? Yes [JNo
Yes [JNo

(1) Have both uniformed and nonuniformed been given the training?

Destroy Previous Edilions
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(2) Does the training include building evacuation procedures? Yes [INo
(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [JNo
(a) Do they know how to use them? Yes [INo
(4) Have all employees read the Emergency Action Plan? Yes [INo
B (a) Do they know where it's located? Yes [No
f. Does the building contain asbestos? [JYes No
(1) Are employees given a copy of the annual asbestos report to read? W [;;( Oyes [JNo
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? [OJYes [No
(3) s a copy of the notice posted on the employee or occupational safety bulletin board? [OJYes [JNo
(4) Do employees know what to do if they encounter asbestos in the building? f [JYes [JNo
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [JNo
(1) Are first aid kits provided as required by the State Administrative Manual? Yes [No
Yes [JNo

(2) Is STD 621, Notice to State Employees, posted and up to date?

(3) What s the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?  Smoke Detectors are working.

h. ls there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [JNo
(1) Have changes or updates been sent to the implementing agency? Yes [JNo
EVALUATED ACTION REQUIRED CORRECTED
i6. :SAFETY-INSPECTION ;
Yes No
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [JNo
Yes [ No

b. Has the CHP 113A, Safety Inspection Checklist, been completed?

c. What improvements have been made by the commander as a result of the most recent inspection? Recently all locks have been

changed and the code on the gale keypad has been changed. The lights in the parking have been replaced and the timer has been

adjusted.

N[!)Y [JYes [JNo

(1) 1f recommendations required budgeting, have items been put into the budget suspense file?

[JYes No

d. Has the size of the operation outgrown the facility?

(1) I so, what remedial action has been taken?

The Area's Facility Mainlenance and Security conforms to all requirements outlined in HPG 22.1. Chapter 4.
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iState of California Business, Transportation and Housing Agency C,! N

Memorandum
Date: April 17,2008

To: Central Division

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL
Buttonwillow Area

From:

File No.: 426.11442

Subject: AREA MANAGEMENT EVALUATION

The attached informal evaluation was conducted on the Area’s Facility Maintenance and
Security in accordance with HPG 22.1. The informal evaluation revealed the various functions
contained with Chapter 4 are primarily overseen by an Area supervisor assigned to the 0700

shift. The informal evaluation revealed no corrections were needed.

If you have any questions, please feel free to contact me at (661) 764-5580.

s

D. L. GREEN, Lieutenant
Commander
Buttonwillow Area

Attachments

Sufetv Service and Securitu
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gT_/T.;ER‘I(?r\:EiﬁruC’):F C:L?FORNIA HIGHWAY PATROL ’m* DIVISION NUMBER
AREA MANAGEMENT EVALUATION Buttonwillow Central
FACILITY MAINTENANCE AND SECURITY EVALUATEDIBN DATE
CHP 453D (Rev. 5-06) OPI 008 Sgt. Hester 03/22/2008

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required” box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This

form can be completed in pen or pencil, and the Supplement can be handwritten if desired.
SUSPENSE DATE

TYPE OF EVALUATION

[] Formal Evaluation /] Informal Evaluation
FOLLOW-UP REQUIRED D Correction Report COMMANDER'S REVIEW DATE
(] Yes V] No BY Mwo& 4‘27’ e
T R S R e s : o 5T EVALUATED ACTION REQUIRED CORRECTED
1.:USE-AND/ADEQUACY:OF-FAC =1
a. Is the facility adequate? W] Yes [ No
(1) Have steps been taken to modify or replace the current facility? L] Yes ] No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? []Yes [ No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? M Yes [JNo
(a) s storage space used effectively? (/] Yes [J No
{(by s lighting adequate? ) Yes (] No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? V] Yes [JNo
(d) Does the interior of the facility have a neat, businesslike appearance? /] Yes [JNo
: ; A S e EVALUATED ACTION REQUIRED CORRECTED

2, INTERIOR APPEARANCE :
e T S e e T Yes No

a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? Floors are in good condition, the walls were

painted within the last 5 years, and the countertops are are in good condition.

(1) Is interior lighting adequate? ] ves (I No

(2) If leased, have needed repairs been coordinated with Facilities Section? []Yes [ No

(3) Are the duties of the janitor defined and clearly understood? ] Yes (] No

(a) s the janitor fully aware of the supplies available through the requisition process? ] Yes I No

b. Isthe layout of the general office areas appropriate for the assigned personnel or classification? M Yes I No
¢. Does the layout and equipment in specialized office areas meet the needs of each specialized function? ) Yes (1 No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? M Yes [ No
e. |sthere sufficient space available in both the men's and women's locker rooms? ] Yes [ No
(1) Can several officers comfortably change clothes at the same time? V] Yes [J No

(2) Is there enough space for both personal lockers and equipment lockers? /] Yes (I No

(3) Are there full lenéth mirrors? V] Yes [ JNo
/] Yes [J No

IM Avs thav nlaan and ndnr free with adenniate ventilation?
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(5) Are lockers in good condition, with names posted on them? /) Yes [ No
f. Does the employee's room have adequate cabinets and electrical outlets? VARES [ No
(1) Are appliances in good working order? /] Yes (I No
g. Are bulletin boards sufficient for Area needs? W ves [ I No
(1) Are they neat and orderly? W] Yes [ No
(2) Is there a system for purging old information? W) Yes [JNo
(3) Do posted items have a removal date? W1 Yes (] No
(4) Are bulletin boards in good condition? W] Yes ] No

h. When was the last inventory of items stored inside the facility? January 2008
(1) Are items arranged in a logical manner? /] Yes [INo
[]Yes I No

(2) Avre there surplus items that should be returned to Supply Services?

(3) What security is provided after normal business hours?

The gates remain closed during business hours. The side and rear

doors remain Jocked. An armed officer is always present during business hours.

----- © | EVALUATED ACTION REQUIRED CORRECTED
E 3 3 Yes No
a. Overall, what is the general appearance of the exterior of the facllity? Good
b. Are all painted surfaces neat and clean, free of peeling paint? /) Yes (I No
¢. lsthe outside lighting adequate and in good repair? V] Yes [J No
d. Is the building clearly identified? M Yes L) No
e. Isthe gas station clean and in good repair? /] Yes [J No
(1) Does the gas station have a fire extinguisher readily available? /) Yes I No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? /] Yes (1 No
f. s the paved parking area clean and in good condition? V] Yes (I No
(1) Are parking lines clearly painted? ] Yes [ No
(2) s the violation clearance area for the public clearly marked? V] Yes [ No
(3) Is there disabled parking available? V] Yes [ No
(4) Is there a parking area designated for motorcycles? (] Yes /] No
e S S e S . *| EVALUATED ACTION REQUIRED CORRECTED
4 WM ROWER 0 e e v o
a. Has the efficiency of the auxiliary power unit been tested? ] Yes (] No
b. Who knows how to start the unit should the self-starter fail?  ASM and Janitor
/) Yes (J No

c. Are operating instructions posted and easy to understand?
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d. Is there a notice posted identifying who to contact should the unit fail? /] Yes (] No
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? ] Yes (] No
f. How often is the fuel supply replenished?  Semi Annually
(1) At whatlevel is it refilled? 50 %
g. Are there adequate numbers of emergency power outlets? W] Yes [INo
/] Yes (] No
SECURITY " EVALUATED ACTION REQUIRED CORRECTED
L S S S R b No
a. Does Area have a written Emergency Action Plan? /] Yes (1 No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? V] Yes (] No
(1) Does it have general facility security and building evacuation procedures? /) ves [INo
(2) Does the plan work? /] ves J No
(3) Are there sufficient management controls? /] Yes [J No
c. Does the plan designate duties and responsibilities to specific employees? V] Yes [JNo
(1) Are both uniformed and nonuniformed employees included? /] Yes [ INo
(2) Are employees informed of their responsibilities? ] Yes (] No
(3) Has the commander taken all responsible steps available to provide security? /] Yes (] No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
[ ves /] No

in place?

"\'//4 [ Yes /] No

d. Does the plan address dispatcher security?

(1) How do Public Safety Dispatchers feel about the security provided? /
(2) Can dispatchers deal with the public without admitting them into the building? / [ Yes (I No
(8) Should modifications be made to provide better security? (1 ves [J No
(@) Would intercoms improve security? [ ves L] No
(4) How often are two or more dispatchers on duty?

(6) How often are supervisors or other personnel in the building after normal business hours? /
{6) Are maximum safety and security measures taken within communications centers? [ [ ves () No
e. Has training been given for all types of emergency situations? Yes (I No
LA Yes [J No

{1} Have both uniformed and nonuniformed been given the training?
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(2) Does the training include building evacuation procedures? W] Yes (] Ne
(3) Do all employees know where fire extinguisher and first aid kits are located? VI Yes (] No
(a) Do they know how to use them? V) Yes (] No
(4) Have all employees read the Emergency Action Plan? V) Yes [INo
(a) Do they know where it's located? W] Yes ] No
. Does the building contain asbestos? [ Yes /] No
(1) Are employees given a copy of the annual asbestos report to read? f\///l [J Yes [ No
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? | ] Yes (1 No
(3) s a copy of the notice posted on the employee or occupational safety bulletin board? [ []vYes [ JNo
(4) Do employees know what to do if they encounter asbestos in the building? ] (] Yes [] No
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? W Yes ] No
(1) Are first aid kits provided as required by the State Administrative Manual? b/ Yes ] No
W/ Yes L) No

(2) s STD 621, Notice to State Employees, posted and up to date?

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? Smolce Detectors are

working.
h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? /] Yes LI No
(1) Have changes or updates been sent to the implementing agency? V! Yes ] No
TSR Ao e S ; BRI ‘| evaLuateD ACTION REQUIRED CORRECTED
6. SAEETYANSPECTION " = S L s
A o g o gD o S O NG 7 R vt s Yes No
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? ] Yes [INo
] Yes [ No

b. Has the CHP 113A, Safety Inspection Checklist, been completed?

c. What improvements have been made by the commander as a result of the most recent inspection? ~ No improvements were

necessary.

(1) If recommendations required budgeting, have items been put into the budget suspense file?

d. Has the size of the operation outgrown the facility?

(1) If so, what remedial action has been taken?

The Area's Facility Maintenance and Security conforms to all requirements outlined in HPG 22.1, Chapler 4.
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INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this
form is used as a Correction Repon, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
[] Formal Evaluation Informal Evaluation
FOLLOW-UP REQUIRED D Correction Repoﬂ COMMANDE IS REVIE VA DATE
[ Yes No L/' PG F g ﬁ
BY { 2-10
'“' EVALURTED ACTION REQUIRED CORRECTED
1. USE AND ADEQUACY OF FACILITY 3/6/2009 No
a. lIsthe facility adequate? Yes [JNo
(1) Have steps been taken to modify or replace the current facility? Yes [JNo
(a) If aleased building, is the owner abiding by the terms of the lease agreement? OYes [ONo
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes [JNo
(a) Is storage space used effectively? Yes [JNo
(b) Is lighting adequate? . Yes [JNo
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, eic.)? Yes [JNo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [JNo
T CVALATED ACTION REQUIRCD CORRECTED
2. INTERIOR APPEARANCE 346/2009 NO

a. What is the condition of the floors, walls, ceiling, hallways, and countertops?  Counter tops could be repluced in the near future, The

tile floors have some ceacking.

(1) s interior lighting adequate? Yes [JNo

(2) If leased, have needed repairs been coordinated with Facilities Section? [(OYes [JNo

(3) Are the duties of the janitor defined and clearly understood? N Yes [JNo

._(;-Ts the janitor fully aware of the sup;.alies available through the requisition process? Yes [JNo

—b Is the layout of the general office areas appro_priﬂat‘e for the ;;_s;gn;d personnel or classification? Yes [INo

__o. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [JNo

?j_ Does the layout of the restrooms meet the needs of all employees, including those with disa_bilities’? _ Yes [JNo

e. Is there sufficient space available in both tht;men's and women's locker rooms? Yes [JNo
(1) Can several officers comfortably change clothes at the same time? Yes [INo -

(2) Is there enough space for both personal lockers and equipment lockers? Yes [JNo
o (3) Arethere full length mirrors? Yes [INo )
(4)#—Are they clean and odor free, with adequate ventilatio:';“— B Yes _I-:] No ;

Destroy Previous Editions
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(6) Arelockers in good condition, with names posted on them? Yes [JNo

_ f. Does the employee's room have adequate cabinets and electrical outlets? - Ye§ [ No o
o (1) Are appliances in good working orde:'.; Yes T]_No
g. Are bulletin boards sufficient fc;r Area needs? o Yes [JNo
(1) Arethey neat and orderly? Yes [JNo
2) Is there- a system for purging old information? Yes [JNo
(3) Do posted items have a removal date? [JYes No
(4) Are bulletin boards ih good condition? Yes [JNo

h. When was the last inventory of items stored inside the facility? $:25/2008

(1) Areitems arranged in a logical manner? Yes [JNo

(2) Are there surplus items that should be returned to Supply Services? Yes [JNo

(3) What security is provided after normal business hours? Al external doors are locked and an electrical gale controls aevess Lo the

parking arca.
EVALUATED ACTION REGUIRED CORRECTED
3. EXTERIOR APPEARANCE 26008 e

a. Overall, what is the general appearance of the exterior of the facility? Freshly painted exterior, Nalural landscaping.

b. Are all painted surfaces neat and clean, free of peeling paint? .Yes O No
—-‘-c.— Is the outside Iighting adequate and in good repair? Yes [JNo
_d__lg ch_e_b_uilding cle;':lr-l-y identified? - Yes [ No.._“
__-;. Is the gas station clean and in good repair? B B o Yes [:-]-;\-J;‘—_—
o _(;) l_)oes It_he gas station have a fire extinguisher readily available? . ) [“1Yes [ No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and waler hoses, and shut o.f} switches -
operating properly? Yes [JNo
f. Isthe paved parking area clean and in good condition? Yes [JNo
(1) Are parking lines clearly painted? ‘ Yes [JNo
(2) Is the violation clearance area for the public clearly marked? (Yes No
(3) Is there disabled parking available? Yes [JNo o
(4) Ts there a parking area :i'es_ignated for motorcycles? - D;;-; No—*_-
) LA UNTED ACTION REGUIRED CORRES TE0
4, AUXILIARY POWER 3762009 No
a. Has the efficiency of the auxiliary power unit been tested? Yes _E I:Jo

b. Who knows how to start the unit should the self-starter fail? Special Duty Ofticers, ASM. Mainlenance Worker, Sergeants,

c. Are operating instructions posted and easy o understand? Yes [JNo

Destroy Previous Editions
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d. lIs there a notice posted identifying who to contact should the unit fail? Yes [No
...... : Does the log indicale Area personnel and Telecommunications Section have conducted weekly testing? Yes [JNo
B f. How oftenis the fuel supp_ly replenished?  As needed. There are two large LP tanks to run the generator.
(1) Atwhatlevelis it refilled? Under 50%
g. Are there adequate numbers of emergency power outlets? Yes [JNo o
(1) Are they distinctively marked? ) Yes [JNo
5. EMPLOYEE PROTECTION AND FACILITY SECURITY iJ;;”Y(:() _ f:rMmlmr FIHBRCTRR -
a. Does Area have a written Emergency Action Plan? Yes [No
;. -Doe_sthe plan. have procedures for safeguarding employees during all types of emergencies? Yes []No
(1) Doesit havé general facility security and building evacuation procedures? Yes [INo
(2) Does the plan work? Yes [INo )
. (3) Are there sufficient management controls? Yes [No
c. Does the plan designate duties and responsibilities to specific employees? Yes [JNo
(1) Are both uniformed and nonuniformed employees included? o Yes [JNo
N (2) Are employees informed of their responsibilities? Yes [JNo
) (3) Has the commander taken all responsible steps available to provide security? Yes [INo
{4) Has the commander visited the facility after normal business hours to ensure security measures are R —
in place? Yes [JNo
d. Does the plan address dispatcher security? Oyes [No
(1) How do Public Safety Dispatchers feel about the security provided?
(2) Can dispatchers deal with the public without admitting them into the building? [JYes [] No‘__ _
h (3) Should modiﬁcation-s‘ be made to provide betler sec:r_it;/:? S [ VYes, ) O No
m_-__-__(a) Would imer:oms improve security? o [(JYes ([JNo o
(4) How often are:w-(‘)";r more dispatchers on duty? o "
We do not bave a dispateh center, -
(5) How often aré supervisors or other personnel in the building after normal business hours?
a {6) Are maximum safety and security measures_taken within‘c;mmunications centers? [JYes [INo N
e. Has training been given for all types of emergency situations? Yes [INo
(1) Have bhoth uniforme; and nonuniformed been given the training? Yes [JNo
e Deslroy Previous Editions _“
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(2) Does the training include building evacuation procedures? Yes [JNo
(3) Doall employee_s._l;;ow where ﬁre- ;xt_ir:guisher and first aid kits are located? o Yes [JNo B
(a) Do they know how to use them? Yes [JNo o
o (4) Have all employees read the Emergency Action Plan? Yes [No
- (8) Do they know where it's located? Yes [JNo
f. Does the building contain asbeslos? [JYes No
(1) Are employees given a copy of the annual asbestos report to read? [(JYes [ONo
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? [JYes [INo
(3) Is a copy of the notice posted on the employee or occupational safety bulletin board? CdYes [ONo
B (4) Do employees know what to do if they encounter asbestos in the building? CJYes [ONo
g. ;\re fire extmgunsr;rs provided and servuced as required by the California Administrative Code? ) m___—;gsl [INo o
(1) Are firstaid kits provided as required by the State Administrative Manual?  [@Yes [INo
(2) IsSTD 621— Notice to State Employees, posted and up to date? ) B ;Y_es_T:I—l\E__-_h
(3) Whatis the condition of other emergency equipment such as ﬂr-e hoses, sprinkler systems, etc.? N:4 B
h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [INo
(1) Have changes or updates been sent to the implementing agency? Yes [JNo
- B EVALUATED ACTION REQUIRED CORRECTED
6. SAFETY INSPECTION 612009 No
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [JNo
R _; Has the CHP 113A, Safety Inspection Checklist, been completed? B Yes [JNo i

c. What |mprovements have been made by the commander as a result of the most recent inspection? [y ewash station installed, fire

extinguisher signs posted, salety euards Tor propane tanks installed. emergency escape routes posied. emergeney shul oftsigns posted,
(1) If recommendations required budgeting, have items been put into the budget suspense file? [dYes [INo
d. Has the size of the operation outgrown the facility? (] Yes No
(1) lf so, what remedial aclion has been taken?
Destroy Previous Editions
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STATE OF CALIFORNIA Command: Division: Number
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Fort Tejon — =
COMMAND INSPECTION PROGRAM Inspected by: Date:

C. H. Whitty 03/06/2009

EXCEPTIONS DOCUMENT

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapter Inspection number. Under “Forward to:" enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required.

Follow-up Required:

[J Yes X No

Chapter Inspectio

Due Date:

TYPE OF INSPECTION Total hours expended on the [ Corrective Action Plan Included
[] Division Level [X] Command Level | Inspection:
. . ] Attachments Included
[] Executive Office Level 3 hours
Forward to:

Inspector's Comments Regarding Innovative Practices:

None

[ Command Suggestions for Statewide Improvement:

None

[ Inspector’s Findings:

|

The condition of the floors and counter tops are acceptable, howeyer, they will need to be updated in the

near future.

The men’s locker room is at maximum capacity, with the addition of two male officers in July, there is a
potential for overcrowding. The Commander is aware of the issue and is working on potential solutions,

The front door locking device is worn out and sticks open at times. The Commander has requested the
installation of a deadbolt to secure the front lobby.

CHP 680A (Rev 02-09) OPI010
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DEPARTMENT OF-CALIFORNIA HIGHWAY PATROL Command: Division: Chapter;
COMMAND INSPECTION PROGRAM Fort Tejon el 4

Inspected by: Date:
E;;C;%PT'ONS DOCUMENT C.H. Whitty 3/6/2009

| Commander’s Response: X Concur or [] Do Not Concur (Do Not Concur shall document basis for response) ]

fnspector's Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,
etc.)

Required Action . =+

Corrective Action Plan/Timeline

o~ —
[ Employee would like to discuss this report with C S $IGNATURE DATE
the reviewer. / — ‘3._ é - (?7
(See HPM 9.1, Chapter 8 for appeal procedures.) [ |
INSPECTOR'S SIGNATURE DATE /
(z/ 3/¢ /2009
[ ] Reviewer discussed this report with REVIEWER'S SIGNATURE DATE
employee
[JConcur [ Do not concur
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TE OF CALIFORNIA
IARTMENT OF CALIFGRINIA HIGHWAY PATROL

REA MANAGEMENT EVALUATION

(CILITY MAINTENANCE AND SECURITY
P 453D (Rev. 5-06) OP| 009

AREA DIVISION NUMBER
Fort Tejon Central 430
EVALUATED BY T DATE
C. Whitty 02/20/2008

STRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this

™ is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
lividual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
n be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
complishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This

'm can be completed in pen or pencil, and the Supplement can be handwritten if desired.

'E OF EVALUATION

1 Formal Evaluation /] Informal Evaluation

SUSPENSE DATE

COMMANDER'S REYIEW

LOW-UP REQUIRED [] Correction Report DATE
' ' ~=0Y
] ves 1 No BY % Q T >
USE AND- ADEQUALY OF EACILITY . |evaLuaten ACTION REQUIRED CORRECTED
USE AND-ADEQUALY OF FACILIT 2/20/2008 No
a. s the facility adequate? V] Yes (J No
(1) Have steps been taken to modify or replace the current facility? []Yes ] No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? []VYes [J No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? V] Yes (J No
(a) Is storage space used effectively? V] Yes [JNo
(b) Islighting adequate? ] Yes (I No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? W Yes [J No
(d) Does the interior of the facility have a neat, businesslike appearance? /] Yes [INo
, R ' o EVALUATED ACTION REQUIRED CORRECTED
INTERIOR APPEARANCE 2/20/2008 No

2. What is the condition of the floors, walls, ceiling, hallways, and counter tops?

Interior and exterior freshly painted. Tile floors

have some cracking. Counter tops in front office could be replaced in the near future. Ceiling panels are being replaced as needed.

(1) s interior lighting adequate? M Yes [ No
(2) If leased, have needed repairs been coordinated with Faclilities Section? (] Yes [ No
(3) Are the duties of the janitor defined and clearly understood? _ M Yes (I No
(a) Is the janitor fully aware of the supplies available through the requisition process? ] Yes (] No

. |s the layout of the general office areas appropriate for the assigned personnel or classification? V] Yes [ JNo
Does the layout and equipment in specialized office areas meet the needs of each specialized function? ] Yes L No
Does the layout of the restrooms meet the needs of all employees, including those with disabilities? ) Yes ] No

Is there sufficient space available in both the men's and women's locker rooms? /] Yes [ No
'?ﬁ@ramcgs comfortably chang;o-thes at tr;e san‘-\e time? N '_._-@ﬁ_Yes [ No
—(2) Is there enough space for both personal lockers and equipment lockers? /] Yes [JNo
(3) Are there full length mirrors? /1 ves - I No
(4) Are they clean and odor free, with adequate ventilation? ] Yes I No

' Destr‘oy Previous Editions T M53d506.lrp'
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DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION

FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OPI 009

(8) Are lockers in good condition, with names posted on them? WVl Yes [JNo
f. Does the employee's room have adequate cabinets and electrical outlets? M Yes [ 1No
(1} Are appliances in good working order? ] Yes (I No
g. Are bulletin boards sufficient for Area needs? - K Yes I No
(1) Are they neat and orderly? ] Yes (I No
(2) Isthere a system for purging old information? M Yes [1No
(3) Do posted items have a removal date? [ Yes V] No
(4) Are bulletin boards in good condition? W Yes [ No
h. When was the last inventory of items stored inside the facility? -
(1) Are items arranged in a logical manner? /) Yes (] No
(2) Are there surplus items that should be returned to Supply Services? ] Yes [1 No
(3) What security is provided after normal business hours? All exterior doors are locked and an electronic gate controls access
to the parking area. h. (2) Supplies are awaiting pickup.
i EVALUATED AGTION REQUIRED CORRECTED
3. EXTERIOR APPEARANCE 2/20/2008 No
a. Overall, whatis the general appearance of the exterior of the facility? Freshly painted exterior. Natural landscaping.
Parking area is scheduled for sealing in the Spring.
b. Are all painted surfaces neat and clean, free of peeling paint? M Yes (] No
c. Isthe outside lighting adequate and in good repair? & Yes [J No
d. Isthe building clearly identified? V] Yes [] No
e. lsthe gas station clean and in good repair? M Yes [ No
(1) Does the gas station have a fire extinguisher readily available? W Yes [ No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? ) Yes [ INo
f. Is the paved parking area clean and in good condition? W Yes (I No
(1) Are parking lines clearly painted? M Yes (] No
(2) Is the violation clearance area for the public clearly marked? [Jves /] No
(3) s there disabled parking available? M Yes (] No
(4) Is there a parking area designated for motorcycles? [JYes /I No
EVALUATED ACTION REQUIRED CORRECTED
. AUXILIARY POWER 2/20/2008 No
a. Has the efficiency of the auxiliary power unit been tested? V] Yes [[] No
b. Who knows how to start the unit should the self-starter fail? Special duty officers, ASM, Janitor, All sergeants. -
c. Are operating instructions posted and easy to understand? ] Yes [J No

HP 453D (Rev. 5-06) Page 2 Destroy Previous Editions c453d506.lip
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d. Is there a notice posted identifying who to contact should the unit fail? V] Yes [ No
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? /] Yes [JNo
f. How oftenis the fuel supply replenished?  As needed.
(1) Atwhallevelis it refilled? Under 50% full.
g. Are there adequate numbers of emergency power outlets? /] Yes [ No
(1) Are they distinctively marked? /] Yes ] No
5. EMPLOYEE PROTECTION AND FACILITY SECURITY e L i
: 2/20/2008 No
a. Does Area have a written Emergency Action Plan? M Yes (I No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? M ves [ No
(1) Does it have general facility security and building evacuation procedures? V] Yes [ No
(2) Does the plan work? /] Yes [ No
(3) Are there sufficient management controls? /] Yes CINo
¢. Does the plan designate duties and responsibilities to specific employees? /] Yes (INo
(1) Are both uniformed and nonuniformed employees included? ] Yes [JNo
(2) Are employees informed of their responsibilities? ] ves (I No
(3) Has the commander taken all responsible steps available to provide security? ] Yes (I No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? ] Yes (I No
d. Does the plan address dispatcher security? [Yes L1 No
(1) How do Public Safety Dispatchers feel about the security provided?
(2) Can dispatchers deal with the public without admitting them into the building? [JYes (JNo
(3) Should modifications be made to provide better security? [Jyes I No
(a) Would intercoms improve security? [Jyes I No
(4) How often are two or more dispatchers on duty?
(6) How often are supervisors or other personnel in the building aﬁér normal business hours? Daily
(8) Are maximum safety and security measures taken within communications centers? L] Yes L] No
e. Has training been given for all types of emergency situations? M Yes LI No
(1) Have both uniformed and nonuniformed been given the training? V] Yes [JNo
©453d506 frp
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(2) Does the training include building evacuation procedures? /] Yes (] No
(3) Do all employees know where fire extinguisher and first aid kits are located? ] Yes (] No
(a) Do they know how to use them? ] Yes L] No
(4) Have all employees read the Emergency Action Plan? ] Yes (1 No
(a) Do they know where it's located? V] Yes ] No
f. Does the building contain asbestos? [ ves /) No
(1) Are employees given a copy of the annual asbestos report to read? (] Yes L1 No
- (2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? (] ves L] No
(3) Is a copy of the notice posted on the employee or occupational safety bulletin board? [JYes (] No
(4) Do employees know what to do if they encounter asbestos in the building? [ Yes I No
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? /] Yes [ No
(1) Are first aid kits provided as required by the State Administrative Manual? W] Yes [ No
(2) Is STD 621, Notice to State Employees, posted and up to date? M Yes [JNo

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? N/A
h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? N Yes [ No
(1) Have changes or updates been sent to the implementing agency? V] Yes [J No

EVALUATED ACTION REQUIRED CORRECTED
6. SAFETY INSPECTION : 2/20/2008 No
a. Has a facility safety inspection been conducted by the;rea Occupational Safety Committee as réquired

by HPM 10.6, Occupational Safety Manual? V] Yes 1 No
] Yes [ No

b. Hasthe CHP 113A, Safety Inspection Checklist, been completed?

¢. What improvements have been made by the commander as a result of the most recent inspection?

Fire extinguisher signs posted,

safety guards for propane tanks installed, emergency escape routes posted, emergency shut off signs posted.

(1) f recommendations required budgeting, have items been put into the budget suspense file? [ Yes [ 1 No
d. Has the size of the operation outgrown the facility? [] Yes /] No
(1) If so, what remedial action has been taken?
€453d506 frp
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ARER TISION NUMBER
Hanlord Central
EVALUATES BY DATE

Daug Puder, 113 10045

03727720069

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the “Action Required" box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYRE OF EVALUATION

[] Formal Evaluation

Informal Evaluation

SUSPENSE DATE

SOLLOW GP RE j{b]

Yes [No

BY

O correction Report

1. USE AND ADEQUACY OF FACILITY

VAL A
037232004

a. s the facility adequate?

[[JYes [No

(1) Have steps been taken to modify or replace the current facility? [(JYes [ONo
(a) Ifaleased building, is the owner abiding by the terms of the lease agreement? Odyes [No
(2) Is asafe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes [JNo
(a) Is storage space used effectively? (O Yes No
(b) s lighting adequate? Yes [JNo
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [No
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [No

2. INTERIOR APPEARANCE

EVALUATED
(1342372009

ACTION REQUIRER

Yes

CORRECTED

a. Whatis the condition of the floors, walls, ceiling, hallways, and counter tops?  Flowring in the men's focker roonr @nd the bresk roons is

"hubbling” and needs to be veplaced. The interior of The facilins also needs to be painted. Qur analystal Facilities Section. My Pew

Comejo. has been made sware of tese diserepancies and indicates they will be correeted when funding is availabic,

(1) Isinterior lighting adequate?

[“WIYes [JNo

(2) Ifleased, have needed repairs been coordinated with Facilities Seéti_;? OYes [No

(3) Are the duties of the janitor defined and clearly understood? R Yes [JNo

o (a) s the janitor fully aware of the supplies available through the requisi’(ion p-rhc;ess? OyYes [No
b. s the layout of the general office areas appropriate for the assigned personne!l or classification? Yes [No

c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [JNo

d. Does the layout of the restrooms meet thé needs of all employees, including those with disabilities? Yes [JNo

e. s there sufficient space available in both the men's and women's locker rooms? Yes ([JNo
(1) Can several officers comfortably change clothes at the same time? Yes []No

(2) Isthere enough space for both personal lockers and equipment lockers? Yes [JNo

Yes [JNo

(3) Are there full length mirrors?

(4) Are they clean and odor free, with adequate ventilation?

FlYes [INo

CHP 453D(Rev. 5:06) Page 1 of 4
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(5) Are lockers in good condition, with names posted on them? [Yes No
f. Does the employee's room have adequate cabinets and electrical outlets? Yes [INo
(1) Ate appliances in good working order? Yes [JNo
g. Are bulletin boards sufficient for Area needs? Yes [INo
(1) Are they neat and orderly? Yes [No
(2) lIsthere a system for purging old information? Yes [JNo
(3) Do posted items have a removal date? [1Yes No
(4) Are bulletin boards in good condition? Yes [JNo

h. When was the last inventory of items stered inside the facility? 1Juring the annaat equipinent inventory in 2008,
(1) Areitems arranged in a logical manner? Yes [JNo
[1Yes No

(2) Are there surplus items that should be returned to Supply Services?

(3) What security is provided after normal business hours? The facitite has good external seeueity lig

g as ol as an alanm syswm,

3. EXTERIOR APPEARANCE

2009

None.

CORRECTED

N/A

a. Overall, what is the general appearance of the exterior of the facility? The facility has a faux brick exterior wiiich is in excellent

candition.

b. Are all painted surfaces neat and clean, free of peeling paint? [(OYes [ONo
c. lsthe outside lighting adequate and in good repair? Yes [JNo
d. ls the building clearly identified? Yes [JNo
e. Isthe gas station clean and in good repair? Yes  [No
(1) Does the gas station have a fire extinguisher readily available? Yes [JNo

(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? Yes [JNo
f s the paved parking area clean and in good condition? Yes [|No
(1) Are parking lines clearly painted? Yes [JNo
(2) Is the viofation clearance area for the public clearly marked? Oyes [ONo
(3) s there disabled parking available? Yes [INo
(4) Isthere a parking area designated for motorcycles? []Yes No

) EVALUATED ACTION REQUIRED CORRECTED
RS ROER 03/23/2009 None. N/A

Yes [JNo

a. Has the efficiency of the auxiliary power unit been tested?

b. Who knows how to start the unit should the self-starter fail? Sergeant Frank $mith. Auto Tech. Richard Paredes and Doug Pader.

c. Are operating instructions posted and easy to understand?

Yes

[INo

CHP 4530 (Rev. 5-06) Page 2 of 4
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d. s there a notice posted identifying who to contact should the unit fail? ZJYes [JNo
[[JYes {No

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing?

f. How often’is the fuel supply replenished?  (On an "as necded” hasis, waaisth hetwees 30 and 60 duy inton ais,

(1) Atwhatlevelis itrefiled? Usnally when the tunk with the highest capacity (two tank system) deops o 0% capacity,

g. Are there adequate numbers of emergency power outlets? Yes [JNo
(1) Are they distinctively marked? Yes [ONo
VAL UATED ACTION REQUIRED CORRECTED
5. EMPLOYEE PROTECTION AND FACILITY SECURITY 03/23/2009 Nare. N/A
a. Does Area have a written Emergency Action Plan? I Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes [JNo
(1) Does it have general facility security and building evacuation procedures? ’ Yes [JNo
(2) Does the plan work? Yes [JNo
(3) Are there sufficient' management controls? Yes [dNo
c. Does the plan designate duties and responsibilities to specific employees? . Yes [JNo
(1) Are both uniformed and nonuniformed employees included? Yes [dNo
(2) Are employees informed of their responsibilities? Yes [dNo
(3) Has the commander taken all responsible steps available to provide security? - [dYes [ONo
(4) Has the com'mander visited the facility after normal business hours to ensure security measures are
in place? Yes [No
_d. Does the plan address dispatcher security? [dYes [INo
(1 )' How do Public Safety Dispatcheré feel about the security provided? N/A
(2) Can dispatchers deal with the public without admitting them into the building? [(DYes ([JNo
(3) Should modifications be made to provide better security? ) ) OYes ONo
(a) Would intercoms improve security? (Oyes [ONo
(4) How often are two or more dispatchers on duty? N/A
(5) How often are supervisors or other personnel in the building after normal business hours? — N/a N
(6) Are maximum safety and security measures taken within communications centers? [OYes [JNo
e. Has training been given for all types of emergency situations? (OYes [s]No
(1) Have both uniformed and nonuniformed been given the training? Yes [dNo

Destroy Previous Editions
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(2) Does the training include building evacuation procedures? Yes [INo

(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [JNo

(a) Do they know how to use them? Yes [JNo

) (4) Have all employees read the Emergency Action Plan? Yes [JNo
(a) Do they know where it's located? Yes [JNo B

f. Does the building contain asbestos? [ VYes No

(1) Are employees given a copy of the annual asbt;stos report to read? Ovyes [No

(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? OvYes [INo

(3) Is acopy of the notice posted on the employee or occupational safety bulletin board? Ovyes [ONo

(4) | Do employees know what to do if they encounter asbestos in the building? OYes [ONo

g. Are ﬁre: extinguishers provided and serviced as required by the California Administrative Code? Yes []No

(1) Are first aid kits provided as required by the State Administrative Manual? Yes [JNo

Yes [No

(2) Is STD 621, Notice to State Employees, posted and up to date?

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?

Their condition is

good and the

equipment is inspected regularly,

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [JNo .
) (1) Have changes or updates been sent to the implementing agency? Yes [JNo '
6. SAFETY INSPECTION . N
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [1No
Yes [JNo

b. Has the CHP 113A, Safety Inspection Checklist, been completed?

c. Whatimprovements have been made by the commander as a result of the most recent inspection?

Fhe last ingpeelien wus conducied

‘087 i this i i i ke lee caoas reraired. a tisi beliy i the "yt s
on &/C872008. As a result of this inspection. the skylight above the front oilice entrance was repaired a light bulb in the "I'vit” sign

near the south office door was replaced, a leak in the water hesler in she janitorial roont was repaired and an electical phug cover above

the women's bathroom sink was replaced. Mr, Pete Coragjo of Facilities Section was also advised of other needed repairs.

(1) If recommendations required budgeting, have items been put into the budget suspense file?

[Yes

[ONo

d. Has the size of the operation outgrown the facility?

[JYes

[“I1No

(1) [f so, what remedial action has been taken? N/A
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STATE OF CALIFORNIA Command: ~ | Division: Chapter:
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Hanford Central Four (4)
COMMAND INSPECTION PROGRAM lnspected by: Date:

Doug Puder, 1D 10045 03/23/2009

EXCEPTIONS DOCUMENT

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapter Inspection number. Under "Forward to:" enter the next level of command where the document
shall be routed to and its due date, This document shall be utilized to document innovative practices, suggestions for statewide
improvernent, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required.

—

TYPE OF INSPECTION Total hours expended on the X Corrective Action Plan Included

(] Division Level X Command Level inspection:
[] Attachments Included

[C] Executive Office Level 6 hours
e b | Forward to:
Follow-up Required: __Central Division

X YS __ No Due Date: 11/01/2009

Chapter Inspection:

Inspector's Comments Regading Innovative Practices:

N/A

| Command Suggestions for Statewide Improvement:

Facilities Section is currently responsible for coordinating repairs to, and maintenance of, all CHP
facilities. Consequently, in the interest of efficiency, expediency and proper accountability, personnel
from Facilities Section should be responsible for completing the portion of this inspection which is
directly related to the condition of the CHP owned/leased building(s). Even if an exception is discovered
during this inspection, repairs to the facility must be coordinated through Facilities Section. It seems
only appropriate that they should also be the ones who are evaluating this specific portion of the
inspection. Area personnel would still be responsible for evaluating the portion of this chapter dealing

with emergency preparedness and employee safety.

If this were to occur, this inspection may need to be separated into two separate portions: the first
dealing with the facility, and the second dealing with emergency.preparedness and employee safety.

[ Inspector’s Findings:

Refer to attached:Chapter 4 evaluation.

CHP 680A (Rev. 02-09) OPI 010



STATE OF CALIFORNIA

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Command: Division: Chapter:

COMMAND INSPECTION PROGRAM Hanford Central Four (4) I
Inspected by: Date:

E;;C;EZPT'ONS DOCUMENT Doug Puder, ID 10045 03/23/2009____J

&ommander’s Response: X Concur or [[] Do Not Concur (Do Not Concur shall document basis for response) |

N/A

Inspector’'s Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,
| etc.)

N/A

ReC{UIred Ac‘uon e

Correctlve Actlon Planlmehne |

Section 1.a.(2).(a) — The storage area immediately adjacent and to the east of the Area’s generator
room needs to be cleaned, organized and purged of unnecessary/excess materials.

Section 2.e.(5) — Employee lockers in the men’s locker room are not in good condition. These lockers
need to be replaced. Replacement lockers have already been purchased and are in storage.

The Hanford Area plans to correct both of the aforementioned discrepancies prior to November 1, 2009.

/£ Ve
[[] Employee would like to discuss this report with COMMANDER'S SI5 RE DATE
the reviewer. % /}2
(See HPM 9.1, Chapter 8 for appeal procedures”| e / 7

oo Y /5

A

[T Reviewer discussed this report with TREVIEWER'S QIRNATURE DATE
employee .
["] Concur ] Do not concur

CHP 680A (Rev, 02-08) OP1010
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AREA

R0

DIVISION NUMBER

=

EVALUATED BY

ey ﬁﬂé’%’? —#757(7 %5

"5 /29,08

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required” box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments orcorrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION
“ormal Evaluation Informal Evaluation

SUSPENSE DATE

FOLLOW-UP REQUIRED [] Correction Report COMMANDER'S REVIEW DATE ,
Lei| /29
[ ves @{No BY ,(/“"‘":b , wr Cone s ' ZQ /75
1. USE AND ADEQUACY OF FACILITY m"fm%ﬁ } Ac%ﬁﬁgj CORRZT;D//%
a. Is the facility adequate? Pd Yes [1No
(1) Have steps been taken to modify or replace the current facility? [ Yes X No
(a) Ifaleased building, is the owner abiding by the terms of the lease agreement? /\j /,4 (] Yes [INo
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? X Yes [ No
(a) Is storage space used effectively? A ves L] No
(b) Is lighting adequate? X Yes O No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? E Yes ] No
(d) Does the interior of the facility have a neat, businesslike appearance? ' Yes (] No
' ACTION REQUIRED CORREGTED,

2. INTERIOR APPEARANCE

mwg %/g/pg

oz | A

a. What is the condition of the floors, walls, ceiling, hallways, and counter tops?
ANO  WEVEN SURFACES TN LIV OLEL 7] (77TEN
AL ZTTES SECTZpr /7S Lo

ATTLHEN),
TS IZSSUE.

THERE IS SoME

A 5BBLNG
VS Lok ER 77 A
e el

(1) Isinterior lighting adequate? [X(Yes [J No

(2) Ifleased, have needed repairs been coordinated with Facilities Section? /V// [ ves I No

(3) Are the duties of the janitor defined and clearly understood? Yes (I No

(a) Is the janitor fully aware of the supplies available through the requfs%og}}%%sgf;ft%ém{[] Yes I No

b. s the layout of the general office areas appropriate for the assigned personnel or classification? ]E Yes (] No
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? A Yes [JNo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? ﬂYes (] No
e. Is there sufficient space available in both the men's and women's locker rooms? }X Yes I No
(1) Can several officers comfortably change clothes at the same time? ‘]X[Yes [ No

(2) s there enough space for both personal lockers and equipment lockers? ,EZ] Yes L No

(3) Are there full length mirrors? K ves  [INo

(4) Are they clean and odor free, with adequate ventilation? /gj(es [INo
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. o . ACEW Lo K E=E2S WELE
m? h ¢
(5) Are lockers in good condition, with names posted on them? ﬂ’/‘,é d//ﬁSc [ Yes @ No

f. Does the employee's room have adequate cabinets and electrical outlets? Yes [ No
(1) Are appliances in good working crder? E Yes [ JNo
g. Are bulletin boards sufficient for Area needs? o B Yes L) No
(1) Are they neat and orderiy? X Yes (I No
(2) Is there a system for purging old information? M Yes U No
(3) Do posted items have a removal date? 27 &/77S 4%/{,}%’%%54 v [ Yes B No B
(4) Are bulletin boards in good condition? K ves [JNo
h. When was the last inventory of items stored inside the facility? /f/ N5 G 70@7 "
(1) Are items arranged in a logical manner? EYes [ No
(2) Are there surplus items that should be returned to Supply Services? L] Yes M No

(3) What security is provided after normal business hours? TAHE Bzt ozns A0S @00 EXTECN ]

LEGHIZNG  AY A ATINZTOR = A RAT SKSTE].

o £ ! : EVALUATEDZ/Z& ACTION REQUIRED CORRECTED
3. EXTERIOR APPEARANCE I % DN /7/

a. Overall, what is the general appearance of the exterior of the facility? //CJ/ZI"V FS W E L NPT KZ’:&E?VQ)
VAGRACED fENEING SLATS ZHsTzlEn 70! fRody— 2F ,%_}?7}7;:77

b. Are all painted surfaces neat and clean, free of peeling palnt/ﬂ,; %%@@gmﬁs L] Yes XNO
¢. lIsthe outside lighting adequate and in good repair? S EA I LI EET - MY&S [JNo
d. Is the building clearly identified? ﬁYes L1 No
e. Isthe gas station clean and in good repair? JX Yes L] No
(1) Does the gas station have a fire extinguisher readily available? ,@'\YES [ No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches )
operating properly? K ves L1 No
f. Is the paved parking area clean and in good condition? ﬁz{‘ﬂ/{/ﬂzzgz%/go z A Zﬂﬂ& @ Yes [ JNo
(1) Are parking lines clearly painted? ﬁgf?/f}ﬂ//'&@ N Zﬂﬂé’ S Yes ] No B
(2) Is the violation clearance area for the public clearly marked? ///// O] ves O No
(3) Is there disabled parking available? K ves [J No
(4) lIs there a parking area designated for motorcycles? o [ ves JA No
4. AUXILIARY POWER | _ EVALU?;%?/ﬂg ACTIO%’?&&’ CORRECT;% /Rﬁ
a. Has the efficiency of the auxiliary power unit been tested? Fgﬁ_//ﬁg‘_f,}/ ﬂ Yes [ No

b. Who knows how to start the unit should the self-starter fail? 0/?/’:5;//57’ ﬂ%/%/ JQW L7/ I@E.ﬁ

¢. Are operating instructions posted and easy to understand? I’;é;s %ﬂ _5757:5 E Yes [ No
ﬁ’/ﬁ[M/fEF'L V2 7 e Vi /4//5‘.&14_
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d. Is there a notice posted identifying who to contact should the unit fail? &Yes L] No

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? ,@ Yes [1No

f. How often is the fue! supply replenished? %//ﬂé;}/, SO /2 TS ‘@? }%:

(1) Atwhatlevelis itrefiled? f0 2SS Sraay 255 (HFCETY #o7 Al TE7ES

g. Are there adequate numbers of emergency power outlets? K Yes [ No
(1) Are they distinctively marked? /@) 67(/7/2’1/7/3 Yes (I No
EMPLOYEE PROTECTION AND FACILITY SECURITY EVALUATED 2/ ZE0)/CIAACTION REQURED CORRECTED
a. Does Area have a written Emergency Action Plan? EYeS U No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? B'\Yes (I No
(1) Does it have general facility security and building evacuation procedures? M Yes [INo
(2) Does the plan work? K ves (I No
(3) Are there sufficient management controls? ,@' Yes (] No
PPN PYSP- YV a B = wﬂ—-mﬁw
; : o . VIS ZTZ N S VIR 7Y 7
c. Does the plan designate duties and responsibilities to specific employees? /7/&;/- M/ﬂﬂ'@///f‘_ Yes E No
(1) Are both uniformed and nonuniformed employees included? ﬂ Yes 1 No
(2) Are employees informed of their responsibilities? JZ Yes [ No
(3) Has the commander taken all responsible steps available to provide security? ,K] Yes I No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Dyes (] No
d. Does the plan address dispatcher security? /1//7 [] Yes L] No

(1) How do Public Safety Dispatchers feel about the security provided? ﬂ///f

(2) Can dispatchers deal with the public without admitting them into the building? AW ] Yes []1No
(3) Should modifications be made to provide better security? /4///4 [ Yes (] No

(a) Would intercoms improve security? ﬂ///f (] Yes J No
(4) How often are two or more dispatchers on duty? A///:é?

(5) How often are supervisors or other personnel in the building after normal business hours? A///yd

(6) Are maximum safety and security measures taken within communications centers? ﬂ% [] Yes [1No
e. Has training been given for all types of emergency situations? M Yes (] No
(1) Have both uniformed and nonuniformed been given the training? ,@ Yes (I No
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(2) Does the training include building evacuation procedures? [X] Yes L] No
(3) Do all employees know where fire extinguisher and first aid_kits are located? Yes_ L No B
(@) Do they know how to use them? . M Yes []No
(4) Have all employees read the Emergency Action Plan? Ig\Yes [JNo
(@) Do they know where it's located’.;f,gk‘g%t ﬁ%ﬁ%%%—ngg% M Yes [JNo
f. Does the building contain asbestos? U ves BNo
- (1) Are employees given a copy of the annual asbestos report to read? /Z///f [ Yes CINo
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? /Z%) ( ves LI No
(3) Is a copy of the natice posted on the employee or occupational safety bulletin board? _A///d []vYes (] No -
(4) Do employees know what to do if they encounter asbestos in the building? /I///f (] Yes I No
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? E_Yes 0 No
(1) Are first aid kits provided as required by the State Administrative Manual? ‘E Yes [JNo
(2) Is STD 621, Notice to State Employees, posted and up to date? @\Yes [ No

(3) Whatis the condition of other emergency equipment such as fireheses, sprinkler systems, etc.? s/ E/}ﬂéﬁ'ﬂfdé}/

SYSTEMS ARE FEGUARLY (SERIECED AND TNV JoRAABLE (DMOZTZL AL

h. lIs there a Hazardous Materials Business Plan on file with the local implementing agency as required? I:@(Yes LI No
(1) Have changes or updates been sent to the implementing agency? , p MYeS [J No
6. SAFETY INSPECTION - __ | E”“L”"‘:z/ ;%08 ACT'O;;W/};E/D’g COR%?%
a. Has a facility safety inspection been conducted by the Area Occupatignal Sajety Committee as required
by HPM 10.6, Occupational Safety Manual? O / éﬁﬁ/} ) E’—Yes (1 No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? K[Yes (I No

c. What improvements have been made by the commander as a result of the most recent inspection? /;//;Z;Z/L']T;Eg

SeeTEe) s Pz (nrrtere=0 I 0= SPHIREE wF~
AEENED ,@ef/f’z—z ¢ AL mmn s EVE - p RS STAAIZEA
BTV (S e SKV T fEAR (RIS Z AT,

= AT
(1) If recommendations required budgeting, have items been put into the budget suspense ﬂle?ﬁz’r Yes BdNo

d. Has the size of the operation outgrown the facility? L] Yes ,.Q/NG

(1) If so, what remedial action has been taken?
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STATE OF CALIFGRNIA

AREA DIVISION NUMBER
QEPARTMENT OF CALIFORNIA HIGHWAY PATROL .
AREA MANAGEMENT EVALUATION Mariposa Central 455
FACILITY MAINTENANCE AND SECURITY L ESAIERIEY RATE
CHP 453D (Rev. 5-06) OP| 009 Sergeant J. Adkins, #11662 02/11/2008

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. [f this
form is used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresoived items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
L] Formal Evaluation /] informal Evaluation 02/)872008 o~
FOLLOW-UP REQUIRED E/J Correction Report CQMMANDER'S REVIEW DATE
(ves  &No BY Sergeant Adkins, #11662 .. L> Ay S-30-0f
1. USE AND ADEQUACY OF FACILITY : EVALUATEﬁ"; ACTION REQUIRED CORRECTED
a. s the facility adequate? £ Yes (] No
(1) Have steps been taken to modify or replace the current facility? [J Yes /) No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? [ Yes (I No
(2) s a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? M Yes ] No
{a) Is storage space used effectively? /) Yes (1 No
{(b) Is lighting adequate? M ves CJ No
(c) Are there provisions for the prempt repair of the facifity (plumbing, heating, etc.)? ] Yes I No
(d) Does the interior of the facility have a neat, businessiike appearance? ) Yes (L) No
2. INTERIOR APPEARANCE © | EVALUATED ACTION REQUIRED CORRECTED x
a. What s the condition of the floors, walls, ceiling, hallways, and counter tops? All surfaces are in very good condition, Tile
flooring has been replaced.
(1) Is interior lighting adequate? V] Yes [J No
(2) [f leased, have needed repairs been coordinated with Facilities Section? _ (] Yes (1 No
{3) Are the duties of the janitor defined and clearly understood? /) Yes C) No
(a) Is the janitor fully aware of the supplies available through the requisition process? Ml ves I No
b. Isthe layout of the general office areas appropriate for the assigned personnel or classification? M Yes (JNo
¢. Does the layout and equipment in specialized office areas meet the needs of each specialized function? ] Yes J No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? /] Yes (J No
e. s there sufficient space available in both the men's and women's locker rooms? V] Yes (J No
. (1) Can several officers comfortably change clothes at the same time? V] Yes () No
(2) Is there enough space for both personal lockers and equipment Jockers? W/l Yes [ No
(3) Are there full length mirrors? V] Yes [J No
(4) Are they clean and odor free, with adequate ventilation? /] Yes (I No
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(5) Are lockers in good condition, with names posted on them? ] Yes [ No
f. Does the employee's room have adequate cabinets and electrical outlets? V] Yes O No
(1) Are appliances in good working order? ) Yes (I No
g. Are bulletin boards sufficient for Area needs? [/ Yes CJ No
(1) Are they neat and orderly? /) Yes [ No
(2) Is there a system for purging old information? /) Yes I No
(3) Do posted items have a removal date? ] Yes I No
(4) Are bulletin boards in good condition? ) Yes [_] No
h. When was the last inventory of items stored inside the facility? January 30, 2007
(1) Are items arranged in a logical manner? M Yes LI No
(2) Are there surplus items that should be returned to Supply Services? (Jves ] No
(3) What security is provided after normal business hours? The facility is secured by the facility exterior walls and chain link
fencing with barbed wire. Access is monitored and controlled by the special duty officers and clerical staff.
3. EXTERIOR APPEARANCE EVALUATED % ACTION REQUIRED CORRECTED
a. Overall, what is the general appearance of the exierior of the facility? Clean and in good repair.
b. Are all painted surfaces neat and clean, free of peeling paint? ] Yes [ No
c. Is the outside lighting adequate and in good repair? M Yes L No
d. s the building clearly identified? V] ves O No
e. Is the gas station clean and in good repair? /) Yes CJNo
(1) Does the gas station have a fire extinguisher readily available? M Yes O No
(2) Are the fuel dispenser, vapor recovery hose/nozzie, air and water hoses, and shut off switches
operating properly? /] Yes (I No
f. Is the paved parking area clean and in good condition? /) Yes (J No
(1) Are parking lines clearly painted? /] Yes [ No
{2) s the violation clearance area for the public clearly marked? ) Yes J No
(3) s there disabled parking available? (/) Yes ] No
(4) s there a parking area designated for motorcycles? (] Yes ] No
4. AUXILIARY POWER ‘| EVALUATED ACTION REQUIRED CORRECTED
a. Has the efficiency of the auxiliary power unit been tested? /] Yes (J No
b. Who knows how to start the unit shouid the seif-starter fail?  Sergeant Duncan.
c. Are operating instructions posted and easy to understand? /) Yes [ No
CHP 4530 {Rev. 5.06) Page 2 Destroy Previous Editions CA53d506 Irp
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d. lIs there a notice posted identifying who to contact should the unit fail? [/ Yes (J No

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? ] Yes O No

f. How often is the fuel supply replenished?  As needed, there is no regular time.

(1) Atwhat level is it refilled? At the 40% level.

g. Are there adequate numbers of emergency power outlels? ) ves O No
(1) Are they distinctively marked? ] Yes CINo
5, EMPLOYEE PROTECTION AND FACILITY SECURITY SR E——— CORRECTED

a. Does Area have a written Emergency Action Plan? ) Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? W] Yes O No
(1) Does it have general facility security and building evacuation procedures? ] Yes I No

(2) Does the plan work? ] Yes (JNo

(3) Are there sufficient managemenf controls? /] Yes O no

¢. Does the plan designate duties and responsibilities 1o specific employees? M Yes [JNo
(1) Are both uniformed and nonuniformed employees included? W/ Yes O No

(2) Are employees informed of their responsibilities? ] Yes (I No

(3) Has the commander taken ali responsible steps available to provide security? Ml Yes O No

(4) Has the commander visited the facility after normal business hours 10 ensure security measures are

in place? W Yes I No

d. Does the plan address dispatcher security? [JYes ¥ No
(1) How do Public Safety Dispatchers feel aboul the security provided? The Mariposa Area has no dispatch facilities on site.

(2) Can dispatchers deal with the public without admitting them into the building? [ Yes I No

(3) Should modifications be made to provide better security? [ Yes O No
(a) Would intercoms improve security? [ Yes ) No

(4) How often are two or more dispatchers on duty?

(5) How oflen are supervisors or other personnel in the building after normal business hours?

(6) Are maximum safety and security measures taken within communications centers? U Yes I No
e. Has training been given for all types of emergency situations? V] Yes [ No
(1) Have both uniformed and nonuniformed been given the training? [/ Yes [J No
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(2) Does the training include building evacuation procedures? /] Yes [ No

(3) Do all employees know where fire extinguisher and first aid kits are localed? i/ Yes [J No

(a) Do they know how to use them? /) Yes ] No

o (4) Have all employees read the Emergency Action Plan? V] Yes ] No
(a) Do they know where it's located? /) Yes [ No

f. Does the building contain asbestos? W] Yes [ No

(1) Are employees given a copy of the annual asbestos report to read? ] Yes I No

(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? ) Yes ) No

{3) Is a copy of the notice posted on the employee or occupational safety bulletin board? ] ves (] No

) (4} Do employees know whal to do if they encounter asbestos in the building? /] Yes [ No
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? V] ves (1 No
(1) Are first aid kits provided as required by the State Administrative Manual? ] Yes (] No

(2) Is STD 621, Nolice to State Employees, posted and up to date? W1 Yes [J No

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?

The facility has no fire

sprinklers or fire hoses. There are ample fire extinguishers placed throughout the facility.

h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? V] Yes ) No
(1) Have changes or updates been sent to the implementing agency? ] Yes (] No
EVALUATED ACTION REQUIRED CORRECTED
6. SAFETY INSPECTION X
a. Has a facifity safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? /] Yes () No
b. Has the CHP 113A, Safety Inspection Checklisl, been completed? /] Yes 0 No

¢. What improvements have been made by the commander as a result of the most recent inspection? ~ None. None have been needed.

(1) If recommendations required budgeting, have items been put into the budgst suspense file? W] Yes [ No
d. Has the size of the operation outgrown the facility? (] Yes V] No
(1) {f so, what remedial action has been taken?
CHP 4530 (Rev. 5-06) Page 4 Destroy Previous Editions €453d506 frp



4, Auxiliary Power - Lloyd Watson the Supervisor of the north shop for the Tele-communications section
was contacted. He related that these issues have been found to be prevalent through out the state prior to
his assuming this new position. Now that he is aware of the issues in the Mariposa Area, issues b,c,d and g
will be remedied on the next routine visit by his technician during the routine inspection.

4.e The routine inspection for the Tele-communications section technician is erratic but appears to be
between 4-8 weeks. Lloyd Watson the Supervisor of the north shop for the Tele-communications section

is aware.

S.d. The Mariposa Area has no dispatch facilities.

5.0 (1) No changes or updates have been made since 02/20/2004
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455-00-odD|

AREA DIVISION NUMBER
Mariposa Central 455
EVALUATED 8Y DATE
Sergeant Edward Greene, 111281 03/27/2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated” box and/or the "Action Required” box, If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION
(] Formal Evaluation /] informal Evaluation

SUSPENSE DATE
04/01/2009

FOLLOW-UP REQUIRED ; COMMANDER'S REVIEW 3 DATE
["] Correction Report Z. g; ., 5 G A 12E
ACTIN G
/] Yes [ No BY Lt. D. J. Price, #9628 ComrAnIP &R~ 1637717009
S R Rk :| EVALUATED ACTION REQUIRED CORRECTED
1. “USE AND.AREQUACY OF FACILITY.. X
..a. s the facility adequate? M Yes [ No
(1) Have steps been taken to modify or replace the current facility? [J Yes ) No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? ,J/Ar [ Yes [ No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? W Yes ElNo
(a) Is starage space used effectively? W Yes (J Ne
(b) s lighting adequate? ) Yes (I No
{c) Are there provisions for the prompt repair of the facility {(plumbing, heating, etc.)? M Yes [} No
(d) Daoes the interior of the facility have a neat, businesslike appearance? W Yes [ No
PEE P : ; : i EVALUATED ACTION REQUIRED CORRECTED
2. INTERIOR APPEARANCE . X

a. What is the condition of the floors, walls, ceiling, hallways, and counter tops?

All surfaces are in very good condition. The front

lobby, kitchen and the automotive office tile was replaced by the California Conservation Corps.

(1) s interior lighting adequate? W Yes (I No

(2) If leased, have needed repairs been coordinated with Facilities Section? M/A' O Yes [ No

(3) Are the duties of the janitor defined and clearly understood? ] Yes [JNo

(a) Is the janitor fully aware of the supplies available through the requisition process? ) Yes ] No

b. ls the layout of the general office areas appropriate for the assigned personnel or classification? W ves [JNo
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? ! Yes [J No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? [ Yes ] No
e. Is there sufficient space available in both the men's and women's locker rooms? & Yes O No
(1) Can several officers comfortably ¢change clothes at the same time? [/ Yes LI No

(2) Is there enough space for both personal lockers and equipment lockers? ) Yes O No

(3) Are there full length mirrors? &) Yes [ No

(4) Are they clean and odor free, with adequate ventilation? ) Yes [JNo
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(5) Are lockers in good condition, with names posted on them? W/ ves O No
f. Does the employee's room have adequate cabinets and electrical outiets? M Yes CJ No
(1) Are appliances in good working order? i) Yes O no
g. Are bulletin boards sufficient for Area needs? ) Yes (I No
(1) Are they neat and orderly? ] Yes I No
{2) Is there a system for purging old information? ] Yes O No
(3) Do posted items have a removal date? b Yes [ No
(4) Are bulletin boards in good condition? /] Yes O No

h. When was the last inventory of items stored inside the facility? 01/30/2007

1 Are items arranged in a logical manner? ] Yes ) No
(2) Are there surplus iterns that should be returned to Supply Services? [ Yes ] No
(3) What security is provided after normal business hours? Facility exterior walls and chain Jink fencing with barb wire secure

the rear parking area, The front gate is monitored by close circuit camera by the receptionist.

grise b e LT P 4 : : o . EVALUATED ACTION REQUIRED CORRECTED
3. EXTERIORAPPEARANCE AR LSt B %

a. Overall, what is the general appearance of the exterior of the facility? Clean and in good repair. The exterior wood trim and

gutters needs to be painted. A new CHP/DMYV sign was moved to the S/W side of the facility to make it more visible to the public.

b. Are all painted surfaces neat and clean, free of peeling paint? W Yes (I No
c. Is the outside lighting adequate and in good repair? W] Yes (L] No
d. Is the building clearly identified? W Yes O No
e. |s the gas station clean and in good repair? W/ Yes LJ No
(1) Doesthe gas station have a fire extinguisher readily available? W Yes O No

(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? W] Yes (1 No
f. Is the paved parking area clean and in good condition? /] Yes CJ No
(1) Are parking lines clearly painted? /] Yes (O No
(2) Is the violation clearance area for the public clearly marked? ] Yes /] No
(3) Is there disabled parking avaitable? /] Yes O No
(4) s there a parking area designated for motorcycles? [ ves /] No

4, AUXIL]ARYPOWER EVALUATED " ACTION REQUIRED CORRECTED

a. Has the efficiency of the auxiliary power unit been tested? ] Yes L) No

b. Who knows how to start the unit should the self-starter fail? Sergeant Greene

¢. Are operating instructions posted and easy to understand? ] ves O No

CHP 453D (Rov. 5-06) Page 2 Destroy Previous Editions c453d506.1p
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d. Is there a notice posted identifying who to contact should the unit fail? V] Yes 0 No

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? /] Yes (L] No

f. How often is the fuel suppiy replenished?  As needed. There is no regular set time.

(1) Atwhatlevelis it refilled? At the 40% level. The area is equipped with two 575 gallon liquid propane tanks.

g. Are there adequate numbers of emergency power outlets? 1 Yes O No
(1) Are they distinctively marked? V] Yes [ No
S. EMRLO.YEE PROTECTION ANDFACILITYSECURITY EVALUATED < ACTION REQUIRED CORRECTED
a. Does Area have a written Emergency Action Plan? W Yes O No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? ) Yes (] No
(1) Does it have general facility security and building evacuation procedures? W Yes I No
(2) Does the plan work? ) Yes (JNo
(3) Are there sufficient management controls? /] Yes O No
¢. Does the plan designate duties and responsibilities to specific employees? W Yes O No
{1) Are both uniformed and nonuniformed employees included? M) Yes O No
(2) Are employees informed of their responsibilities? M) Yes () No
(3) Has the commander taken all responsible steps available to provide security? ) Yes [ No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? WV Yes O No
d. Does the plan address dispatcher security? ,J/A, (] Yes U No
(1} How do Public Safety Dispatchers feel about the security provided? The Mariposa Area does not have a dispatch facility
on site.
(2) Can dispatchers deal with the public without admitting them into the building? ,J/A, [ Yes I No
(3) Should modifications be made to provide better security? IJ/A. [_] Yes I No
(a) Would intercoms improve security? N /p, (1 yes I No
(4) How often are two or more dispatchers on duty? N/A -

(5) How often are supervisors or other personnel in the building after normal business hours? N/A

6) Are maximum safety and security measures taken within communications centers? PI/A— [ Yes O No
e. Has training been given for all types of emergency situations? ) Yes () No
(1) Have both uniformed and nonuniformed been given the training? ] Yes L No
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(2) Does the training include building evacuation procedures? M) Yes O No

(3) Do all employees know where fire extinguisher and first aid kits are located? V| Yes [ INo

(@) Do they know how fo use them? ] Yes [J No

(4) Have all employees read the Emergency Action Plan? W Yes (J No

(@) Do they know where it's located? V] Yes (I No

f. Does the building contain asbestos? ) Yes [ No

(1) Are employees given a copy of the annual asbestos report to read? V) Yes I No

(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? ] Yes [J No

(3) 1s a copy of the notice posted on the employee or occupational safety bulletin board? /] Yes [ No

{4) Do employees know what to do if they encounter asbestos in the building? /] Yes U No

¢. Are fire extinguishers provided and serviced as required by the California Administrative Code? ) Yes I No

(1) Are first aid kits provided as required by the State Administrative Manual? V] Yes O no

(2) 1s STD 621, Notice to State Employees, posted and up to date? W/ Yes ] No
(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? The facility has no fire

sprinklers or fire hoses. There are sufficient amount of fire extinguishers placed throughout the facility.

h. s there a Hazardous Materials Business Plan on file with the jocal implementing agency as required? ] Yes O No
{1} Have changes or updates been sent to the implementing agency? ) Yes [ No
e ; ' " JevaLuaTeD ACTION REQUIRED CORRECTED
6. SAFETYJNSPEC?‘_ION X
a. Has a facility safety inspection been conducted by the Area Occupational Safety Commiftee as required
by HPM 10.6, Occupational Safety Manual? ] Yes [ No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? ) Yes LI No

c. What improvements have been made by the commander as a result of the most recent inspection? The Area has resurfaced and

striped the front and rear parking lots, installed a remote entrance gate, fuel and DMV canopy for VIN verifications, privacy screening

on the rear parking lot fence, new CHP/DMYV sign, replace the wood patio cover, constructed a covered portable garage, installed new

storage cabinets above the officers lockers and replaced the tile flooring in the main lobby, kitchen and automotive office.

(1) If recommendations required budgeting, have items been put into the budget suspense file? W] Yes O No
d. Has the size of the operation outgrown the facility? [ Yes V] No
(1) If so, what remedial action has been taken? N/A
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AREA MANAGEMENT EVALUATION SUPPLEMENT
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SUBJECT: Area Management Evaluation, Chapter 4, Facility Maintenance and Security

DATE: 03/27/2009

SECTIONS - -

COMMENTS - -

2. Interior Appearance:

: - —

2.d.

3. Exterior Appearance:

3. a. The exterior trim and gutters need to be painted.

3.£.(2) There is no parking violation clearance parking area. Sufficient parking is available.
5. Employee Protection and Facility

Security:

5.4 The Mariposa Area has no dispatch facility.

5.h. (1)

No changes or updates have been made since 02/20/2004.




STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

COMMAND INSPECTION PROGRAM

EXCEPTIONS DOCUMENT

Command: Division Chapter:
Oakhurst Area | Central HPG 22.1 ch.4
Inspected by: Date:

Sgt. Jack Mears 03/25/2009

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapter Inspection number. Under “Forward to:" enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required.

TYPE OF INSPECTION

[] Division Level X] Command Level

[] Executive Office Level

Total hours expended on the
inspection:

hours

[ ] Corrective Action Plan Included

Attachments Included

Follow-up Required:

X Yes

) No

Chapter Inspection:

Due Date: May 7, 2009

Inspector's Comments Regarding Innovative Practices:

Forward to:
Central Division

%{c/&kﬁ %/(}w/z@/ (7

| Command Suggestions for Statewide Improvement:

[ Inspector’s Findings:

See attached inspection and narrative.

CHP G80A (Rev. 02-09) OPI1 010




STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

COMMAND INSPECTION PROGRAM Command; Division: Chapter:
EXCEPTIONS DOCUMENT Qakhurst Area | Central HPG 22.1 ch. 4
Inspected by: Date:
Sg?t. Jacyk Mears 3/25/2009
Page 2

| Commander's Response: [X] Concur or [] Do Not Concur (Do Not Concur shall document basis for response) |

Facility improvements are out of the control of the Area. Budget constraints dictate the progress of new
facility construction, and until a decision is made to continue with the construction or not, no

improvements are being entertained.

Inspector's Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,

etc.)

Required Action

Corrective Action Plan/Timeline

Unknown at this time.

(] Employee would like to discuss this report with COMMANDER'S SIGNATURE DATE

the reviewer. / /
| (See HPM 9.1, Chapter 8 for appeal procedures.) | ¥ LAt L7 7/927 o7
INSPECTOR'S SIGNATURE DATE

[ ] Reviewer discussed this report with REVIEWER'S SIGNATURE DATE
employee
("] Coneur (] Do not concur

CHP 680A {Rev. 02-08) OPI 010



STATE OF CALIFORNIA, . -
DEPARTMEI\j!T OF CALIFORNIA RIGHWAY PATROL AREA DIVIGION NUMBER
AREA MANAGEMENT EVALUATION Oakhurst Central 456
FACILITY MAINTENANCE AND SECURITY EVALUATED BY PATE

CHP 453D (Rev. 5-06) OPt 009 J.M. MEARS 03/01/2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated” box and/or the "Action Required" box. If this
form is used as a Correction Report, the "Correction" box shouid be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the
information can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include
significant findings, accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall
impressions. This form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
[] Formal Evaluation [/} Informal Evaluation 03/31/2009
FOLLOW-UP REQUIRED D Correction Reporl COMMANDER'S REVIEW DATE
yes  [ONo BY - W (A rrer, 25 03/25/2009
] EVALUATED ACTION REQUIRED CORRECTED
1. USE AND ADEQUACY OF FACILITY YES YES
a. ls the facility adequate? L] ves ] No
(1) Have steps been taken to modify or replace the current facility? K/ Yes [ INo
(a) If aleased building, is the owner abiding by the terms of the lease agreement? [ ] Yes LI No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? /I Yes [JNo
(a) Is storage space used effectively? ] Yes (I No
(b) s lighting adequate? ’ ] Yes [ No
{c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? ] Yes [ No
(d) Does the interior of the facility have a neat, businesslike appearance? [ Yes /) No
;' D EVALUATED ACTION REQUIRED CORREGTED
2, INTERIOR APPEARANCE YES YES

a. What is the condition of the floors, walls, ceiling, hallways, and counter tops?

Ceiling tiles show areas of water leakage. The

ceiling leaks in heavy rain between two sections of the modular building. The doors within the building are not level and are difficult

to close completely, or slam when closing. The women's room faucet controls are backward and one is broken.

(1) s interior lighting adequate? /] Yes [ No
(2) Ifleased, have needed repairs been coordinated witH .F_a::ilities Section? L] ves ] No

(3) Are the duties of the janitor defined and clearly t;nderslood? /] Yes (I No -
(a) Is the janitor fully aware of the supplies available through the requisition process? []ves [ No
b. s the layout of the general office areas appropriate for the assigned personnel or classification? [ ] Yes /) No
‘ c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? (] Yes /] No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? [ ] Yes /) No
e. s there sufficient space available in both the men’s and women's locker rooms? [ Yes V] No
o (;)HCan several officers comfortably change clothes at the same time? [] Yes_ ) No
(2) s there enough space for both personal lockers and equipment lockers? [ ]ves /] No
(3) Are there full length mirrors? - B []Yes /) No
(4) Are they clean and odor free, with adequate ventilation? []vYes /] No

c453d508.1rp
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STATE OF CALIFORNIA .
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY

CHP 453D (Rev. 5-06) OP] 009 -
(5) Are lockers in good condition, with names posted on them? /] Yes [JNo
—f Does the employee's room have adequate cabinets a"nd electrical outlets? (] Yes /] No
[ ] Yes V] No

(1) Are appliances in good working order?

0 V] Yes [JNo

g. Are bulietin boards sufficient for Area needs?

(1) Are they neat and orderly? /] Yes [ INo
(2) s there a syslem for purging old information? /] Yes [ No
(3) Do posted items have a removal date? /] Yes I No
(4) Are bulletin boards in good condition? /] Yes (I No

h. When was the last inventory of items stored inside the facility?  July 2008
(1) Are items arranged in a logical manner? (] Yes /] No
/] Yes (INo

(2) Are there surplus items that should be returned to Supply Services?

(3) What security is provided after normal business hours? The front and back doors are double locked. After normal business

hours and when the building is vacant, the rear gate is locked.
EVALUATED AGTION REQUIRED CORRECTED
3. EXTERIOR APPEARANCE YES YES

a. Overall, what is the general appearance of the exterior of the facility? The exterior could use paint

b, Are all painted surfaces neal and clean, free of peeling paint? [ Yes /) No
¢. ls the outside lighting adeguate and in good repair? [ ves 1 No
d. s the building clearly identified? /] Yes (] No
e. |s the gas station clean and in good repair? ] Yes (J No
(1) Does the gas station have a fire extinguisher readily available? /] Yes (1 No

(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? /] Yes (] No
f. |s the paved parking area clean and in good condition? /] Yes (1 No
(1) Are parking lines clearly painted? /] Yes [ No
(2) Is the violation clearance area for the public clearly marked? [ ] Yes V) No
(3) s there disabled parking available? /) Yes [J No
(4) s there a parking area designaled for motorcycles? [ ] Yes | No

4. AUXILIARY POWER EVALUATED ACTION REQUIRED CORRECTED
YES NO

/] Yes [] No

a. Has the efficiency of the auxiliary power unit been tested?

Anyone can starl the unit, attached are easy to read instructions.

/] Yes I No

b. Who knows how to start the unit should the self-starter fail?

c. Are operating instructions posted and easy to understand?

AUIA 4E9N B & DAY Dann 9 Nestrov Previous Editions ¢453d506.frp
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CHP 453D (Rev. 5-06) OP| 009 .
d. Is there a notice posted identifying who to contact should the unit fail? V] Yes [JNo
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? W yes [ ] No
f. How often is the fuel supply replenished? Approximately every two years.

(1) At what level is it refilled?
g. Are there adequate numbers of emergency power outlets? []vYes M No
(1) Are they distinctively marked? []VYes V] No
EVALUATED ACTION REQUIRED CORRECTED

5. EMPLOYEE PROTECTION AND FACILITY SECURITY VES YES
a. Does Area have a written Emergency Action Plan? V] Yes L] No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? /] Yes [ No

(1) Does it have general facility security and building evacuation procedures? /) ves [J No

(2) Does the plan work? M Yes ] No

(3) Are there sufficient management controls? V] Yes [ 1No
¢. Does the plan designate duties and responsibilities to specific employees? V1 Yes [ ] No

(1) Are both uniformed and nonuniformed employees included? /] Yes (] No

(2) Are employees informed of their responsibilities? ] Yes O No

(3) Has the commander taken all responsible steps available to provide security? W ves (J No

(4) Has the commander visiled the facility after normal business hours to ensure security measures are

in place? /] Yes (J No

d. Does the plan address dispatcher security? L] Yes 0 No

(1) How do Public Safety Dispalchers feel about the security provided?

(2) Can dispatchers deal with the public without admitting them into the building? L1 ves (] No

(3) Should modifications be made to provide beller security? L] Yes (I No

(a) Would intercoms improve security? [] ves L) No

(4) How often are two or more dispatchers on duty? -

(5) How often are supervisors or other personnel in the building afler normal business hours?

(6) Are maximum safety and security measures taken within communications centers? [ ] Yes L No
e. Has training been given for all types of emergency situations? /] Yes [ No

(1) Have both uniformed and nonuniformed been given the training? W] Yes [JNo

c453d5006.{rp
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(2) Does the training include building evacuation procedures? M Yes [JNo
(3) Doall employe;sﬂ)w where fire extinguisher and first aid kils are located? /] Yes [ No
(a) Do they know how to use them? /] Yes [JNo
(4) Have all employees read the Emergency Action Plan? ] Yes [JNo
(a) Do they know where it's located? ] Yes [JNo
f. Does the building contain asbestos? [} Yes /) No
(1) Are employees given a copy of the annual asbestos report to read? (] Yes V] No
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? [ ] Yes V] No B
(3) Is acopy of the notice posted on the employee or occupationa‘l safety bulletin board? (] Yes /| No
(4) Do employees know what to do if they encounter asbestos in the building? W] Yes (] No B
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? /] Yes [ No
(1) Are first aid kits provided as required by the State Administrative Manual? /) Yes [J No
(2)-1 STD 621, Notice to State Employees, po.st_ed“and up to date? /] ves [ INo
(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? N/A
h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? V] Yes [ JNo
(1) Have changes or updates been sent to the implementing agency? /] Yes L] No
R EVALUATED ’ACTION REQUIRED CORRECTED
5. SAFETY INSPECTION YES ! N
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? /] Yes [ JNo
b. Has the CHP 113A, Safety Inspection Checklist, been completed? V] Yes (I No
- c. What improvements have been made by the commander as a result of t‘he most recent inspection? See narrative
(1) Iacommendations required budgeting, have items been put into the budget suspense file? (/] Yes [ JNo R
V] Yes [ JNo

d. Has the size of the operation outgrown the facility?

(1) If so, what remedial action has been taken?

Land has been purchased, and architectural plans have been completed for a new

facility, however, due to budget restrictions, the construction has been delayed .
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Area Management Evaluation
Chapter 4.
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1. USE AND ADEQUACY OF FACILITY
The Oakhurst Area is currently housed in a temporary facility. The facility is a state owned

triple wide modular building. The facility inadequately serves the area personnel, which
consists of 23 uniformed and 3 non-uniformed employees. The Department of General Services
(DGS) has obtained property and was expected to break ground on a new permanent facility in

mid-2009 however budget constraints have delayed this progress.

1. a - This facility is inadequate for the purpose of housing a CHP Area of this size. The office
is a state owned triple wide trailer. The facility is nearly 25 years old and is rapidly reaching its
life expectancy for a trailer. The facility is feeling its age with needs of many small repairs.

The facility is located on a portion of land which is currently owned by the Department of
Transportation: The property is primarily used by Cal-Trans, and the CHP is a guest on this
property. The Area has outgrown this facility due to the limited mandated storage needs, the
number of employees, and the required equipment necessary to facilitate the daily operations of

the Area.

1.a (2) (d) - The arrangement of the office is pleasant but cramped and somewhat efficient;
however, the following deficiencies were noted:

The men’s locker room has various articles of clothing , footwear and other items stored atop
lockers. This detracts from the overall professional appearance. Additionally, the shower stall
in the men’s locker room is currently being used for storage of officer Personal Protective
Equipment (PPE). This prevents the shower from being used for its intended purpose. There
currently is no room to store the PPE’s in the office and without costly renovation this is not an

available option based on the expected move in the near future.

The women’s restroom, although not visible or open to the public serves double duty as the
women’s locker room. The women'’s restroom is made available to other governmental
employees or invited visitors. The locker/restroom serves two female uniformed officers and a
female employee. The women’s locker/restroom supports one locker which diminishes it size
and functionality either a restroom or locker room. The uniformed officers use this space to
change clothes, prepare for work, store their uniforms, and secure their departmentally issued
equipment. This double duty detracts from a professional businesslike appearance. Once again,

there is no room to grow without costly renovation.

The briefing room and debriefing room are combined into a single work space due to the limited
office size. Attempting to conduct briefings with employees about to start their shift, while
employees that are about to end their shift are using the same work space, is difficult.
Additionally, the briefing and debriefing room is located at one of the two only entry points to
the office. Briefing is often disrupted by employees passing through to access the building.

ACTION ITEMS:

Area to prepare a briefing item instructing officers to remove non-essential items from
locker tops and arrange for the janitor to dust and clean locker tops. _
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Page 6

Area supervisors to remind officers to be courteous and less disruptive as they pass through

the briefing area.

2. INTERIOR APPEARANCE

2.a - The overall interior appearance of the facility is in fair condition with the exception of the
previously noted items. The walls and floors are kept clean and free of grime. The lighting is
adequate and is replaced when necessary. Because of the lack of space, the office personnel
work diligently to keep the office looking professional and businesslike.

2.b - The office currently supports one Office Technician and one half-time Office Assistant to
conduct clerical duties. The desk on which the OT performs her duties is cluttered with
required manuals, desk references, a computer, and additional essential work items. Both work
spaces are limited mostly due to size of the available space. The OT desk is in plain view of the

public and is the first impression the public has of this CHP office.

2.c - The office currently supports two special duty officers who split many collateral duties.
The special duty office is cramped and can only support the occupancy of one officer and some
necessary files. The second officer, as part of his duties, is the training officer. The training
officer’s desk is outside the special duty office in plain view of the public. The training officer
routinely handles training tools and equipment. By the mere nature of his assignment, some of
those items should be concealed from the view to the general public.

2.f- The Area currently does not have the space to provide an employee’s room but, has an area
with donated kitchen appliances and a sink to provide for employee breaks. Although limited,

this space is able to meet most employee needs.
2.g (2)(3) - Items placed on the bulletin board are dated, and routinely removed.

2.h - The Area currently does not have sufficient space to store many office supplies inside the
facility. The office currently has a limited supply of commonly used office supplies stored in an
unlocked cabinet accessible in the main area of the office. The office technician routinely
checks the stock for reorder on a monthly basis. Additionally, there is a clipboard available to
employees to note supplies that are lacking and need to be included on the quarterly order.

ACTION ITEMS:

Explore the option to purchase or requisition a rack or shelves to raise reference material off
the office technician desk and free up space giving a cleaner more professional business-like

appearance.

e Remind office personnel to keep sensitive items away from the view of the general public.

A stamp will be ordered which will be used to date all bulletin board items, for easier
removal every 60 days on a rotating basis.
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Chapter 4,
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3. EXTERIOR APPEARANCE

3.a The exterior lighting in the front of the building is in adequate condition. The lights serve
their intended purpose. The lighting in the rear was recently improved to include solar powered
motion lights to illuminate the rear parking area. There is one light at the rear door of the
facility which serves to illuminate the rear steps. As mentioned previously, the facility is located
on Cal Trans property. Both share a swinging gate that is locked with a padlock and chain after
hours. Because of access by both agencies, access is not as controlled as it could be.

3.f(2) - The facility does not have a specific area set aside to conduct violation clearances.
There is no available room to create one and there is no plan to create an area for this purpose

3.f (4) - The facility does not have a specific area set aside for motorcycle parking. There is no
available room to create one and there is no plan to create an area for this purpose

4. AUXILIARY POWER

The auxiliary power supply is supplied by a 1000 gallon propane tank which is dedicated
exclusively to the generator. ‘The fuel capacity is checked periodically by the automotive
technician and is filled as needed. The generator self-tests on a weekly basis (each Monday

morning).

4.d - The auxiliary power unit has posted information identifying who should be contacted in

the event of a fatlure,

4 & — The Automotive Technician is tasked with ensuring the self-test is done, and the hours are

noted.

4 g - The auxiliary power unit supplies power to all power outlets within the facility when

activated.

5. EMPLOYEE PROTECTION AND FACILITY SECURITY

The Qakhurst Area Emergency Action Plan is comprehensive, well-organized, and provides a
plan for any foreseeable emergency at the facility. There are two copies of the Emergency Plan.
One is in the Lieutenant’s office in plain view and the other in the Sergeant’s office. Both are
contained m distinctively marked red binders which clearly read Emergency Action Plan. There
is a sergeant assigned to review the plan annually to ensure that all the information contained
therein is current, and a master control or revision record is contained in each copy of the plan.
All employees review the plan with a sergeant at their annual performance evaluation. Newly
assigned personnel review the plan as part of the orientation process. All information within the

Emergency Plan is current and correct.

5f- A call was placed to Department of General Services regarding asbestos in the building.
The facility was manufactured after the ban to use asbestos in buildings and therefore asbestos

will not be found in the building.
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5 g - There are two fire extinguishers in the building. Both are located in conspicuous

locations and are easily accessible. The fire extinguishers are required to be serviced annually
according to the California Administrative Code. Additionally the pressure gauge is required to
be checked on a monthly basis. Both fire extinguishers have been recently serviced and are

current and up to date.

6. SAFETY INSPECTION
The safety inspection was done in mid-2008. Identified safety hazards are corrected as soon as

possible.
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FACILITY MAINTENANCE AND SECURITY VAR D" OATE
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INSTRUCTIONS: Indlcate ltems reviewed by placmg a check in the "Evaluated“ box and/or the "Actuon Reqmred" box. |fth|s
form is used as a Correction Report, the "Correction" box shouid be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the
information can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include
significant findings, accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall
impressions. This form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
[ ] Formal Evaluation /) Informal Evaluation 03/27/2009
FOLLOW-UP REQUIRED o T COMMANDER'S REVIEW ' DATE

‘ [ Correclion Report

‘
|

/1 Yes __'__l No o BY S A Budilla, Captain N ;OB/EZOO‘Q)_ -
1. USE AND ADEQUACY OF FACILITY ;i.\-”:&UMED E;jTlON e FE{RECTED
R , ——— e $ C5 e A =

a. s the facility adequate? /] Yes L] No

: 7‘; H;/e_s;; been taken to modify or:place the c:;r;nl-f;cnn_)ﬂ S [J Yes [Z_!KJO

- (a)_lf:I-;e;e_daldmg—ns t;t;v;n;bud;r;_by ;;lerr;ls of- t;e lease aar‘e_em_enﬁt'?__ - (] ves ._L:J—No

B (2) Is a safe, pleasant, efﬂ:uent_;wr-c;ne-nt;;ate-d_by thg;rra_ngement_off_urnm a_::d e;uip_meng. - _U.]_Yg LI No
- Ea_)_ I-s_sto:ag_espac_e'us_ed*;ﬁecje.ly?— - . S @ Y:s _':_]E

) __(b)_ls lé;hllng a(EJate?_ - — - - - W] Y;s - DT\I_O -
—(_c)‘;re ;r;e prc;\rsions fo_rthe;;ompl repair of thé?acilil;—f_(;)lumbir;). h_eatin_g. etc-.)? - _-EZ]_Y(; _E_NO_
- Ed) _Does the int;rior of the—facility_have a neal, busin;sslib;;p;ara_m:;?_ e V] _Yes U No
2.*INTERIOR A;;EARANCE - _Ef’;“";gz o —_I*fm”"-“@"_ T
S Vs Yes - o
a Whatis the condition of the floors, walls, ceiling, hallways, and counter tops? Floors, Walls, Lellms,s and Counur tops are n

a ;o@rw;cab-l; éondm;]. - - - B . o _
B (_1) Elmerlor Ilg_htl.ng aa;ual; - - - @ Yes_ ﬁo :

) (2) —lf_leas;d r;\:e_need;repa_ws be;n coord;at-ec;/-wth ;acm;s Secn;r;7 - D-\_fes ‘ E\Jo N

_(3)—Are t;dutle__s;f lhe;\nor;rned_and ery ;:derst_ood'?_ S Wi YES_ [I\JO B

- —_;)_Ethe janitor fully awar; of the-supp@; avagblt; t;urou_gh the reqwsulu—on ;;roces;?_ o : ‘[_71 Yes - [_J No R

-b. I; tl:e_le;youTof th:gt_aneralhc:fﬁce a-reas—a;propr;te for_the aSS|gned person_nel_o‘r CiE:S_SIﬁ;athl’?? - |7' \es EI No B
c. Doe; the_layou;nd equl_p_;nentjm sp;allz; off:ce:reag meet the needs ofe_ar::spe_CIaI(z;d furtnctlo_rﬂ - |7| Yes —_L_,l N_c

) d Do; th:al_ayoul of the reslroom; mee:he ne_eds of a_ll employegs including those ;thgsabatles: o ';/J Yes [ No N

‘ e _Is th;re Sl;t"menTs—p-ace a:/;llable_ln both—t_he m; S a;women s loc;er rooms: - -m ;es L-J_NO
ﬂ(1)_ (;a;sev;ral_off;; corr?ortabw_change_cloth-;att_he same;me'ﬂ_ S liY; - DE
- (2)_Isgére_en_c:ugh space f;_both personal Ioc;;r_s a;; eqmpme_n( lockers_7 S I:_/J .Yes- _ WEO :
_(3)—;‘\r;;19r_e_fﬁll Ieng_m_mlrrors_'? S - - a ﬁ YeT _L |_N—O _
a (4) A_re the_y cle_a-n—and ;c;o_rf_ree_;vnh_;_dem:te- vent|I;t|0;7 . - m Y95 |__] Noﬂ_
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STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION

FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OP1009

(5) Are lockers in good condition, with names posted on them’> V] Yes (J No

(. Does the employee's room have adequate cabinels and electicaloutes?  §)Yes it

(1) Areoppliances ingood working orderz  Yes [Ino
g_. Ar_et;ll;ir.l ;ard?s;f;ci_;;forgneeds? : - - /] Yes DNO :

() Aretheyneatandorderly?  MYes [Dne

. E) —I-s;e_r-easysl_;n for_pur;ng &_in—for;;ati;r;? o S V4 Yes_ ] No

o (g)_ Do posted?em‘s_;eve_are—mov;l_dat_e?ﬂ“ - - o - D Yes [Z] No

%_E.-Are l;JIIe;n boards in good condition? - S - _@ Yes 0 No

h When was the last inventory of items stored inside the facility? July 2008

(1) Areitems arranged in a logical manner? W Yes [JNo
(2) Are there surplus items that should be returned to Supply Serwces7 /] Yes Ll No
(3) What secunty is provided after normal business hours? Combination door locks on exterior doors provide 24 hour secur 1ty

Combmatlon locks werc changed in December 2008.

{EVALUATED ACTION RE__OGEED vCORREC'IED
3. EXTERIOR APPEARANCE y
= — e iYee 0
a. Overall, what is the general appearance of the exterior of the facmty’? The exterior 1s very clean, businesslike and presents a
professional image of the Department.
b. Are all painted surfaces neat and clean, free of peeling paint? W1 ves ] No
c. lIsthe outsnde lighting adequate and in good repair? ] Yes E No
d lIsthe bundmg clearly identified? V! Yes L No
e Is the gas slation clean and in good repair? i Yes i ‘| No
(1) Does the gas station have a fire extinguisher readlly avanable’? LVJ Yes J No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air end water hoses, and shut off switches
operating properly? v Yes L No
f. Isthe paved parking area clean and in good condition? D Yes EZ} No
(1) Are parking lines clearly palnted? E/J Yes [ No
(2) Is the violation clearance area for the public clearly marked? D Yes V) No
(3) Is there disabled parking available? m Yes L_' No
(4) s there a parking area designated for motorcycles? /] Yes L| No
e T TTevAWATED | |ACTIONREOUIREGN  |CORRECTEL
4. AUXILIARY POWER . I,
Yes ‘No I S
a. Has the efficiency of the auxiliary power unit been tested’7 V) ves L No

b Who knows how to start the unit should the self-starter fail? AII emiployees are trained anua]ly on the usc ol the auxilary power unit

CHP 4530 (Rev 5-06) Page 2 Destroy Previous Edmons 4539506 trp



STATE QF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION

FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OPI 009

d. Is there a notice posted identifying who to contact should the unit fail?

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing?

f. How often is the fuel supply replenished?

(1} Atwhat level is it refiled? When both propane tanks reach 33% percent of remaining capacity.

g. Are there adequate numbers of emergency power outlets?

(1) Are they dlstlnctrvely marked?

5. EMPLOYEE PROTECTION AND FACILITY SECURITY

ZVALUATED
5 lo
Yes iNo

a Does Area have a written Emergency Action Plan?

b Does the plan have procedures for safeguarding employees durmg all lypes ol emergencies?

(1) Does it have general facility security and building evacuation procedures?

' AC;BN REGUIHEf-

(2) Does the plan work?

(3) Are there sufﬁcrem management controls?

e Does the plan desrgnate duties and responslbrlmes to specific employees?

(1 ) Are both uniformed and nonuniformed employees included?

(2

) Are employees informed of their responsibilities?

(3) Has the commander taken all responsible steps available o provide security?

(4) Has the commander visited the facility after normal business hours to ensure securily measures are

in place?

d. Does the plan address dispatcher security?

(1) How do Public Safety Drspatchers feel about the securrty provided?

(2) Can dispatchers deal with the public without admitling them into the building?

(3) Should modifications be made to provide better security?

(a) Would intercoms improve security?

24 howrs a day

(4) How often are two or more dispatchers on duty?

(6) How often are supervisors or other personnel in the building after normal business hours?

(6) Are maximum safety and security measures taken wrlhm communications centers’7

e. Has training been grven for all types of emergency S|tuatrons’>

(1) Have both unrformed and nonumformed been gwen the tramrng"

The sccurity is adequale,

Blenmally, or when an emergency prepardness concern du:lales the need.

/) Yes

CHP 4520 (Rev 5-08) Page 2 Destroy Previous Editions

u No
Q] Yes L No
/] Yes j No
/] Yes 'ﬁl No
CORRESIED
Wi Yes i 7 No
Ql Yee LI No
@ Yes [ 1Mo
Eﬂ Yes a No
M Yes U No
[ZJ Yes (] No
[ZJ Yes LJ No
hﬁ Yes [ No
WJ Yes L No
V) Yes L No
m Yes |: No
/! Yes . I No
V! Yes [ INo
/1 ves " No
] Yes __! No
] Yes LI No
/) Yes [ INo
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STATCE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OPI1 009

(2) Does the training include building evacuanor.m procecEes" N Yes L] No
(3) _Do_all en?loyees know_w_here ﬁre_e;u@sher a_r;d first aid kits _are Iocated_'? - - i_ZJ Yes ':J_No
- ‘Ta)- Do they k;c:w how lo L;e them? - S _@_Y-es_ ( Ne_
B (4) Hav_e_all emplc;;es ree(_j;e Emerée;nc_y_;\chon Plan? - - M Y_es () No
o _(E; lﬁwﬂnow \;vr;ere |lsI)cate;; S - - wlZTY-es F l:Jo__
f. Does t?ne_t:mldigc_o@ asbestos? S  Oves E No
_ (‘I ) ﬂ;\re_e-mglo_yees given a copy of the an;u_al a;n_stos,_rep;rl to read’7_ - - EYGS - NO
N (2) Are:aw_employees nom;d‘of th;_preser;:e of;sb_estOS\_mthm 15 d_ays of_rep;r;n_g;_to_\;\l_or;7_ . _D Yes ) No_-
—-a_ls‘_a ;;y of the.r;;;e_postt;on the employee or occu_pal;)nal ;afety bulletin b;'? - [ Yes L] No
(4)FD;mpl_oyee-s-;now what to;;tt;;en_c;;n;r_;b;tos_m the_bim_d;g? - o —D Yes (] No
_g,—Are_ﬁree—xtmg_mshers provided and serviced a;:e;uab; lhe_Cahf;r;ua_gdmﬁls;;t;; (-DO_de";__ - TEﬁ Yes [J No
(1) Are first aid kits provi . Adn tve Mar a  Hives DNo

(1) Are first aid kits prowded as required by the State Administrative Manual? Vi Yes
[\Zl Yes L] No

(2) Is STD 621 Nofice to State Employees posted and up to date?

(3) What is the condition of other emergency equipment such as ﬁre hoses spnnkler systems etc.?

throughout the facnhty is in good servicable condmon

h. Isthere a Hazardous Materials Business Plan on file with the local mplementmg agency as required? l)ZI Yes [ JNo
(1) Have changes or updales been sent to the mplementmg agency? M Yes [7 No
T - ‘EVALUATED o -\cno~ REQURED  CORRECIED
6. SAFETY INSPECTION .
o \ s !No R -
a. Has a facnhty safety mspectlon been conducted by the Area Occupatlonal Safety Committee as required
by HPM 10 6, Occupahonal Safety Manual? ¥ Yes (1 No
b Has the CHP 113A, Safety Inspection Checkhst been completed’7 M Yes "_INo
c. What lmprovements have been made by the commander as a result of the most recent inspection? No 1mprovcmems were required
durmg the Q4 2008 Safety Inspecllon
(1) If recommendations required budgetlng have items been put into the budget suspense file? [ ves " No
d. Has the size of the operation oulgrown (he facility? [ Yes V' No
(1) If so, what remedial action has been taken?
o ) i . | N cdEAS06 [ip
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STATE OF CALIFORNIA - Command: Division: Chapter
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Merced Central 4
COMMAND INSPECTION PROGRAM inspected by: ' Date:
EXCEPTIONS DOCUMENT G. R. Lamerson, Sergeant | 03/24/2009

numper of the inspection in the Chapter tnspectton number. Under "Forward ta:" enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement. idenlified deficiencies, carrective action pians £ CHP 51 Memorandum may be used il additional space is required,

TYPE OF INSPECTION | Total hours expended on the Corrective Action Plan included

(] Dwision Level [X] Command Level | INSpection:
Attachments Included

[J Executive Office Level | 5_ hours
Forward to:
Central Division |

Follow-up Required:

Kyes  [INo Due Date; 03/29/2009

| Chapter Inspection: Chapter 4 — FACILITY / SECURITY

| Inspector's Comments Regarding Innovative Practices:

Inspector believes innovative practices could include the incorporation of supervisory staff in the approval process
of bulletin board material. Material for posting could be submitted for review and appropriateness at which point a
removal date would be included.

. Command Suggestions for Statewide Improvement: )

Command personnel suggest remedial actions will be sufficient to attain the goals outlined in the action plan and
would be sufficient for statewide improvement.

_Inspector’s Findings:

1) Items posted on bulletin boards do not have a removal date.
2) Area has damaged asphalt in the parking lots of the entire facility.

3) Area does not have a designated location for the purpose of violation clearance.

HF 681A (Rev. 02-09) OPI Qw0



STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

COMMAND INSPECTION PROGRAM

EXCEPTIONS DOCUMENT Commang; i Division: | Chapter
' Merced | Central i 4
* Inspected by: i Date
| G. R. Lamerson, Sergeant | 03/24/2009

Page 2

! Commander's Response: Concur or [] Do Not Concur (Do Not Concur shall document basis for response)

lnspector s Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,
' etc.)

| Required Action

Corrective Action Plan/Timeline

!

The corrective action plan for bulletin board postings includes the utilization of approval processes in order to
ensure old postings that are expired will be removed in a timely manner.

The corrective action plan for the damaged asphalt parking lot and lack of violation sign off area includes
coordination with Facilities Section to provide repairs and modification to the current parking lot configuration.

All corrective action will be completed within 30 days of this inspection.

|| Employee would like to discuss this repont with -JM"“:J*D"*‘“S ‘1)3“‘*"—‘*\' . DATE
the reviewer. )\ [ 03/27/2009
{See HPM 9.1, Chapter 8 for appeal procadures | ~ ~
| INSPECTOR'S SIGNATURE ' DATE
— ,' 03/27/2009
(| Reviewer discussed this report with "] REVIEWER'S SIGNATURE | DATE
employee .

[C] concur [C] Do not concur




- State of Califoriiia Business, Transportation and Housing Agency

Memorandum

Date:

To:

From:

File No.:

Subject:

March 27, 2009

Central Division

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL
Merced Area

460.10533

INSPECTION - CHAPTER 4, FACILITY MAINTENANCE AND SECURITY

The attached inspection was completed and prepared by Sergeant Glindon Lamerson, #12344, of
this Area. In his memorandum, Sergeant Lamerson has presented two action items which will be
accomplished prior to Friday, April 24, 2009,

Area concurs with the findings of this chapter inspection. The attached report is submitted to
Central Division for review and approval.

—

=—{( [/

—

>4

S. A. BADILLA, Captain

Merced Area

Attachments

Safety, Service, and Security

CHP S1WP (Rev 11456} 0P 076



State of California Business, Transportation and Housing Agency

Memorandum

Date: March 24, 2009

To: Merced Area

From: DEPARTMENT OF CALIFORNIA HIGHWAY PATROL
Merced Area

File No.: 460.10533.12344

Subject: CHAPTER 4 - FACILITY MAINTENANCE AND SECURITY

On March 24, 2009, an Area Management Evaluation was completed at the Merced Area which
focused on the Area’s Facility, Maintenance and Security. After the informal evaluation was
completed, the following items requiring corrective action were noted,

1) Section 2 — Interior Appearance: Action Required
g.(3) Do posted items on bulletin boards have a removal date? Currently
items posted do not have a removal date, All items required to have
removal dates will be subject to the given removal dates. Items for
posting will be given to management for appropriateness and provided
removal dates.

2) Section 3 — Exterior Appearance: A4ction Required
f. Is the paved parking area clean and in good working condition? Area
has coordinated with facilities section to repair and resurface the damaged
asphalt in the parking lots of the entire facility.

f.(2) Is the violation clearance area for the public clearly marked? Arca
has requested and been approved by facilities section to designate and
mark a location for the purpose of violation clearance. This will be
completed during the repairs and resurfacing of the parking lots.

Corrective action will be taken or have already been addressed as specified in this memorandum
under “Action Required” of each heading. The corrective action or action steps will be
completed within 30 days of this memorandum.

/“‘,’ 4 %

-

G. K'LAMERSON, ID 12344
Sergeant

Safety, Service, and Security

CHP G1WD (Rau 11.8KY NBINTA



STATE OF CALIFORNIA

DEPANTMENT OF CALIFORNIA HIGHWAY PATROL ARE~ OYISIn PaMAE
AREA MANAGEMENT EVALUATION iMerced Central

FACILITY MAINTENANCE AND SECURITY |EVACZRI=GRT AT

CHP 453D (Rev. 5-06) OPI 009 . Heller, Sergeant 109/06/200%8

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION [suS"&HSE DATE

Formal Evaluation [0 Informal Evaluation

FOLLOW-UP REGUIRED O Correction Report ]j"w..rifi R:_"um*\l] IDATE | ‘
FYes [No [ _-‘j~\ /o I 3123 | OT
lgy | o e L
) |EVALUATED ACTION REGUIRED ICORRECTED
1. USE AND ADEQUACY OF FACILITY | Ves No |N/A
a. Is the facility adequate? ' Yes [JNo
(1) Have steps been taken to modify or replace the current facility? [ Yes Na
(2) If a leased building, is the owner abiding by the terms of the lease agreement? Yes [No
{2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes [JNo
{a) Is storage space used effectively? Yes [1No
(b) Is tighting adequate? Yes [No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [INo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [JNo

|Euuu.¥sr JACTION REOLIRED |CORRECTED

2. INTERIOR APPEARANCE ) I
[Yes i Yes ,

a. What is the condltion of the floors, walls, ceiling, hallways, and counter tops? Floar tiles were replaced this year throughout the

butlding. New carpet was put down in the dispatch center. The walls and door jams throughout the building necds to be painted

(1) Is interior lighting adequate? - Yes [JNo

- (2) Ifleased, have needed repairs been coordinated‘v:/it_h_i-jaci_Tties Section? - [Cdyes [No

- (3) Are the duties of the janitor defined and clearly understood? Yes []No

- (a) Is the janitor fully aware of the supplies ava_ilable throu_g_t; Erequisition process? 7es I Ne

_;. Ts the layout of the general office areas appropriate for the assi;ned personnel or classification? -_ Yes [JNo

c. Does the layout and equipment in specialized office areas ;;;t the needs of each specialized function? Yes [No

d. Does the layout of the restrooms meet the needs of all employees, inciuding those with disabilities? Yes [JNo

e. lIs there sufficient space available in both the men's and women's locker rooms? Yes [JNo

- (1) Can several officers comfortably change clothes at the same time? Yes [JNo

N (2) Is there enough space for both personal lockers and equipment fockers? Yes [JNo
o (3) Are there full length mirrors? Yes [JNo -

_h(_4)_ Are they clean and odor free, with adequate ventilation? [AYes [JNo

Destroy Previous Editions
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STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OP! 009

(5) Are lockers in good condition, with names posted on them? Yes [JNo

- f. Does the employee's room have adequate cab;ats and electrical outlets? Yes [INo
(1) Are appliances in good working order? Yes [JNo

g. Are bulletin boards sufficient for Area needs? Yes [INo

(1) Are they neat and orderly? Yes [JNo

(2) Is there a system for purging old information? Yes [JNo

(3) Do posted items have a removal date? O Yes No

(4) Are bulletin boards in good condition? Yes [JNo

h. When was the last inventory of items stored inside the facility? Annual Property Inventory (July 2007) is stored in OSS office

(1) Are items arranged in 2 logical manner? [[1Yes [JNo

(2) Are there sumlus items that should be returned to Supply Services? Yes [INo

(3) What security is provided after normal business hours? Combination door locks on exterior doors provide 24 hour security of the

facility. No other security is provided. Combination locks need to he changed to new code

|EvALuATED | A2 T HE GRIRED CORRECTED

3. EXTERIOR APPEARANCE

[ Yes Yes

a. Overall, what is the general appearance of the exterior of the facility? Thc exterior uppearance is very clean and busincsslike. The

parking lot is in need of resurfacing and re-striping. Handicap stalls and curb marking need repainting.

b. Are all painted surfaces neat and clean, free of peeling paint? O Yes No
c. Is the outside lighting adequate and in good repair? [Yes No
d. Is the building clearly identified? [OYes [ONo
e. |s the gas station clean and in good repair? Yes [ONo
(1) Doesthe gas station have a fire extinguisher readily available? Yes [JNo
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? Yes [JNo
f. Is the paved parking area clean and in good condition? [JYes No
(1) Are parking lines clearly painted? [JYes No
(2) s the violation clearance area for the public clearly marked? O vYes No
(3) Is there disabled parking available? Yes [JNo
(4) Isthere a parking area designated for motorcycles? Yes [JNo
TVALUATEL TTAINGNRE JURED CORRECTED
4. AUXILIARY POWER ¥ In
| Yes INo ‘
a. Has the efficiency of the auxiliary power unit been tested? Yes [JNo

b. Who knows how to start the unit should the self-starter fail? Communications Supervisor. Janitorial Staff. ASM, Facility

c. Are operating instructions posted and easy to understand? Yes [JNo

Desiroy Previous Editions
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STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OP! 009

d. Is there a notice posted identifying who to contact should the unit fail? Yes [ONo
N e. Does the log indicate Area personnel and 1:Iec_om-mur:ic:ﬁ-on; Section havé conducted weekates_ﬁng—? - Yes [JNo
f How often is the fuel supply replenished? When the fuel level reaches 33% in both tanks.
(1) Atwhat level is it refilled? 33%
_-_g.__Are there adequate numbers of emergency power outlets? N Yes [JNo
(1) Are they distinctively marked? Yes [dNo
| EVALUATED |ACTION REQUIRED CORRECTED
5. EMPLOYEE PROTECTION AND FACILITY SECURITY Yes }Nn
a. Does Area have a written Emergency Action Plan? Yes [ONo
b. Does the plan have procedures for safeguarding employees during all types of emergencles? Yes [JNo
(1) Does it have general facility security and building evacuation procedures? Yes [1No
(2) Does the plan work? Yes [JNo
(3) Are there sufficient man;;a-ment controls? Yes [JNo
c. Does the plan designate duties and responsibilities to specific employees? Yes []No
(1) Are both uniformed and nonuniformed employees inciuded? Yes [JINo
(2) Are employees informed of their responsibilities? Yes [INo
(3) Has the commander taken all responsible steps available to provide security? Yes [JNo
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [JNo
d Does the plan address dispatcher security? - Yes [INo
(1) How do Public Safety Dispatchers feel about the security provided? The security is adequate
R (2) Can dispatchers deal with the public without admitting them into the building? Yes [JNo
(3) Should modifications be made to provide better security? O Yes No
(a) Would intercoms improve security? [ Yes No
(4) How often are two or more dispatchers on duty? 24 hours a day
(5) How ofte_n—a—re supervisors or other personnel in the building after normal business hours? 24 hours a day.
o (6) Are maximum safety and security measures taken within communications centers? Yes [ No
e. Has training been given for all types of emergency situations? Yes [JNo
(1) Have both uniformed and nonuniformed been given the training? Yes [JNo

Destroy Previous Editions
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STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA RIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OP! 009

(2) Does the training include building evacuation procedures? Yes [JNo

(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [No

(a) Do they know how to use them? Yes [JNo

(4) Have all employees read the Emergency Action Plan? ves [JNo

(a) Do they know where it's located? Yes [ONo

f. Does the building contain asbestos? [ Yes No
(1) Are employees given a copy of the annual asbestos report to read? OYes {ONo

{2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? OYes [ONo
(3) s a copy of the notice posted on the employee or occupational safety bulletin board? [OYes [ONo
(4) Do employees know what to do if they encounter asbestos in the building? Cyes [No

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [JMNo
(1) Are first aid kits provided as required by the State Administrative Manual? Yes [JNo
(2) 1s STD 621, Notice to State Employees, posted and up to date? Yes [ONo

(3) Whatis the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? Emergency equipment is in good

working condition,

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [INo
(1) Have changes or updates been sent to the implementing agency? OYes [ONo
- EVALUATED ATTIUN SEGUIRET CORRECTED
8. SAFETY INSPECTION
Yes 1Y
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [JNo
b. Has the CHP 113A, Salety Inspection Checklist, been completed? Yes [No

c. What improvements have been made by the commander as a result of the most recent inspection? No improvemenls were required

The only recommendation currently unresolved is the re-striping and repainting the parking lot. This item 1s being budgeted by

Facilities for the 2008/2009 fiscal vear.

(1) 1f recommendations required budgeting, have items been put into the budget suspense file? Yes [No

d. Has the size of the operation outgrown the facility? Yes [ONo

(1) !f so, what remedial action has been taken? |lierc is no resolution in place to accammadate parking for employees of the facility

Overflow is uccommodated by parking in the public area; however, this severely limits the available parking to customers,
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State of California Business, Transportation and Housing Agency

Memorandum

Date:

To:

From:

File No.;

Subject:

September 6, 2008

Merced Area

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL
Merced Area

460.10289

AREA MANAGEMENT EVALUATION; AREA FACILITY MAINTENANCE
AND SECURITY.

In accordance with HPG 22.1, an informal evaluation of Chapter 4, Area Facility Maintenance

and Security was conducted. The evaluation identified Section 6 (¢) and 6 (d)1 on the evaluation

form with a need for corvective action. The required actions are listed on the attached CHP 454,

Area Management Evaluation Supplement. No other areas in this evaluation were identified

with a need for corrective action.

G__——){%&,

C. HELLER, ID 10289

Sergeant

Attachments

Safety, Service, and Security

CHP 5'WP (Rev 11-86) OPICY&



STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION SUPPLEMENT

CHP 454 (Rev. 5-08) OP! 009

SUBJECT: Facility Maintenance and Security DATE: 09-06-2008

SECTIONS

COMMENTS

#1 Safety Inspection

Action Item: Section 6(c) - The re-striping and repainting of the parking lot is being budgeted by

Facilities lor the 2008/2009 fiscal ycar.

Action ltem: Section 6(d)1 - There is no resolution in place to accommodatc parking for the

employces of the facility.

Destroy Previous Editions
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STATE OF CALIFORNIA — - -,
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Command Oiyisio: SeRIe
| Merced Central 4

COMMAND INSPECTION PROGRAM
EXCEPTIONS DOCUMENT

Page 1 of 2

“inspected by Date
Sgt. C. Heller 09/06:200€

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chaptei
number of the inspection in the Chapter Inspection number. Under “Forward to:” enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used it additiona! space is required

TYPE OF INSPECTION Total hours expended on the X Corrective Action Plan Included

[ Division Level [X] Command Level | inSPection:
] Attachments Included

[J Executive Office Level Six hours

Forward to:

Follow-up Required:

Yes

] No Due Date: 09/23/2008

Chaﬁter InsEsaction: Faciliti Maintenance.and Securiti

Inspector's Comments Regarding Innovative Practices:
Inspection completed by G. Heller indicated follow-up is needed.

‘Command Suggestions for Statewide Improvement:
N/A

_Inspector’s Findings:
Action ltem: Section 6(c) — The re-striping and repainting of the parking lot is being budgeted by
facilities for the 2008/2009 fiscal year.

Action Item: Section 6(d)1 — There is no resolution in place to accommodate parking for the
employees of the facility.

N/A

qlhspector’s Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,
etc) e

N/A

ZHP €BUA (Rey 02:08) OFi 010



STATE OF CALIFORNIA , :
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Command. iwsio] | Chapter ‘

COMMAND INSPECTION PROGRAM | Merced el 2 -
EXCEPTIONS DOCUMENT Sqt. C. Heller | csoszons |

Page 2 of 2

Required Action

Corrective Action Plan/Timeline

The Area will continue to meet with Facilities Section to discuss parking lots expansion options. Once
approved, the Area hopes to increase parking for employees by adding additional parking stalls. After
such construction is completed, the parking lot will receive resurfacing details. This is planned for the
2008/2009.

[ Employee would fike to discuss this report with | COMMANDER'S SIGNABAE 7 DATE
the reviewer, - Fok _ 4
~ _(See HPM 9.1, Chapter 8 lor appeal p_rpce(iure_{'r‘ ‘g IZZLZ:;G(‘ v ('/9// Lot R % ,‘)7
AINGPECTOR'S SIGN T E fof DATE
) _ %7 // L7 5.7 o wEH (p/%f
] Reviewer discussed this report with REVIEWER'S SIGNATURE DATE *
employee
[ Concur ] Do not concur

CHP ©80A (Rev 02-09) OP1U10



DEPARTMENT OF CALIFORNIA HIGHWAY PATROL ARED DIVISIGN NUMBER
AREA MANAGEMENT EVALUATION Los Banos Central Chapter 4
FACILITY MAINTENANCE AND SECURITY EVALUATED BY DATE

CHP 453D (Rev. 5-06) OPI 009 |Sgt. K. Smith RF15/2009

INSTRUCTIONS: indicate items reviewed by placing a check in the "Evaluated” box and/or the "Action Required" box. {f this
form is used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
] Formal Evaluation (/] informal Evaluation 06/30/2009
FOLLOW-UP REQUIRED D Correction Report COMMANE’)ER.'S REVIEW _,;-.-/ DATE
[ Yes VI No BY % 2 '?A /ﬁf
EVALUATED ACTION REQUIRED CORRECTED
1. USE AND ADEQUACY OF FACILITY 42/15/2009
a, |s the facility adequate? ] Yes I No
(1) Have steps been taken to modify or reptace the current facility? V] Yes U No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? [J Yes [JNo
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? /) Yes (I No
(a) Is storage space used effectively? V! Yes (I No
(b) s lighting adequate? W] Yes L No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.}? V] Yes ("] No
(d) Doesthe interior of the facility have a neat, businesslike appearance? W] Yes [ No
EVALUATED ACTION REQUIRED CORRECTED
2. INTERIOR APPEARANCE 06/15/2009
a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? Structure was built in 1964,
When issues do come up that need attention they are addressed immediately.
(1) Is interior lighting adequate? ] Yes (I No -
{2) If leased, have needed repairs been coordinated with Facilities Section? O ves LI No
(3} Are the duties of the janitor defined and clearly understood? ] Yes [ No
(a) s the janitor fully aware of the supplies available through the requisition process? ) Yes (1 No
b. s the layout of the general office areas appropriate for the assigned personnel or classification? ] Yes [INo
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? /! Yes [INo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? K Yes (JNo
e. s there sufficient space available in both the men's and women's Jocker rooms? ] Yes (I No
(1) Can several officers comfortably change clothes at the same time? /) Yes O No
(2) Is there enough space for both personal lockers and equipment lockers? /) Yes I No
(3) Are there full length mirrors? /) Yes [INo
/) Yes LI No

(4) Are they clean and odor free, with adequate ventilation?

HP 453D (Rev 5-06) Page 1 Destroy Previous Editions 4530506 1rp
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DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY

CHP 453D (Rev. 5-08) OP| 009

) {6) Are iockers in good condition, with names posted on them? M Yes [ No
f. Does the employee's room have adequate cabinets and electrical outlets? /] Yes 0 No
(1) Are appliances in good working order? V] Yes (I No
g. Are bulletin boards sufficient for Area needs? ) Yes [J No
(1) Are they neat and orderly? ( Yes LI No
(2) Is there a system for purging old information? ] Yes (J No
(3) Do posted items have a removal date? ) Yes ) No
(4) Are bulletin boards in good condition? ) ves ] No

h. When was the last inventory of items stored inside the facility? 10/01/2008
(1) Are items arranged in a logical manner? R Yes [ No
V] ves J No

(2) Are there surplus items thal should be returned to Supply Services?

{3) What security is provided after normal business hours? Locked gates, perimeter fence and lighting. All doors locked.

: e APFEARA EVALUATED ACTION REQUIRED CORRECTED
3. EXTERIOR APPEARANCE 06/15/2009

a. Overall, what is the general appearance of the exterior of the facility? Clean but outdated. Exterior and interior painted with-in

last year.

b. Are all painted surfaces neat and clean, free of peeling paint? K] Yes [ No

¢. Is the outside lighting adequate and in good repair? /] Yes [ No

d. s the building clearly identified? 1 Yes O No
e. Isthe gas station cfean and in good repair? WV Yes d No—

{1) Does the gas station have a fire extinguisher readily available? /) Yes [ No

(2) Are the fuel dispenser, vapor recovery hose/nozzie, air and water hoses, and shut off switches

operating properly? £ Yes [J No

f. Is the paved parking area clean and in good condition? ] Yes ] No

(1) Are parking lines clearly painted? ] Yes (] No

(2) Is the violation clearance area for the public clearly marked? ) Yes (J No

(3) lsthere disabled parking available? W Yes [ No

(4) s there a parking area designated for motorcyctes? L] Yes ) No

4. AUXILIARY POWER EVALUATED ACTION REQUIRED CORRECTED
06/15/2009
] Yes ] No

a. Has the efficiency of the auxiliary power unit been tested?

b. Who knows how to start the unit should the self-starter fail? Sergeants and D-3, Officer Tom Melden - Area Facility Coordinator.

& Yes [ No

¢. Are operating instructions posted and easy to understand?

¢453d506.4rp
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DEPARTMENT OF CALIFORNIA RIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY

CHP 453D (Rev. 5-06) OPI 009
d. s there a notice posted identifying who to contact should the unit fail? M Yes [ No
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? M Yes (I No

f. How oftenis the fuel supply replenished?  As needed and on average every other month.

(1) Atwhat level is it refilled?

g. Are {here adequate numbers of emergency power outlets? Yes [ Ne
(1) Are they distinctively marked? £ Yes [ No
5. EMPLOYEE PROTECTION AND FACILITY SECURITY 0611512009 AETIONREGUIRED S
a. Does Areahave a written Emergency Action Plan? W] Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? /] Yes I No
(1) Does it have general facility security and building evacuation procedures? W ves [ No
(2) Does the plan work?  Yes [(JNo
{3) Are there sufficient management controls? ) Yes [J No
c. Does the plan designate duties and responsibitities to specific employees? /] Yes O No
(1) Are both uniformed and nonuniformed employees included? 7 ves [ No
(2) Are employees informed of their responsibilities? b Yes CINo
(3) Has the commander taken all responsible steps available to provide security? /! Yes I No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? £ Yes (I No
d. Does the plan address dispatcher security? [ Yes O No
(1) How do Public Safety Dispatchers feel about the security provided? N/A
(2) Can dispatchers deal with the public without admitting them into the building? [ Yes I No
(3) Should modifications be made to provide better security? [ ves (I No
(a) Wouid intercoms improve security? (] ves CINo
(4) How often are two or more dispatchers on duty? N/A
(5) How often are supervisors or other personnel in the building afler normal business hours?
(6) Are maximum safety and securily measures taken within communications centers? [ ves (J No
e. Has training been given for all types of emergency situations? ] Yes (7 No
(1) Have both uniformed and nonuniformed been given the training? /] Yes LI No

2HP 4530 (Rev. 5-06) Page 3 Deslroy Previous Editions €453d506.Irp



NPT LS A et e e W

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION
FACILITY MAINTENANCE AND SECURITY

CHP 453D (Rev. 5-06) OP| 009
. (2} Does the training include building evacuation procedures? ] Yes [ No
(3) Do all employees know where fire extinguisher and first aid kits are located? W) Yes (I No
(a) Do they know how to use them? &) ves [ No
(4) Have all employees read the Emergency Action Plan? /] Yes ] No
(8) Do they know where it's located? ] Yes (I No
f. Does the building contain asbestos? V! ves I No
(1) Are employses given a copy of the annual asbestos report to read? ] Yes [J No
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? WV ves [JNo
(3) Is & copy of the notice posted on the employee or occupational safety bulletin board? W) Yes [Ino
{(4) Do employees know what to do if they encounter asbestos in the building? M Yes L1 No
g. Are fire extinguishers provided and serviced as required by the California Adminisirative Code? V] Yes (I No
(1) Are first aid kits provided as required by the State Administrative Manual? V] Yes LJ No
(2) s STD 621, Notice to State Employees, posied and up to date? ] Yes (JNo
(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?
h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? W] Yes [ No
(1) Have changes or updates been sent {0 the implementing agency? M vYes O No
EVALUATED ACTION REQUIRED CORRECTED
6. SAFETY INSPECTION 06/15/2009
a. Has a facility safety ir;spection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? ] Yes (I No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? ) Yes [ No
¢. What improvements have been made by the commander as a result of the most recent inspection?
General clean up and removal of old equipment to OPL
(1) M recommendations required budgeting, have items been put into the budget suspense file? [.]) Yes [ Ne
M ves [ No

d. Has the size of the operation outgrown the facility?

(1) If so, what remedial action has been taken? New facility requested.

The [.os Banos Area has been approved for a new facility. Due to budget constraints it is unknown when the facility will be buil.

CHP 453D (Rev. 5-06) Page 4 Destroy Previous Editions
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STATE OF CALIFCRNIA
JEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION

*ACILITY MAINTENANCE AND SECURITY
>HP 453D (Rev. 5-06) OPI 008

=t

M.D. Amgalc SGT #14651

AREA DIVISION NUMBER
464 Central )
EVALUATED BY DATE

03/0 1/2008

NSTRUCTIONS: Indlcate items reviewed by placing a check in the "Evaluated" box and/or the "Actlon Requured" box. If this
orm is used as a Correction Repon, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
ncividual items with "yes" or 'no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
:an be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
iccomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
orm can be completed in pen or pencil, and the Supplement can be handwritten if desired.

YPE OF EVALUATION

["] Formal Evaluation /] Informal Evaluation

SUSPENSE DATE

OLLOW-UP REQUIRED D Correction Report

COMMANDER'S REVIEW

DATE

AcrynN
] Yes [] No BY — &,QZ/W‘Q 3/3/0&’
_ USE AND ADEQUACY OF FACILITY EVALUATED .J ACTION REQUIRED CORRECTED !
a. Is the facility adequate? /! Yes (INo
(1) Have steps been taken to modify or replace the current facility? [ Yes ] No
(@) If aleased building, is the owner abiding by the terms of the lease agreement? |\) (0: (] Yes [J No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equibment’? M Yes ] No
(a) |s storage space used effectively? ] Yes J No
(b) Is lighting adequate? V] Yes [ INo
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? V] Yes I No
(d) Does the interior of the facility have a neat, businesslike appearance? /] Yes (I No
 INTERIOR APPEARANCE EVALUATED J ACTION si:fneo CORRECTED
a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? See comments section (attached).
(1) s interior lighting adequate? K] Yes [INo
(2) Ifleased, have needed repairs been coordinated with Facilities Section? ‘\) “-\ (] Yes [JNo
(3) Are the duties of the janitor defined and clearly understood? . W] Yes [J No
(a) Is the janitor fully aware of the supplies available through the requisition process? V] Yes [J No
b. Is the layout of the general office areas appropriate for the assigned personnel or classification? V] Yes [INo
¢. Does the layout and equipment in specialized office areas meet the needs of each specialized function? ] Yes [JNo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? /] Yes CJ No
e. lIs there sufficient space available in both the men's and women's locker rooms? ] Yes /) No
(1) Can severa! officers comfortably change clothes at the same time? (] Yes ] No
(2) Is there enough space for both personal lockers and equipment lockers? ] Yes O No
(3) Are there full length mirrors? [ ves ] No
(4) Are they clean and odor free, with adequate ventilation? V] Yes I No
HP 453D (Rev. 5-06) Page 1 Destroy Previous Editions c453d506.1p



STATE OF CALIFORNIA
JEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION

FACILITY MAINTENANCE AND SECURITY
SHP 453D (Rev. 5-06) OP1 009

(5) Are lockers in good condition, with names posted on them? V] Yes (I No
f. Does the employee's room have adequate cabinets and electrical outlets? /] Yes [ No
- (1) Are appliances in good working order? ] Yes [ No
g. Are bulletin boards sufficient for Area needs? V] Yes [ INo
(1) Are they neat and orderly? V] Yes [J No
(2) Is there a system for purging old information? /] Yes I No
(3) Do posted items have a removal date? /] Yes L] No
(4) Are bulietin boards in good condition? ' V] Yes [J No
h. When was the last inventory of items stored inside the facility? November 2007
(1) Are items arranged in a logical manner? W] Yes [ No
(2) Are there surplus items that should be returned to Supply Services? /] Yes U No
(3) What security is provided after normal business hours? -
I. EXTERIOR APPEARANCE EVALUATED J ACTION REQUIRED CORRECTED
a. Overall, what is the general appearance of the exterior of the facility? See Comments Section (attached).
b. Are all painted surfaces neat and clean, free of peeling paint? [ Yes ] No
c. Is the outside lighting adequate and in good repair? /] Yes [ No
d. Is the building clearly identified? V] Yes CINo
e. Is the gas station clean and in good repair? N l A [ Yes O No
(1) Does the gas station have a fire extinguisher readily available? ‘\) I P\ [ Yes [ No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off'switche
operating properly? [V /5 P [] Yes [ No
f. Is the paved parking area clean and in good condition? [ ves ] No
(1) Are parking lines clearly painted? V] Yes [J No
(2) Is the violation clearance area for the public clearly marked? r/ l >N [ Yes L1 No
(3) Is there disabled parking available? i V] Yes I No
(4) Is there a parking area designated for motorcycles? (] Yes ] No
. AUXILIARY POWER EV&LUA‘FEU ACTION REQUIRED CORRECTED
a. Has the efficiency of the auxiliary power unit been tested? /] Yes ] No
b. Who knows how to start the unit should the self-starter fail?
c. Are operating instructions posted and easy to understand? V] Yes (I No
*HP 453D (Rev. 5-06) Page 2 Destroy Previous Editions ©c453d506.frp



STATE OF CALIFCRNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION

FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OPI 009

d. Is there a notice posted identifying who to contact should the unit fail? W] Yes [ No

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? (] Yes /] No

f. How often is the fuel supply replenished?  As needd and/or no later than every six months

(1) Atwhat level is it refilled?

g. Are there adequate numbers of emergency power outlets? V) Yes J No
(1) Are they distinctively marked? /] Yes I No
EVALUATED ACTION REQUIRED CORRECTED

5. EMPLOYEE PROTECTION AND FACILITY SECURITY

a. Does Area have a written Emergency Action Plan? ' M) Yes U No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? /] Yes [JNo
(1) Does it have general facility security and building evacuation procedures? V] Yes O No
(2) Does the plan work? /] Yes I No
(3) Are there sufficient management controls? Mvyes . [No
c. Does the plan designate duties and responsibilities to specific employees? /] Yes I No
(1) Are both uniformed and nonuniformed employees included? /] Yes ] No
(2) Are employees informed of their responsibilities? W] Yes (I No
(3) Has the commander taken all responsible steps available to provide security? W] Yes LI No
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? V] Yes I No
d. Does the plan address dispatcher security? N l B [ Yes [ No
(1) How do Public Safety Dispatchers feel about the security provided? ' N l p‘
1
(2) Can dispatchers deal with the public without admitting them into the building? [\) I > {1 Yes [ No
(3) Should modifications be made to provide better security? N / A [ Yes U No
(a) Would intercoms improve security? l‘) ‘ Df (] Yes [ No
(4) How often are two or more dispatchers on duty? l\) / /},

(5) How often are supervisors or other personnel in the building after normal business hours? S &; CeoMm ‘ , ;T"S

(6) Are maximum safety and security measures taken within communications centers? [\) | (>.. []Yes [ No
e. Has training been given for all types of emergency situations? /] Yes O] No
(1) Have both uniformed and nonuniformed been given the training? V] Yes [ No

CHP 453D (Rev 5-06) Page 3 Destroy Previous Editions ©453d506 {rp




STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION

FACILITY MAINTENANCE AND SECURITY
CHP 453D (Rev. 5-06) OPI 009

(2) Does the training include bﬁilding evacuation procedures? /] Yes (JNo

(3) Do all employees know where fire extinguisher and first aid kits are located? W/ ves (] No

(@) Do they know how to use them? V] Yes LI No

(4) Have all employees read the Emergency Action Plan? /] Yes [ No

(a) Do they know where it's located? /] Yes (INo

f. Does the building contain asbestos? (] Yes ] No
(1) Are employees given a copy of the annual asbestos report to read? ‘\) \I} [ Yes LI No

(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? p lp\ ] Yes [INo

(3) Is a copy of the natice posted on the employee or occupational safety bulletin board? N | P‘\ [] Yes (] No

(4) Do employees know what to do if they encounter asbestos in the building? ‘J ‘ | (J ves (I No

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? W] Yes [ No
(1) Avre first aid kits provided as required by the State Administrative Manual? _ M Yes ] No

(2) 1s STD 621, Notice to State Employees, posted and up to date? /] Yes [INo

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency as required? ] Yes LI No
(1) Have changes or updates been sent to the implementing agency? ] Yes LI No
EVALUATED ACTION REQUIRED CORRECTED
5. SAFETY INSPECTION J
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? V] Yes O No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? ' V] Yes O No

c. What improvements have been made by the commander as a result of the most recent inspection?

(1) If recommendations required budgeting, have items been put into the budget suspense file? /] Yes [ No

d. Has the size of the operation outgrown the facility? ] Yes L1 No

(1) If so, what remedial action has been taken?

CHP 453D (Rev 5-06) Page 4 Destroy Previous Editions ©453d506.frp



COMMENTS:

The Facility was built in 1995 and is in relatively good condition, however it has recently
seen some signs of aging. Routine maintenance is conducted on an on-going basis and
the grounds are maintained by a contracted landscape service.

2a. The Facility was completely repainted in August, 2001, and in December, 2001.
Commercial Vehicle Section (CVC) and Caltrans conducted a biennial inspection of the
Facility. All items identified in the inspection were categorized by the department
responsible for the repairs. As of May 2002, all deficiencies identified as being the
responsibility of the CHP have been corrected. A Caltrans Maintenance Request form,
CHP 280, has been completed and forwarded as required.

Caltrans is currently working toward correcting the items identified as being their
responsibility. Item #3 of the Inspection Report identified that the floor tile in the front
desld/reception area, scale observation area, and hall is deteriorated and uneven.
Furthermore, moisture comes through the floor surface. This was an issue first
recognized in 2002 during a Chapter 4 inspection. It remains an unresolved issue.

2.a.(3) The Facility janitor is contracted through a service. Recently, the Facility has seen
a turnover of several janitors in a short period of time. As a result, optimal janitorial
service has not been a constant in recent months.

2.h. An Inventory of Items was conducted in November 2007. At the conclusion of the
inventory, it was determined all items were accounted for.

2.h.(3) The Facility is equipped with an alarm system that is connected to a contracted
security company. The security (alarm) contract has recently been renewed.

3.a. The interior and exterior of the Facility was last repainted in December, 2001.
Although overall appearance of Facility paint is fair, repainting should be a consideration
in the near future.

3.f. During the joint CVS/Caltrans biennial inspection, the pavement areas were
identified as showing signs of wear. Corrective action will be to fog-seal and re-stripe
the paved areas. Caltrans will handle this repair.

3.f.(4) There is currently no designated parking areas specific to motorcycles.

4.b. All Facility employees have been instructed on the operation of manual starting
procedures of the emergency generator. Additionally, operating instructions are posted

near the generator.

4.e. The emergency generator starts automatically for a self test once a week. The
generator is inspected by a contracted company on a quarterly basis.



4.f. Fuel is replenished on an as-needed basis, at an interval of no longer than six
months. Recently, a 200 gallon auxiliary fuel tank was installed for prolonged generator

operation.

4.g. & g(1) The emergency generator supplies power to all outlets. It is capable of
supplying power to the entire Facility.

5.c. & ¢(1) Emergency Incident Assignments are made to individual employees who are
most familiar and/or specifically trained to perform tasks (e.g., bomb search team,
evacuation procedures, post-evacuation procedures, search and rescue, medical
emergencies, etc...) These assignments are shared by uniformed and non-uniformed

personnel.

5.d.(5) Since September 11, 2001, the Facility operates on a 24/7 schedule and
uniformed personnel are on duty at all times.

5.e. & e(4) Employees are required to review the Emergency Action Plan during the time
of their annual evaluation, and during 4™ quarter decentralized training.

5.g. Fire extinguishers are checked during Facility Safety Inspections and are serviced
annually by an approved fire extinguisher service company. The sprinkler system is
checked semi-annually by an approved fire sprinkler service company.

5.8.(3) Fire hoses are checked each week during Facility clean-up and during quarterly
Facility Safety Inspections.

6.d. & d(1) The men’s locker room has reached capacity. Overflow lockers are housed
in the evidence/weapon room on the east side of the Facility.

ACTION ITEMS:

2.e.(3) Purchase and install of two full length mirrors for the men’s and women’s locker
rooms was noted during the last Chapter 4 inspection. As of the time of the current
Chapter 4 inspection, this remains an action item.

3.f.(4) Arrange to provide a designated parking area for motorcycles.



STATE OF CALIFORNIA ARER Towision NUMBER
DEPARTMEHT OF CALIFORNIA HIGHWAY PATROL

AREA MANAGEMENT EVALUATION Modeslo ) Central ]465-09-00)
FACILITY MAINTENANCE AND SECURITY EVALUATED'EN DATE

CHP 453D (Rev. 5-06) OPI 009 C. R. Mahnke, Jr. 03/23/2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required” box. If this
form is used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This

form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
[J Formal Evaluation /] Informal Evaluation 03/01/2010
FOLLOW-UP REQUIRED I:] Correction Report COMIMANDER'S REVIEW DATE

(] Yes V] No BY . &4«//«& lr. ’%/ &jéaéf

7/

1. USE AND ADEQUACY OF FACILITY EVALUATEDH ACTION REQUIRED CORRECTED
03/23/2009
a. Isthe facility adequate? /] Yes ] No
(1) Have steps been taken to modify or replace the current facility? [ vYes /] No
(a) If a leased building, is the owner abiding by the terms of the lease agreement? /7//4 []vYes [JNo
(2) s a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? V] Yes [ No
(a) Is storage space use-d effectively? V] Yes (INo
(b) Is lighting adequate? .' /] Yes (I No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? ) Yes ([ No
(d) Does the interior of the facility have a neat, businesslike appearance? /] Yes (] No
2. INTERIOR APPEARANCE EVALUATED ACTION REQUIRED CORRECTED
- 03/23/2009
a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? The Modesto Area facility is 16+ years old, The

carpeting was completely replaced in March 2007. The other described surfaces are showing signs of age, but are in serviceable

condition.
(1) s interior lighting adequate? ] Yes [JNo
(2) If leased, have needed repairs been coordinated with Facilities Section? /l//4 [ Yes ] No
(3) Are the duties of the janitor defined and clearly understood? ) Yes (] No
(@) Is the janitor fully aware of the supplies available through the requisition process?A/Mﬁm [ Yes LI No
b. s the layout of the general office areas appropriate for the assigned personnel or classification? V] Yes [ No
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? ] Yes [ No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities’? ) Yes L] No
e. s there sufficient space available in both the men's and women's locker rooms? V] Yes [ No
(1) Can several officers comfortably change clothes at the same time? V] Yes [ No
(2) s there enough space for both personal lockers and equipment lockers? V] Yes (] No
(3) Are there full length mirrors? /] Yes (I No
(4) Are they clean and odor free, with adequate ventilation? ] Yes I No
- c453d506.frp
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(5) Are lockers in good condition, with names posted on them? ] Yes [1No
f. Does the employee's room have adequate cabinets and electrical outlets? /] Yes [ No
(1) Are appliances in good working order? V] Yes ] No
g. Are bulletin boards sufficient for Area needs? VI Yes [J No
(1) Are they neat and orderly? ] Yes [ ] No
- (2) lIs there a system for purging old information? . V! ves (] No
(3) Do posted items have- a remo;él date? - [ Yes /) No o
(4) Are bulletin boards in good condition? ¥4 Yes‘ [J No
h. When was the last inventory of items stored inside the facility? August 2008
(1) Are items arranged in a logical manner? V] Yes [J No
(2) Are there surplus items that should be returned to Supply Services? /] Yes [ ] No
(3) What security is provided after normal business hours? Office and medical supplies are readily available after business

hours. The Area has not experienced a problem with misappropriation of supplies.

3. EX RIOR APPE A EVALUATED ACTION REQUIRED CORRECTED
. EXTE PPEARANCE 03/23/2009
a. Overall, what is the general appearance of the exterior of the facility? The overall appearance of the exterior remains neat;

however, the paint is faded and beginning to peel. Re-painting of the exterior was suspended due to budget concemns.

b. Are all painted surfaces neat and clean, free of peeling paint? (] Yes I No
c. ls the outside lighting adequate and in good repair? [] Yes V] No
d. Is the building clearly identified? ) Yes [ No
e. Is the gas station clean and in good repair? V] Yes [J No
(1) Does the gas station have a fire extinguisher readily available? V] Yes L] No

(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? /] Yes [JNo
f. Is the paved parking area clean and in good condition? V) Yes [ No
(1) Are parking lines clearly painted? V] Yes [ JNo
(2) s the violation clearance area for the public clearly marked? Cl Yes ] No
(3) Is there disabled parking available? ) Yes [JNo
(4) s there a parking area designated for motorcycles? V! Yes [J No

I AUXILIARY POWER EVALUATED ACTION REQUIRED CORRECTED
03/253/2009

a. Has the efficiency of the auxiliary power unit been tested? V] Yes (] No

b. Who knows how to start the unit should the self-starter fail?  Area supervisors and managers.

c. Are operating instructions posted and easy to understand? V] Yes [ JNo

CHP 453D (Rev. 5-08) Page 2 Destroy Previous Editions c453d506.frp
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d. s there a notice posted identifying who to contact should the unit fail? V] Yes RN

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? ] Yes ) No

f. How often is the fuel supply replenished?  Annually.

(1) At what tevel is it refilled? A150% or less of capacity.

g. Are there adequate numbers of emergency power outlets? /] Yes ] No
(1) Are they distinctively marked? ) [ Yes [ No
EVALUATED ACTION REQUIRED CORRECTED
5. EMPLOYEE PROTECTION AND FACILITY SECURITY 03/23/2009 Yes (sce page 5)

a. Does Area have a written Emergency Action Plan? W] Yes L] No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? ] Yes [ No
(1) Does it have general facility security and building evacuation procedures? V] Yes (] No
(2) Does the plan work? V! Yes (] No
(3) Are there sufficient management controls? W/ Yes [J No
c. Does the plan designate duties and responsibilities to specific employees? V] Yes [ No
(1) Are both uniformed and nenuniformed employees included? /] Yes [ No
(2) Are employees informed of their responsibilities? V] Yes (] No
(3) Has the commander taken all responsible steps available ’;o provide security? ] Yes L No

(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? /] Yes [ No
d. Does the plan address dispatcher security? /[//4 L] ves (] No

(1) How do Public Safety Dispatchers feel about the security provided?

(2) Can dispatchers deal with the public without admitting them into the building? L] Yes [JNo
(3) Should modifications be made to provide better security?’ [ ves L] No
(a) Would intercoms improve security? [] Yes [ No

(4) How often are two or more dispatchers on duty?

(5) How often are supervisors or other personnel in the building after normal business hours?

(6) Are maximum safety and security measures taken within communications centers? [] Yes (] No
e. Has training been given for all types of emergency situations? [] Yes V] No
(1) Have both uniformed and nonuniformed been given the training? [ ves V] No

CHP 453D (Rev 5-06) Page 3 Destroy Previous Editions c453d5086,1rp
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(2) Does the training include building evacuation procedures? /] Yes [INo
N (3) Do all employees know where fire extinguis‘r;ér and first aid kits are located? m Yes (I No
(a) Do they know how to use them? VI Yes L) No
{(4) Have all employees read the Emergency Action Plan? ] Yes [ 1 No
- (a-) _Do they know where it's located? M Yes [J No
f. Does the building contain asbestos? [J ves V] No
(1) Are employees given a copy of the annual asbestos report to read? /,//4 []Yes (] No
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? N []vYes [J No
(3) Isa cop-ny of the notice posted on the employee or occupational safety bulletin board? W [ Yes [ No
(4) Do employees know what to do if they encounter asbestos in the building? NI [ Yes ] No
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? - V] Yes [J No
(1) Are first aid kits provided as required by the State Adminis:rative Manual? W] Yes ] No
(2) s STD 621, Notice to State Employees, posted and up to date? V] Yes [ JNo

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? All equipment is

serviceable. The fire sprinkler system is inspected quarterly.

h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? W Yes () No
(1) Have changes or updates been sent to the implementing agency? WV Yes [ No
. EVALUATED ACTION REQUIRED CORRECTED
3. SAFETY INSPECTION 03/23/2009
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.8, Occupational Safety Manual? V] Yes [ No
b. Has the CHP 113A, Safety Inspection Checklist, been completed? VI Yes L] No

c. What improvements have been made by the commander as a result of the most recent inspection? The Area has installed two new

security coded door handles that may be operated with one hand. When funding becomes available, the four remaining button coded

door handles will also be replaced.

(1) If recommendations required budgeting, have items been put into the budget suspense file? VI Yes (J No

d. Has the size of the operation outgrown the facility? [] Yes V] No

(1) If so, what remedial action has been taken?

‘HP 453D (Rev. 5-06) Page 4 Destroy Previous Editions €453d506,Irp
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SUBJECT: Facility Maintenance and Security DATE! 03/23/2009

'SECTIONS .. CH Ll COMMENTS

3. Exterior Appearance ¢. The "porch light" type of lighting devices on the exterior of the building are cracked. These

devices were scheduled for replacement prior to the 2008/2009 budgel crisis. Their replacement is a

priority once [unding becomes available.

f.(2) The Modesto Area does not have a designated violation clearance lane/parking space.

5. Employee Protection and Facility b. The facility-specific Emergency Action Plan was updated Lo contain policy and procedures {or

Security a response to workplace violence such as brandishing a weapon, hostage taking or aggressive

behavior. During the April 2009, training days, this topic is scheduled to be presented to Area

uniformed and non-uniformed personnel.




STATE OF CALIFORNIA Command: Division: Chapter:
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Modesto — 465 | Central 4
COMMAND INSPECTION PROGRAM Inspected by: Date:

C. R. Mahnke, Jr. 03/23/2009

EXCEPTIONS DOCUMENT

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapter Inspection number. Under "Forward to:” enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required.

TYPE OF INSPECTION Total hours expended on the [] Corrective Action Plan Included

[] Division Level [X Command Level | nspection:

[ Executive Office Level 6
hours

[C] Attachments Included

Forward to:

Follow-up Required:

Due Date:

Inspector’'s Comments Regarding Innovative Practices:
None,

Command Suggestions for Statewide Improvement:
lone.

Inspector’s Findings: J
Exterior Appearance b. The overall appearance of the exterior remains neat; however, the paint is faded and

beginning to peel. Re-painting was suspended due to budget concerns.

c. The “"porch light” type of lighting devices on the exterior of the building are cracked.
These devices were scheduled for replacement prior to the 2008/2008 State budget
crisis. Their replacement is a priority once funding becomes available.

f. (2) The Modesto Area does not have a designated violation clearance lane/parking
space.

b. The facility-specific Action Plan was updated to include policy and procedures for a
response to workplace violence. During the April 2009, Area training days, this
topic was reviewed with uniformed and non-uniformed personnel.

Employee Protection

A L Nisiesa. (//na Yor

> 680A (Rev. 02-09) OPI 010



STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL

COMMAND INSPECTION PROGRAM

EXCEPTIONS DOCUMENT

Page 2

Command: Division: Chapter:

Modesto - 465 | Central 4 R
Inspected by: Date:

C. R. Mahnke, Jr. 03/23/2009

Commander’s Response:; Concur or [[] Do Not Concur (Do Not Concur shall document basis for response) |

Captain Duncan concurs with the inspection findings. Additional facility improvements cannot be
accomplished until appropriate funding becomes available.

[nspector's Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,

etc.)

VA

corrective Action Plan/Timeline

/A

_| Employee would like to discuss this report with
the reviewer.
(See HPM 9.1, Chapter 8 for appeal procedures.)

COMMANDER'S-SIGNATURE

I ST S

DATE

(<) I?)Q,Oq

|
/I/N(y-Z;T R'S SIGNATURE DATE
> R. oS
R. Mahnke, Jr., Sergeant /é | / 7 £/20 /09
REVIEWER'S SIGNATURE DATE

J Reviewer discussed this report with
employee
J Concur [] Do not concur

680A (Rev. 02-09) OP| 010
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STATE OF CALIFORNIA
AREA DIVISION NUMBER
JEPARTMENT OF CALIFORNIA HIGHWAY PATROL
AREA MANAGEMENT EVALUATION Modesto Caitidl i
FACILITY MAINTENANCE AND SECURITY FVALURTED &7 -
}i-ﬂ g

SHP 453D (Rev. 5-06) OPI 009 C. R. Mahnke, Ir.

NSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this
‘orm is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
ndividual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
>an be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
orm can be completed in pen or pencil, and the Supplement can be handwritten if desired.

YPE OF EVALUATION : SUSPENSE DATE
(] Formal Evaluation /] Informal Evaluation 03/31/2009
OLLOW-UP REQUIRED D Correction Repon COMMANDER'S REVIEW DATE
[ Yes /) No BY L__,)L,D.—e________ 2. 19. ¢
EVALUATED ACTION REQUIRED CORRECTED
. USE AND ADEQUACY OF FACILITY 12/09/2008
a. s the facility adequate? W/ Yes (I No
(1) Have steps been taken to modify or replace the current facility? [] Yes W No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? N/A (] Yes [J No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? M Yes (I No
(a) Is storage space used effectively? V] Yes ] No
(b) Is lighting adequate? /) Yes C] No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? V] Yes [JNo
(d) Does the interior of the facility have a neat, businesslike appearance? ] Yes [J No
. INTERIOR APPEARANCE EVALUATED AGCTION REQUIRED CORRECTED
12/09/2008
a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? The Modesto Area facility is 16+ years old. The
carpeting was completely replaced in March 2007. The other described surfaces are aged, but serviceable.
(1) s interior lighting adequate? M Yes L1 No
(2) If leased, have needed repairs been coordinated with Facilities Section? Y724 (] Yes (J No
(3) Are the duties of the janitor defined and clearly understood? ] Yes (I No
(a) Is the janitor fully aware of the supplies available through the requisition process? M4 [ Yes [J No
b. s the layout of the general office areas appropriate for the assigned personnel or classification? [V Yes [ No
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? /] Yes [JNo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? ] Yes [ No
e. s there sufficient space available in both the men's and women's locker rooms? ] Yes [ No
(1) Can several officers comfortably change clothes at the same time? V] Yes [ No
(2) Is there enough space for both personal lockers and equipment lockers? V] Yes [ No
(3) Are there full length mirrors? V] Yes L No
(4) Are they clean and odor free, with adequate ventilation? [ Yes [ I No
‘_0;;3d506.frp
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(5) Are lockers in good condition, with names posted on them? /] Yes [ No
f. Does the employee's room have adequate cabinets and electrical outlets? W] Yes [ No
(1) Are appliances in good working order? V] Yes ) No
g. Are bulletin boards sufficient for Area needs? V] Yes [ No
(1) Are they neat and orderly? /] Yes [ No
(2) Is there a system for purging old information? /) Yes C No
(3) Do posted items have a removal date? (] Yes ) No
(4) Are bulletin boards i;good condition? /] Yes [JNo
h. When was the last inventory of items stored inside the facility? August 2008
(1) Are items arranged in a logical manner? ] Yes [ No
(2) Are there surplus items that should be returned to Supply Services? V] Yes [ No
(3) What security is provided after normal business hours? Office and medical supplies are readily available after business
hours. The Area has not experienced a problem with misappropriation of supplies.
 EXTERIOR APPEARANCE EVALUATED ACTION REQUIRED CORRECTED
12/09/2008
a. Overall, what is the general appearance of the exterior of the facility? The overall appearance of the exterior remains neat;
however, the paint is faded and beginning to peel. Re-painting of the exterior has been suspended due to budget concerns.
b. Are all painted surfaces neat and clean, free of peeling paint? [ Yes V] No
¢. lIs the outside lighting adequate and in good repair? L] Yes ] No
d. Is the building clearly identified? V] Yes (] No
e. lsthe gas station clean and in good repair? ] Yes ] No
(1) Doesthe gas station have a fire extinguisher readily available? ] Yes ] No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? M Yes [JNo
f. Is the paved parking area clean and in good condition? /] Yes [1Ne
(1) Are parking lines clearly painted? /] Yes ] Nb
(2) s the violation clearance area for the public clearly marked? (] Yes V] No
(8) s there disabled parking available? ] Yes LI No
(4) s there a parking area designated for motorcycles? V] Yes L No
AUXILIARY POWER EVALUATED ACTION REQUIRED CORRECTED
12/09/2008
a. Has the efficiency of the auxiliary power unit been tested? M Yes [ No
b. Who knows how to start the unit should the self-starter fail? Area supervisors and managers.
c. Are operating instructions posted and easy to understand? V] Yes L1 No
o P
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d. Is there a notice posted identifying who to contact should the unit fail? V] Yes L] No

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? V] Yes [J No

f. How often is the fuel supply replenished?  Annually.

(1) Atwhat levelis it refilled? At 50% or less of capacity.

g. Are there adequate numbers of emergency power outlets? ] Yes (] No
(1) Are they distinctively marked? /] Yes ] No
EVALUATED ACTION REQUIRED CORRECTED
. EMPLOYEE PROTECTION AND FACILITY SECURITY 12/09/2008 Yes (sce page 5)

a. Does Area have a written Emergency Action Plan? V] Yes ] No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? [ Yes V] No
(1) Does it have general facility security and building evacuation procedures? V] Yes [ No
(2) Does the plan work? M Yes [ Ne
(3) Are there sufficient management controls? ) Yes [ No
¢. Does the plan designate duties and responsibilities to specific employees? /) Yes (1 No
(1) Are both uniformed and nonuniformed employees included? V] Yes [ No
(2) Are employees informed of their responsibilities? /) Yes [J No
(3) Has the commander taken all responsible steps available to provide security? V] Yes L No

(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? /] Yes (J No
d. Does the plan address dispatcher security? /V/é{ (] Yes I No

(1) How do Public Safety Dispatchers feel about the security provided?

(2) Can dispatchers deal with the public without admitting them into the building? [} Yes (JNo
(3) Should modifications be made to provide better security? (] Yes [ No
] Yes [JNo

(a) Would intercoms improve security?

(4) How often are two or more dispatchers on duty?

(5) How often are supervisors or other personnel in the building after normal business hours?

(6) Are maximum safety and security measures taken within communications centers? [1Yes U No
e. Has training been given for all types of emergency situations? []Yes VI No
(1) Have both uniformed and nonuniformed been given the training? [ Yes V] No

P 453D (Rev 5-06) Page 3 Destroy Previous Editions
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O No

(2) Does the training inciude building evacuation procedures? VI ves
(3) Do all employees know where fire extinguisher and first aid kits are Io::;t_ed? V] Yes [ JNo
(a) Do they know how to use them? /] Yes [ No
(4) Have all employees read the Emergency Action Plan? V] Yes (] No _
(@) Do they know where it's located? V] Yes [ No
f. Does the building contain asbestos? [] Yes I No
(1) Are employees given a copy of the annual asbestos report to read? NI []Yes [ No
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? V74 []Yes [ No
(3) Is acopy of the notice posted on the employee or occupational safety bulletin board? N [ ] Yes [ No
{(4) Do employees know what to do if they encounter asbestos in the building? N/ L] Yes L] No
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? V] Yes [J No
(1) Are first aid kits provided as required by the State Administrative Manual? ] Yes [ No
(2) 1s STD 621, Notice to State Employees, posted and up to date? [ Yes [ No
(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? All equipment is
serviceable. The fire sprinkler system is inspected quarterly.
h. lIsthere a Hazardous Materials Business Plan on file with the local implementing agency as required? ] Yes I No
(1) Have changes or updates been sent to the implementing agency? ] Yes [JNo
EVALUATED ACTION REQUIRED CORRECTED
. SAFETY INSPECTION 12/9/2008
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? V] Yes [INo
W] Yes L] No

b.

Has the CHP 113A, Safety Inspection Checklist, been completed?

C.

What improvements have been made by the commander as a result of the most recent inspection? The Area has installed two new

security coded door handles that may be operated with one hand. When funding becomes available. the four remaining button coded

door handles will also be replaced.

(1) If recommendations required budgeting, have items been put into the budget suspense file? ] Yes [ No
d. Has the size of the operation outgrown the facility? [JYes No
(1) If so, what remedial action has been taken?
¢453d506.frp
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SUBJECT: Facility Maintenance and Security DATE: 12/10/2008

SECTIONS ‘COMMENTS

3. Exlerior Appearance ¢. The "porch light" type of lighting devices on the exterior of the building are cracked. These

devices were scheduled for replacement prior to the 2008/2009 budget crisis. Their replacement is a

priority once funding becomes available.

{.(2) The Modesto Area does nol have a designated violation clearance lane/parking space.

5. Employee Prolection and Facility b. The facility-specific Emergency Action Plan does not currently contain policy and procedures for
Security aresponse (o workplace violence such as brandishing a weapon, hostage taking or aggressive

behavior. During the first quarter of 2009. the Modesto Area will incorporale policy into the plan

1o inciude these topics and train uniformed and non-uniformed staff in an appropriate response.

Destroy Previous Editions ¢454_5086.pdf
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Adviziy OIISION NUMBER
Visalia Central 480
EVALLATED BY OATE

SpoJo AL Riea

03703:09

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required” box. If this
form is used as a Correction Report, the “Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with “yes" or “no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYRE OF EVALLIATION
[ Formal Evaluation

Mnformal Evaluation

SUSPENSE DATE
None

7 OLLOW-UP REQUIRED [J Correction Report COMMANDER'S REVIEV UATE
[OJYes [No 2. 1109
BY
EVALUATED * ACTION RECGLIRED CORRECTEL
1. USE AND ADEQUACY OF FACILITY . :
Jo Rhes None
a. s the facility adequate? Yes [JNo
(1) Have steps been taken to modify or replace the current facility? Yes [JNo
(a) If a leased building, is the owner abiding by the terms of the lease agreement? Oyes [JNo
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes [No
(a) Is storage space used effectively? Yes [JNo
(b) s lighting adequate? Yes [JNo
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [JNo
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [JNo
ACTION REQUIRED CORRECTED:

2. INTERIOR APPEARANCE

EVALUATED

1. Rhea

None.

a. What s the condition of the floors, walls, ceiling, hallways, and counter tops? I=xcellent. Tucility was painted in 2008, The Aoor

coverings were repiaced in 2008, Debriefing room couner Lop was replaced in 2008, The men's rest room was remodeled in Febraary.

2009z inclhuding replacing Noor tiles, adding ties w walls, replacing toilet. sink. and cabinet fixtures, and replacing venl fan.

(1) Is interior lighting adequate”? Yes [JNo

(2) If leased, have needed repairs been coordinated with Facilities Section? (Ovyes [JNo
E;)rAre the duties of the janitor defined and clearly understood? _ Ye-Sl (] N;J
o (a) Isthe janitor fully aware of the supplies available through th; re_qIJisition process? OYes [JNo
b. Is the layout of the general office areas appropriat;_f&"t-r;; ;lssigned personnel or classification? Yes [JNo
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [JNo
d. Does the layoul of the restrooms meet the needs. ;f_all employees, including those wi.th disabilities? Yes [JNo
e. Is there sufficient space available inﬂboth.the me|-1-';-f;md women's locker rooms? Yes [JNo
(1) Can several officers comfortably c:hange clothes at the same time? Yes [JNo

(2) Isthere enough space for both personal lockers and equipment lockers? Yes [JNo

(3) Are there full length mirrors? - Yes [JNo
(4) Are they clean and odor free, with adeguate ventilation? Yes [JNo
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FACILITY MAINTENANCE AND SECURITY
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(5) Are lockers in good condition, with names posted on them? Yes [ ]No
f. Does the employee's room have adequate cabinets and electrical o:ﬂ—e‘t;? Yes [INo
(1)-1Are appliances in good working order? Yes [No
g. Are bulletin boards sufficient for Area needs? Yes [JNo
(1) Are they neat and orderly? Yes [JNo
(2) |s there a system for purging old information? Yes [JNo
(3)- Do po_s-ted items have a removal date? _ Yes [INo
o (4) Are bulletin boards in good condition? Yes [JNo o
B h. When was the last inventory of items stored inside the facility?
(1) Are items arranged in a logical manner? Yes [JNo
(2) Are there surplus items that should be returned to Supply Services? [JYes No
: (3) What security is provided after normal business hours?  Sell locking doors.
3. EXTERIOR APPEARANCE EVALUATED ACTION RECHINED GORRECTED
J. Rhea MNone.
a. Overall, what is the general appearance of the exterior of the facility? The facility is in good repair. The exterior was painted in 2008,
The tue) islund is currently being replaced with an above ground tank. Fuel services are not available au this time.
b. Are all painted surfaces neat and clean, free of peeling paint? Yes [JNo
c. Is the outside lighting adequate and in good repair? Yes [JNo
d. Is the building clearly identified? Yes [JNo
e. Is the gas station clean and in good repair? Yes [No
(1) Does the gas station have a fire extinguisher readily available? Yes [JNo
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? Yes [JNo
f. Is the paved parking area clean and in good condition? Yes [JNo
B (1) Are parking lines clearly painted? Yes [JNo
(2) Is the violation clearance area for the public clearly marked? Yes [JNo
(3) Isthere disabled parking available? Yes [JNo
{4) s there a parking area designated for motorcycles? [Jyes No
4. AUXILIARY POWER VAL UATED A(:';IIOI\E REGUIRED CORRECTEL
J. Rhea None.
a. Has the efficiency of the auxiliary power unit been tested? Yes [JNo
b. Who knows how to s;n the unit should the self-starter fail’; ASM. sergeants, and special duty officers
c. Are operating instructions posted and easy to understand? Yes [JNo
- Destroy Previous Editions -
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d. Isthere a notice posted identifying who to contact should the unit fail? Yes [No
e. Does the log indicate Area personnel and Telecommunicalions Section have conducted weekly testing? Yes [JNo

f. How often is the fuel supply replenished?  (‘heciod weekh . repienished as needed

(1) Atwhat level is it refilled? 30%

g. Are there adequate numbers of emergency power outlets? Yes [ JNo
(1) Are they distinctively marked? [Jyes [JNo
5. EMPLOYEE PROTECTION AND FACILITY SECURITY rrwl'”r"m ';:'Tm'f R pemimEe
1, Rhea e,
a. Does Area have a written Emergency Action Plan? Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes [ No
(1) Does it have general facility security and building evacuation procedures? Yes []No B
(2) Does the plan work? Yes [JNo
(3) Are there sufficient management controls? Yes [1No
B ¢. Does the 'plan designate duties and responsibilities to specific employees? Yes [INo
(1) Are both uniformed and nonuniformed employees included? Yes [JNo
(2) Are employees informed of their responsibilities? Yes []No
(3) Has the commander taken all responsible steps available to provide security? Yes [JNo
(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [No
d. Does the plan address dispatcher security? o [JYes _l\io

(1) How do Public Safety Dispatchers feel about the security provided? KA. No dispatchers.

(2) Can dispatchers deal with the public withoul admitting them inlo the building? Oves [No
(3) Should modifications be made to provide better security? [JYes No
(a) Would intercoms improve security? [Yes Na

(4) How often are two or more dispatchers on duty? N:/A. Iacility does not have dispatchers.

(5) How often are supervisors or other personnel in the building after normal business hours?  Frequently. Supervisors are assigned (o

shifis 2457, OfTicers are in the office Tur shift changes outside husiness hours and intermitently

(6) Are maximum safety and security measures taken within communications centers? [Fyes [JNo
e. Has training been given for all types of emergency situations? Yes [No
(1) Have both uniformed and nonuniformed been given the training? Yes [JNo
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(2) Does the training include buiiding evacuation procedures? Yes [JNo
(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [ No
(a) Do they know how to use them? - Yes [JNo
M-__-(;)_ H.;;e all employees read the Emergency Action Plan? - Yes [INo
(a) Do they know where it's located? Yes [INo
_‘—F Does the building contain asbestos? [JYes No
(1) Are employees given a copy of the annual asbestos report io read? - OYes [No
-_-E)'_Are_r.\_e_v:/_e;;lqo;_e‘esl n;tillgle-(;of the presence of asb;tos within 15 days of reporting to work? Oves [ N;_-_
(3)‘ Is a copy of the notice posted on the employee or occupationa;l safety bulietin board? [Yes [ONo -
(4; Do employees know what to do if they e_ncounter asbestos in the bui.l-ding’? [OYes [No ‘
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [1No
(1_)Tre first aid kits provided as required ;y th_e State Ad_rr;inistrative_Manual? Yes [INo
(2) Is STD 621, Notice to State Employees, posted and up to date? Yes [JNo
(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? Ny other emergency lire
equipment an this site,
“ h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [ JNo
(1) Have changes or updales been sent to the implementing agency? Yes [No
EVALDATED ACTION HEQUIRED CONRECTEL
6. SAFETY INSPECTION 1 Rhea <o
a. Has a facility safety inspection been conducted by the Area Occupational Safety Commitiee as required
by HPM 10.6, Occupationai Safety Manual? Yes [JNo
b. Has the CHP 113A, Safety Inspection Checklist, been completed? [“JYes [No o
¢. What improvements have been made by the commander as a result of the most recent inspection?  Fire hiazard placard applicd 1o B

fuser lacker door.

d. Has the size of the operation outgrown the facility?

(] Yes

[INo

[JYes

[“]No

(1) If so, what remedial action has been taken?
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STATE OF CALIFORNIA “Command: Division - Chapter
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Visalia Area Central 4
CONMMAND INSPECTION PROGRAM Inspected by: Date:

Sgt. J. A. Rhea 03/03/2009

EXCEPTIONS DOCUMENT

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the bianks as indicated. Enter the chapter
number of the inspection in the Chapter Inspection number. Under “Forward to:" enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required

TYPE OF INSPECTION Total hours expended on the [J Corrective Action Plan Included

[] Division Level Command Level | Inspection:

. _ [] Attachments Included
[] Executive Office Level 3 FETE

Follow-up Required: Forward to:

Central Division

[1VYes No

Due Date:

‘Chapter Inspection:

Inspector's Comments Regarding Innovative Practices:

None.

[ Command Suggestions for Statewide Improvement:

None.

| Inspector’s Findings: |

The Area fusee storage locker was not placarded. This oversight was corrected during the inspection.
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STATE OF CALIFORNIA

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Command: [ Division: |Chapter

COMMAND INSPECTION PROGRAM Visalia Area | Cenval 4 -
Inspected by Date:

EXCEPTIONS DOCUMENT Sgt. J. A. Rhea 03/03/2009

Page 2

[ Commander's Response: [X Concur or [] Do Not Concur (Do Not Concur shall document basis for response) |

_In—épector's Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,
_etc)

Required Action

Corrective Action Plan/Timeline

] Employee would like to discuss this report with COMVDER'S SIGNATURE DATE

the reviewer

(See HPM 8.1, Chapter 8 for appeal procedures.) = ; ﬁ_zg_./ﬁ?ﬂ e

DATE
_ 2 /405

(] Reviewer discussed this report with REVIEWER'S SIGNATURE DATE

employee
.D Concur |:] Do not coneur
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STATE QF CALIFORNIA
JEPARTMENT OF CALIFORNIA RIGHWAY PATROL

AREA MANAGEMENT EVALUATION

ACILITY MAINTENANCE AND SECURITY
SHP 453D (Rev. 5-06) OPI 009

|AREA DIVISION NUMBER
Visalia / 480 Central

EVALUATED BY DATE -

Sgt. J.R. Alaniz, #12609 04/21/2008

NSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required” box. [f this
orm is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
ndividual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
;an be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
iccomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
orm can be completed in pen or pencil, and the Supplement can be handwritten if desired.

YPE OF EVALUATION

(] Formal Evaluation (/] Informal Evaluation

SUSPENSE DATE

OLLOW-UP REQUIRED D Correction Reporl COMMANDER'S REVIEW DATE
[ Yes ’ELNO BY ,7,47” j%ﬂu(/ 5-¢f.op
EVALUATED “ [acrion REQUIRED CORRECTED
. USE AND ADEQUACY OF FACILITY ;
Sgt. Alaniz
a. |s the facility adequate? [ VYes /] No
(1) Have steps been taken to modify or replace the current facility? V] Yes (I No
(a) If aleased building, is the owner abiding by the terms of the lease agreement? A//A [ Yes [JNo
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? ] ves [ No
(a) Is storage space used effectively? /] Yes [ No
(b) Is lighting adequate? /] Yes ] No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? W] Yes (L) No
(d) Does the interior of the facility have a neat, businesslike appearance? ] Yes (] No
EVALUATED ACTION REQUIRED CORRECTED
. INTERIOR APPEARANCE S :
gt. Alaniz

a. Whal is the condition of the floors, walls, ceiling, hallways, and counter tops?

The interior and exterior walls have recently been

painted. The counter tops are worn but functional. The carpet is tentatively scheduled to be replaced on 5-16-09.

(1) s interior lighting adequate? M Yes [ No
(2) If leased, have needed repairs been coordinated with Facilities Section? f(/'/;/—\ (] Yes ] No
(3) Are the duties of the janilor defined and clearly understood? ' ] Yes [ No
(a) s the janitor fully aware of the supplies available through the requisition process? /] Yes [ No

b. Is the layout of the general office areas appropriate for the assigned personnel or classification? I Yes [ No B
c. Does the layout and equipment in specialized office areas meet the needs of each specialized function? ] Yes ] No
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? [ ] Yes VI No
e. Is there sufficient space available in both the men's and women's locker rooms? []Yes /) No
(1) Can several officers comforlably change clothes at the same time? &) Yes [ 1No
(2) s there enough space for both personal lockers and equipment lockers? [ ] Yes /) No
(3) Are there full length mirrors? ] Yes (1 No
K] Yes [ No

(4) Are they clean and odor free, with adequate ventilation?
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(5) Are lockers in good condition, with names posted on them? VI Yes (] No
f. Does the employee's room have adequate cabinets and electrical outlets? V] Yes [JNo
(1) Are appliances in good working order? V] Yes ] No
g. Are bulletin boards sufficient for Area needs? /I Yes [INo
(1) Are they neat and orderly? ] ves (I No
(2) s there a system for purging old information? V] Yes [ No
(3) Do posted items have a removal date? /) Yes [ No
(4) Are bulletin boards in good condition? /] Yes ] No
h. When was the last inventory of items stored inside the facility? October 2007.
(1) Are items arranged in a logical manner? /] Yes ] No
(2) Are there surplus items that should be returned to Supply Services? (] Yes V] No

(3) What security is provided after normal business hours? See attached.

EVALUATED ACTION REQUIRED CORRECTED
. EXTERIOR APPEARANCE :
Set. Alaniz
a. Overall, what is the general appearance of the exterior of the facility? The facility has recently been painted and conveys a
business and professional look.
b. Are all painted surfaces neat and clean, free of peeling paint? ] Yes [J No
c. Is the outside lighting adequate and in good repair? M Yes [ J No
d. s the building clearly identified? M Yes J No
e. s the gas station clean and in good repair? ] Yes [J No
(1) Does the gas station have a fire extinguisher readily available? M Yes (] No
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating properly? ] Yes LI No
f. Is the paved parking area clean and in good condition? [V Yes [ No
(1) Are parking lines clearly painted? /] Yes (] No
(2) s the violation clearance area for the public clearly marked? /] Yes [ JNo
(3) tsthere disabled parking available? [ ves [ No
(4) s there a parking area designated for motorcycles? (] Yes /] No
EVALUATED ACTION REQUIRED CORRECTED
AUXILIARY POWER .
Sgt. Alaniz
a. Has the efficiency of the auxiliary power unit been tested? ] Yes [ Neo
b. Who knows how to start the unit should the self-starter fail? Officer E. Flynn and Auto Tech. P. Cortez.
¢. Are operating instructions posied and easy to understand? /] Yes [ No
£453d506.1rp
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d. Is there a notice posted identifying who to contact should the unit fail? []Yes ) No
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? [ Yes /) No
f. How often is the fuel supply replenished?  The fuel supply is checked monthly by Facilities personnel.
(1) Atwhat level is it refilled? The level is refilled prior to the fuel supply reaching 25 percent.
g. Are there adequate numbers of emergency power outlets? ] Yes [J No
(1) Are they distinctively marked? V! Yes [(JNo
EVALUATED ACTION REQUIRED CORRECTED
i, EMPLOYEE PROTECTION AND FACILITY SECURITY Sgt. Alaniz
a. Does Area have a written Emergency Action Plan? /] Yes ] No
b. Does the plan have procedures for safeguarding employees during all types of emergencies? /] Yes [ No
(1) Does it have general facility security and building evacuation procedures? M Yes [ No
(2) Does the plan work? ] Yes ] No
(3) Are there sufficient management controls? /] Yes I No
c. Does the plan designate duties and responsibilities to specific employees? M Yes [J No
(1) Are both uniformed and nonuniformed employees included? /] Yes [ No
(2) Are employees informed of their responsibilities? V] Yes [ No
(3) Has the commander taken all responsible steps available to provide security? W] Yes [J No
(4) Has the commander visited the facility after normal business hours to ensure security measures are o
in place? /] Yes I No
d. Does the plan address dispatcher security? [ Yes V] No
(1) How do Public Safety Dispatchers feel about the security provided? N/A
(2) Can dispatchers deal with the public without admitting them into the building? w /A [ Yes [J No
(8) Should modifications be made to provide betier security? )L//;Qr ] Yes [JNo
(a) Would intercoms improve security? Al A [ Yes [J No
- (4) How oflen are two or more dispatchers on duty? AJIA
(6) How often are supervisors or other personnel in the building after normal business hours? Supervisors and officers are
routinely in the building at various hours of the evening working on reports.
(6) Are maximum safety and security measures taken within communications centers? 1A (] Yes 0O No
e. Has training been given for all iypes of emergency situations? W) Yes J No
(1) Have both uniformed and nonuniformed been given the fraining? /] Yes J No
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(2) Does the training include building evacuation procedures? M Yes [JNo

(3) Do all employees know where fire extinguisher and first aid kits are located? /] Yes (JNo

(a) Do they know how {0 use them? /] Yes [ No

(4) Have all employees read the Emergency Action Plan? ] Yes I No

(a) Do they know where it's located? /] Yes [J No

f. Does the building contain ashestos? [J Yes V] No
(1) Are employees given a copy of the annual asbestos report to read? [ Yes V] No

(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? [ Yes /] No

(3) lIs a copy of the notice posted on the employee or occupational safety bulletin board? [J Yes /) No

(4) Do employees know what to do if they encounter asbestos in the building? V] Yes [JNo

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? /] Yes [JNo
(1) Are first aid kits provided as required by the State Administrative Manual? M Yes [J No
] Yes [ No

(2) Is STD 621, Notice to State Employees, posted and up to date?

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.?

The facility does not have

fire hoses or a sprinkler system installed.

h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? V) Yes U No
(1) Have changes or updates been sent to the implementing agency? [] Yes &/ No
EVALUATED ACTION REQUIRED CORRECTED
. SAFETY INSPECTION .
Sgt. Alaniz
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.8, Occupational Safety Manual? /) Yes [J No
/] Yes [ No

b. Has the CHP 113A, Safety Inspection Checklist, been completed?

c. Whatimprovements have been made by the commander as a result of the most recent inspection? The cost of replacing the carpet

has been budgeted and is tentatively scheduled for replacement.

(1) Ifrecommendations required budgeting, have items been put into the budget suspense file? /] Yes (] No
d. Has the size of the operation outgrown the facility? /] Yes [J No
(1) If so, what remedial action has been taken? The Area is scheduled to have a modular trailer installed to facilitate the added

personnel. Also, a proposal for a new facility has been submitted and approved. The Area is scheduled for a new facility and has

been placed on a waiting list,
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SUBJECT: FACILITY MAINTENANCE AND SECURITY

DATE: 04/23/2008

SECTIONS

COMMENTS

. USE AND ADEQUACY OF

a. Is the facility adequate?

FACILITY

Cumrently the facility accommodates 65 permanent and five assigned Division employees. Based on

on its staffing levels the facility is not conducive for the needs of the employees. The facility is

lacking in security, interview, conference and desk space. The five Division employees must share a

desk space when available to conduct their assigned work.

(1) Have steps been taken to modify or replace the current facility?

A proposal for a new facility has been submitted and approved by Facilities. This is a long term

request and the Visalia Area has been placed on a waiting list. A tentative completion date has not

been scheduled.

INTERIOR APPEARANCE

d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities?

The men's restroom is in need of renovation; the fixtures are inadequate, old and irreparable.

The women's restroom was recently remodeled.

e. Is there sufficient space available in both the men's and women's locker rooms?

Area has outgrown the men's locker facility. Insufficient space exists to accommodate the

number of male officers and for storage of their assigned equipment. The women's Jocker

is adequate

h (3) What security is provided after normal working business hours?

Access to the Area office is controlled by a key lock on the front door and a key lock and

combination lock on the rear door, Entry to the parking area is secured by eleciric power gates that

require a confidential password to gain entry.
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Department of California Highway Patrol
AREA MANAGEMENT EVALUATION

Chapter 4

FACILITY MAINTENANCE AND SECURITY

Area Division Number
Porterville 481 Central
Evaluated By Sgt. D. Giefer Date 02/09/09

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this
form is used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or “no" answers, or fill in the blanks as indicated. If additional comments are necessary, the
information can be placed in the Summary Statement. The Summary Statement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Summary can be handwritten if desired.

Type of Evaluation

"] Formal X Informal

Suspense Datf)

Follow-up Required

[] Correction Report

[ ~F OG-

Y . F3
[lYes  BINo Ry [ C}ém ander's Revigw U
Date 2[%9 2@«9}/9
( o ;
1. USE AND ADEQUACY OF FACILITY Evaluated Action Required | Corrected
X ] O
a. s the facility adequate? X Yes [JNo
(1) Have steps been taken to modify or replace the current facility? DX Yes [JNo
(a) If leased building, is owner abiding by the terms of the lease agreement? N/A
[(1Yes [No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture
and equipment? D Yes [No
(a) ls storage space used effectively? M Yes [No
(b) Is lighting adequate? Xl vYes [No
(c) Are there provisions for prompt repair of the facility (plumbing, heating)? [X Yes []No
(d)} Does the interior of the facility have a neat, businesslike appearance? Myes [JNo
2. INTERIOR APPEARANCE Evaluated Action Required | Corrected
] (|

a. What is the condition of the floors, walls, ceiling, hallways, and counter tops?

Overall, the interior appearance is in good condition. New carpet and tile flooring was installed in

May 2008.
(1) Is interior lighting adequate? X Yes [No
(2) If leased, have needed repairs been coordinated with Facilities Section? N/AC] Yes
(3) Are the duties of the janitor defined and clearly understood? N/A [JYes [No

(a) Is the janitor aware of the supplies available through requisition process? Wes I No

b. is the layout of the general office areas appropriate for the assigned personnel

or classification?

K Yes [No

c. Does the layout and equipment in specialized office areas meet the needs of each

specialized function?

X Yes [No

d. Does the layout of the restrooms meet the needs of all employees, including those

with disabilities?

X Yes [ No



AREA MANAGEMENT EVALUATION
Chapter 4
FACILITY MAINTENANCE AND SECURITY

e. Is there sufficient space available in both the men's and women's locker rooms? [X] Yes [] No

(1) Can several officers comfortably change clothes at the same time? X Yes [1No
(2) Is there enough space for both personal lockers and equipment lockers? DM Yes [No
(3) Are there full length mirrors? X Yes [ONo
(4) Are they clean and odor free, with adequate ventilation? X Yes [1No
(5) Are lockers in good condition, with names posted on them? Kyes [INo
f. Does the employee's room have adequate cabinets and eiectrical outiets? Yes [JNo
(1) Are appliances in good working order? XYes [1No
g. Are bulletin boards sufficient for Area needs? XlYes [No
(1) Are they neat and orderly? X Yes [INo
(2) Is there a system for purging old information? XK Yes [No
(3) Do posted items have a removal date? [J Yes No
(4) Are bulletin boards in good condition? X Yes [1No
h. When was the last inventory of items stored inside the facility? [IYes [JNo
(1) Are items arranged in a logical manner? . XYes [No
(2) Are there surplus items that should be returned to Supply Services? Yes [KXNo

(3) What security is provided after normal business hours? Electric gate and exterior lighting.

3. EXTERIOR APPEARANCE Evaluated Action Required Corrected
X O ]

a. Overall, what is the general appearance of the exterior of the facility? Good condition

b. Are all painted surfaces neat and clean, free of peeling paint? M Yes [JNo
c. ls the outside lighting adequate and in good repair? X vYes [JNo
d. Is the building clearly identified? X Yes [JNo
e. Is the gas station clean and in good repair? /\,//,’4 [Jyes [dNo

(1) Does the gas station have a fire extinguisher readily available? /\///-} [1yes [JNo

(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut

off switches operating properly? /\,//4 [JYes [JNo
f. Is the paved parking area clean and in good condition? X Yes [JNo
(1) Are parking lines clearly painted? DM yes [JNo
(2) Is the violation clearance area for the public clearly marked? CJYes [XNo
(3) Is there disabled parking available? XYes [JNo
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(4) Is there a parking area designated for motorcycles? [1Yes [XNo
4, AUXILIARY POWER Evaluated Action Required Corrected
X] O
a. Has the efficiency of the auxiliary power unit been tested? KlYes [dNo
b. Who knows how to start the unit should the self starter fail? [IYes [INo
C. Are operating instructions posted and easy to understand? X Yes [ONo
d. [s there a notice posted identifying who to contact should the unit fail? X Yes [No

e. Does log show Area personnel and Facilities Section have done weekly testing? [Xl Yes [ No

f. How often is the fuel supply replenished? As needed when the fuel is at a 70% level

(1) Atwhat level is it refitled? 70%

g. Are there an adequate number of emergency power outlets? Xl Yes [INo
(1) Are they distinctively marked? X Yes [1No
5. EMPLOYEE PROTECTION AND Evaluated Action Required Corrected
FACILITY SECURITY X O O
a. Does Area have a written Emergency Action Plan? X Yes [No
b. Procedures for safeguarding employees during all types of emergencies? X Yes [JNo

(1) Does it have general facility security and building evacuation procedures? X Yes [JNo

(2) Does the Plan work? Yes [JNo
(3) Are there sufficient management controls? Yes [JNo
c. Does the Plan designate duties and responsibilities to specific employees? Yes []No
(1) Are both uniformed and nonuniformed employees included? Yes []No
2) Are employees informed of their responsibilities? Yes []No

(
(3) Has the commander taken all reasonable steps available to provide security? X Yes []No
(

4) Has the commander visited the facility after normal business hours to ensure security

measures are in place? X Yes [INo
d. Does the Plan address dispatcher security? N/AL] Yes
(1) How do Communication Operators feel about the security provided? N/A[] Yes
(2) Can Communication Operators deal with the public without admitting N/A
them into the building? [JYes [No
(3) Should modifications be made to provide better security? N/AC] Yes
{a) Would intercoms improve security? N/AC] Yes
(4) How often are two or more Communication Operators on duty? N/A
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(56) How often are supervisors or other personnel in the building after normal business hours?

On a daily basis

(6) Are maximum safety and security measures taken within dispatch centers?

O Yﬂe{/ﬁ{___l No

e. Has training been given for all types of emergency situations? X Yes []No
(1) Have both uniformed and nonuniformed been given the training? M Yes [No
(2) Does the training include building evacuation procedures? X Yes [No
(3) Do all employees know where fire extinguisher and first aid kits are located? [X] Yes [] No

(a) Do they know how to use them? X Yes []No
(4) Have all employees read the Emergency Action Plan? X vYes [No
(a) Do they know where its located? X Yes [JNo

f. Does the building contain asbestos? Yes [No
(1) Are employees given a copy of the annual ashestos report to read? X vYes []No
(2) Are new employees notified of the presence of ashestos within 15 days of
reporting to work? DX Yes [1No
(3) Is the Notice posted on the Employee or Occupational Safety bulletin board? [X] Yes []No
(4) Do employees know what to do if they encounter asbestos in the building? X Yes [1No

g. Are fire extinguishers provided and serviced as required by CAC? XYes [INo
(1) Are first aid kits provided as required by SAM? X Yes [JNo
(2) Is Standard Form 621 posted and up to date? Xl Yes [No

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler

systems, etc.? Smoke detectors and fire extinguishers in good working order

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency

as required? DM Yes []No
(1) Have changes or updates been sent to the implementing agency? XYes [INo
6. SAFETY INSPECTION Evaluated Action Required Corrected
[
a. Has a facility safety inspection been conducted by the Area Occupational Safety
Committee as required by HPM 10.67 Xl Yes [JNo
b. Has the 113A been completed? X Yes [JNo

c. What improvements have been made by the commander as a result of the most recent
inspection? Filing cabinets have been secured to the walls and exit signs have been added.

CHP 453D (Rev 1-96)
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(1) If recommendations required budgeting, have items been put into the budget

suspense file? /\///4 [(JYes [JNo
d. Has the size of the operation outgrown the facility? Yes [1No

(1) If so, what remedial action has been taken? The Area has begun a lease/purchase of a
modular building that serves as the mens/womens locker room. This purchase provided more space in
the main building. Area also utilizes two metal storage sheds and a C-train container in the rear of the
building for storage, as well as off-site storage at a local facility. The storage sheds and container in
the rear of the building have resulted in limited parking and congestion.

COMMENTS
CHP 453D (Rev 1-96) Page 5
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Exceptions
2. g.(3): Items posted on bulletin boards are removed after 30 days.
2. h.: The last inventory was conducted in September 2008.

3. f.(1): Area does not have sufficient parking to have designated citation clearance
parking. All parking stalls are conveniently located to the front of the facility.

4.b.: Automotive Technician II, Gary Meyers maintains the auxiliary power unit.
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COMMAND INSPECTION PROGRAM | i . = - -
nspecie ) ale:

EXCEPTIONS DOCUMENT Sal. D. Giefer 02/09/09

INSTRUCTIONS: This document shall be lyped. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapter Inspection number. Under “Forward to:" enter the nex! level of command where the document
shall be routed to and its due dale. This document shall be utilized to document innovative practices, suggestions for stalewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required.

TYREISF [ISEECTION Total hours expended on the [] Corrective Action Plan Included
[] Division Level X Command Level inspection:
. . [} Attachments Included
[] Executive Office Level 3 boiiie
- Forward lo:

Follow-up Required:

[]VYes X No

Due Date:

Chapter Inspection:

Inspector's Comments Regarding Innovative Practices:

| Command Suggestions for Statewide Improvement:

[ Inspector's Findings:

2.9.(3): Iterﬁs posted on bulletin boards are removed after 30 days.
2. h.. The last inventory was conducted in September 2008.

3. f.(1): Area does not have sufficient parking to have designated citation clearance parking. All parking
stalls are conveniently located to the front of the facility.

4.b. Automotive Technician Il, Gary Meyers maintains the auxiliary power unit.
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AREA MANAGEMENT EVALUATION
Chapter 4

FACILITY MAINTENANCE AND SECURITY

Area

Porterville 481

Division
Central

Number

Evaluated By F. Aguirre

Date 5/12/08

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the “Action Required” box. |f this
form is used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the
information can be placed in the Summary Statement. The Summary Statement should include significant findings,
accomplishments or corrective aclions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be completed in pen or pencil, and the Summary can be handwritten if desired

Type of Evaluation

[] Formal Informal Sugpepse/Pate ay
E . . \ e C/ f
ollow-up Required [C] Correction Report \| / ///ﬁ/'?/g
Y X <
[ ves No % / Cpmniander's Reviey// Date (
1. USE AND ADEQUACY OF FACILITY [ /évaluated Aétilon Required | Corrected
A 0 O
a. Is the facility adequate? XYes [1No
(1) Have steps been taken to modify or replace the current facility? X Yes []No

,L//R(a) if leased building, is owner abiding by the terms of the lease agreement? []Yes [ No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture
and equipment? X Yes [No
(@) Is storage space used effectively? Yes []No
(b) Is lighting adequate? K Yes [1No
(¢) Are there provisions for prompt repair of the facility (plumbing, heating)? X Yes [1No
(d) Does the interior of the facility have a neat, businesslike appearance? X Yes [1No
2. INTERIOR APPEARANCE Evaluated Action Required | Corrected
X U O
a. What is the condition of the floors, walls, ceiling, hallways, and counter tops?
Mew Srelfer £ muet  wmmoenD  wmidb  (BRTRUED  THE MONM
OVERAL CopdD ol At Goos,
(1) Is interior lighting adequate? X Yes [1No
Hlp, (2) If leased, have needed repairs been coordinated with Facilities Section? [OYes [INo
{u/(x (3) Are the duties of the janitor defined and clearly understood? [JYes [No
,,,,-"/,\— (a) Is the janitor aware of the supplies available through requisition process? [JYes [1No
b. Is the layout of the general office areas appropriate for the assigned personnel
or classification? X Yes []No
¢. Does the layout and equipment in specialized office areas meet the needs of each
specialized function? Yes []No
d. Does the layout of the restrooms meet the needs of all employees, including those
with disabilities? Xl Yes [JNo
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e. |s there sufficient space available in both the men's and women's locker rooms? [X] Yes ] No

(1) Can several officers comfortably change clothes at the same time? X Yes []No
(2) Is there enough space for both personal lockers and equipment lockers? K Yes [No
(3) Are there full length mirrors? M vYes [No
(4) Are they clean and odor free, with adequate ventilation? XYes [JNo
(5) Are lockers in good condition, with names posted on them? Yes []No
f. Does the employee's room have adequate cabinets and electrical outlets? KYes [JNo
(1) Are appliances in good working order? X Yes [1No
g. Are bulletin boards sufficient for Area needs? X Yes [1No
(1) Are they neat and orderly? X Yes [1No
(2) Is there a system for purging old information? X Yes [No
(3) Do posted items have a removal date? Oves [XNo
(4) Are bulletin boards in good condition? KYes [JNo
h. When was the last inventory of items stored inside the facifity? OYes [1No
(1) Are items arranged in a logical manner? X Yes [JNo
(2) Are there surplus items that should be returned to Supply Services? CJYes X No

(3) What security is provided after normal business hours? ELECTRIC GATE, LIGHTING.

3. EXTERIOR APPEARANCE Evaluated Action Required %rrected
X O

a. Overall, what is the general appearance of the exterior of the facility? IN GOOD CONDITION.

b. Are all painted surfaces neat and clean, free of peeling paint? XK Yes [JNo
c. Is the outside lighting adequate and in good repair? X Yes [No
d. Is the building clearly identified? X Yes [1No
e. Is the gas station clean and in good repair? ///A/ Cyes [No

(1) Does the gas station have a fire extinguisher readily available? /1/7/_\ OYes [JNo

(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and/vater hoses, and shut
Va

off switches operating properly? 2\ (lvyes [JNo
f. Is the paved parking area clean and in good condition? X vYes [JNo
(1) Are parking lines clearly painted? XYes [INo
(2) Is the violation clearance area for the public clearly marked? D Yes [INo
(3) Is there disabled parking available? X Yes [No
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(4) Is there a parking area designated for motorcycles? (JYes X No
4. AUXILIARY POWER Evaluated Action Required Corrected
X O [l
a. Has the efficiency of the auxiliary power unit been tested? X Yes [1No
b. Who knows how to start the unit should the self starter fail? [JYes [1No
c. Are operating instructions posted and easy to understand? XK Yes [No
d. Is there a notice posted identifying who to contact should the unit fail? []Yes No
e. Does log show Area personnel and Facilities Section have done weekly testing? ] Yes No
f. How often is the fuel supply replenished?
(1) Atwhat levelis it refilled?
g. Are there an adequate number of emergency power outlets? X Yes [INo
(1) Are they distinctively marked? KYyes [INo
5. EMPLOYEE PROTECTION AND Evaluated Action Required Corrected
FACILITY SECURITY X O [
a. Does Area have a written Emergency Action Plan? X Yes [No
b. Procedures for safeguarding employees during all types of emergencies? X Yes [No
(1) Does it have general facility security and building evacuation procedures? X Yes [No
(2) Does the Plan work? Yes [No
(3) Are there sufficient management controls? Yes [ No
c. Does the Plan designate duties and responsibilities to specific employees? X Yes [JNo
(1) Are both uniformed and nonuniformed employees included? B yes [No
(2) Are employees informed of their responsibilities? XYes [No
(3) Has the commander taken all reasonable steps available to provide security? X Yes [JNo
(4) Has the commander visited the facility after normal business hours to ensure security
measures are in place? X Yes [INo
d.\% the Plan address dispatcher security? [(JYes [INo
Homﬁmmun'mation Operators feel abojt the security provided? [(JYes [INo
(2) Can Communication Operators déQLW[th/(hg/;Lb[IC without admitting
them into the building? ) — (dYes [dNo
(3) Should modifications be made to provide better security? o \-»\QQ Yes []No
(a) Would intercoms improve security? [l \fgé\"‘~NQ\_
(4) How often are two or more Communication Operators on duty?
CHP 453D (Rev 1-96) Page 3
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(5) How often are supervisors or other personnel in the building after normal business hours?

ON A DAILY BASIS.

;J/[,\- (6) Are maximum safety and security measures taken within dispatch centers? (JYyes [JNo

e. Has training been given for all types of emergency situations? X Yes [JNo
(1) Have both uniformed and nonuniformed been given the training? X Yes [No
(2) Does the training include building evacuation procedures? Xl Yes [No

(3) Do all employees know where fire extinguisher and first aid kits are located? X Yes [ No

(a) Do they know how to use them? X Yes [JNo

(4) Have all employees read the Emergency Action Plan? Yes [JNo

(a) Do they know where its located? X Yes [JNo

f. Does the building contain asbestos? X Yes []No

(1) Are employees given a copy of the annual asbestos report to read? Yes [JNo
(2) Are new employees notified of the presence of asbestos within 15 days of

reporting to work? Jyes [XINo

(3) Is the Notice posted on the Employee or Occupational Safety bulletin board? [X] Yes [ No

(4) Do employees know what to do if they encounter asbestos in the building? (JYes [XINo

g. Are fire extinguishers provided and serviced as required by CAC? XYes [No
(1) Are first aid kits provided as required by SAM? X Yes [JNo
(2) Is Standard Form 621 posted and up to date? Xyes [1No

(3) What is the condition of other emergency equipment such as fire hoses, sprinkler
systems, etc.?

h. Is there a Hazardous Materials Business Plan on file with the local implementing agency

as required? X Yes [INo
(1) Have changes or updates been sent to the implementing agency? X Yes [No
6. SAFETY INSPECTION Evaluated Action Required Corrected
X ] [
a. Has a facility safety inspection been conducted by the Area Occupational Safety
Committee as required by HPM 10.67 X Yes [No
b. Has the 113A been completed? X yes [1No

c. What improvements have been made by the commander as a result of the most recent
inspection?
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(1) If recommendations required budgeting, have items been put into the budget

suspense file? A [lYes [JNo
d. Has the size of the operation outgrown the facility? Yes [JNo

if so, what remedial action has been taken? THE AREA BEGAN LEASING A MODULE THAT
SERVES AS THE MENS/WOMENS LOCKER ROOM. THIS FREED UP MORE SPACE IN THE MAIN
BUILDING. AREA ALSO UTILIZES TWO METAL SHEDS AND A C-TRAIN IN THE REAR PARKING
LOT AS STORAGE, WHICH ALSO FREES UP SPACE IN THE MAIN BUILDING. THIS HAS
CREATED LESS PARKING SPACE IN THE REAR, WHICH GETS CONGESTED, ESPECIALLY
DURING TRAINING DAYS OR AREA FUNCTIONS.

COMMENTS
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STATE OF CALIFORNIA Cammgnd; " Division: Chapter.
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL Porterville 481 Central 9
COMMAND INSPECTION PROGRAM s T o
n . H
EXCEPTIONS DOCUMENT e SeTaia08 |

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapter inspection number. Under "Forward to:" enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvemenl, identified deficiencies, corrective action plans. A CHP 61 Memorandum may be used if additional space is required.

TYPE OF INSPECTION Total hours expended on the [C] Corrective Action Plan Included
inspection:

[] Division Level X Command Level
. . [] Attachments Included
[] Executive Office Level 3 hours

Forward to:

Foliow-up Required:

[ Yes X No Due Date:

Chapter:Inspection:

| Inspector's Comments Regarding Innovative Practices:

| Command Suggestions for Statewide Improvement: ]

[ Inspector's Findings: ]

2. (9)(3): ltems are marked with posted date.

2. (h)(©2): Surplus items still housed at facility.

4. (d). Could not locate the contact information for auxiliary power.

4. (e): There is no log which indicates weekly testing of auxiliary power unit.

5. (1)(2) | |
(f) (4): New employees have not been informed of asbestos issues nor given information

regarding what to do
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EXCEPTIONS DOCUMENT
Page 2

“Command: Division:Central Chapter: 4
Porterville B

inspected by: Date:

Sgt. F. Aguirre 05/12/2008

]_Commander’s Response: [X] Concur or [] Do Not Concur (Do Not Concur shall document basis for response) “_I

Area has addressed these issues and made the following corrective actions:

2. (9)(3): ltems are marked with posted date and removed within appropriate timeframes.
2. (h)(2): Surplus items have been sent on state truck to be returned to Supply Services.
4. (d): Contact information has been posted for auxiliary power.
4. (e): Area created a weekly log for use of documenting weekly testing of auxiliary power unit.
5. (N(2);
() (4): New employees are provided with information on possibility of asbestos within the facility

and provided information what to do is encountered.

etc.)

Inspector's Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,

equ‘irzed Action

Corrective Action Plan/Timeline

[] Employee would like to discuss this report with
the reviewer.

COMMA

7Yl g

V.

(See HPM 9.1, Chapter 8 for appeal procedures.)
1NSP(7’0R S SIGNAYURE DATE |
] Reviewer discussed this report with REVIEWER'S SIGNATURE DATE
employee
] Concur (] Do not concur
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STATE OF CALIFORNIA
DEPARTMENT OF CALIFORNIA HIGHWAY PATROL AREA DR/BION RCHPER
AREA MANAGEMENT EVALUATION Coalinga Central 4
FACILITY MAINTENANCE AND SECURITY EVALUATED BY DATE

CHP 453D (Rev. 5-06) OPI 009 - Sgt. M. Drewry 04/23/2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required” box. If this
form is used as a Correction Report, the "Correction" box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or "no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area. Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions. This
form can be compieted in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION

SUSPENSE DATE

[C] Formal Evaluation Informal Evaluation 04/23/2010
FOLLOW-UP REQUIRED D GBTesioh Report COMMANDER'S REVIEW DATE
[ Yes No
BY Lieutenant D. Knoff 04/23/2009
EVALUATED ACTION REQUIRED CORRECTED
1. \USE AND ADEQUACY..OF FACILITY
Yes No
a. |s the facility adequate? Yes [JNo
(1) Have steps been taken to modify or replace the current facility? Yes [No
(a) [f aleased building, is the owner abiding by the terms of the lease agreement? dYes []No
(2) Is a safe, pleasant, efficient environment created by the arrangement of furniture and equipment? Yes [JNo
(a) Is storage space used effectively? Yes [INo
(b) Is lighting adequate? Yes [No
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [No
(d) Does the interior of the facility have a neat, businesslike appearance? Yes [INo
EVALUATED ACTION REQUIRED CORRECTED
2. INTERIOR APPEARANCE _
. Yes No
a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? Clean, business-like, and organized.
(1) ls interior lighting adequate? Yes [JNo
(2) If leased, have needed repairs been coordinated with Facilities Section? (Oyes [No
(8) Are the duties of the janitor defined and clearly understood? Yes [JNo
(a) Is the janitor fully aware of the supplies available through the requisition process? Yes [JNo
b. s the layout of the general office areas appropriate for the assigned personnel or classification? Yes [JNo
¢. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [INo
d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? Yes [No
e. s there sufficient space available in both the men's and women's locker rooms? Yes [JNo
(1) Can several officers comfortably change clothes at the same time? Yes [JNo
{2) s there enough space for both personal lockers and equipment lockers? Yes [JNo
(3) Are there full length mirrors? Yes [No
(4) Are they clean and odor free, with adequate ventilation? Yes [No
Destroy Previous Editions
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(6) Are lockers in good condition, with names posted on them? Yes [JNo
f. Does the employee's room have adequate cabinets and electrical outlets? Yes [JNo
(1) Are appliances in good working order? Yes []No
g. Are bulletin boards sufficient for Area needs? Yes [No
(1) Are they neat and orderly? Yes [JNo
(2) Is there a system for purging old information? Yes [JNo
(3) Do posted items have a removal date? Yes [JNo
(4) Are bulletin boards in good condition? Yes [JNo
h. When was the lagt inventory of items stored inside the facility? May 2008
(1) Are items arranged in a logical manner? Yes [JNo
(2) Are there surplus items that should be returned to Supply Services? Yes [JNo

(3) What security is provided after normal business hours? Building is locked, front office is closed. the facility is fenced with barb-

wire, and there is coded-entry gate. The gate and door codes are changed periodically, and were changed during the first quarter.

EVALUATED ACTION REQUIRED CORRECTED
3. EXTERIOR ‘APPEARANCE
Yes No
a. Overall, what is the general appearance of the exterior of the facility? Business-like and well-maintained
b. Are all painted surfaces neat and clean, free of peeling paint? Yes [INo
c. ls the outside lighting adequate and in good repair? Yes [JNo
d. Is the building clearly identified? Yes [No
e. Isthe gas station clean and in good repair? Yes [JNo
(1) Does the gas station have a fire extinguisher readily available? Yes [JNo
(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches .
operating properly? Yes [JNo
f. Is the paved parking area clean and in good condition? Yes [INo
(1) Are parking lines clearly painted? Yes [INo
(2) Is the violation clearance area for the public clearly marked? Yes [JNo
(3) Is there disabled parking available? Yes [JNo
(4) Isthere a parking area designated for motorcycles? Yes [JNo
AR 55 : EVALUATED ACTION REQUIRED CORRECTED
4. AUXILI WER Yes No
Yes [ INo

a. Has the efficiency of the auxiliary power unit been tested?

b. Who knows how to start the unit should the self-starter fail? ASM Terry Taylor and Sergeant Larkin Vander Mel

c. Are operating instructions posted and easy to understand?

[“lYes [INo

Destroy Previous Editions
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d. Is there a notice posted identifying who to contact should the unit fail? Yes []No

e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? Yes [JNo

f. How often is the fuel supply replenished? Approximately bi-monthly

(1) Atwhatlevelis it refilled? 1,500 - 2,000 gallons

g. Are there adequate numbers of emergency power outlets? Yes [INo
(1) Are they distinctively marked? Yes [JNo
5. EMPLOYEE PROTECTION AND/FACILITY SECURITY 2 T s

a. Does Area have a written Emergency Action Plan? Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes [JNo
(1) Does it have general facility security and building evacuation procedures? Yes [JNo
(2) Does the plan work? ' Yes [JNo
(3) Are there sufficient management controls? Yes [ONo
c. Does the plan desighate duties and responsibilities to specific employees? Yes [JNo
(1) Are both uniformed and nonuniformed employees included? Yes [JNo
(2) Are employees informed of their responsibilities? Yes [JNo
(3) Has the commander taken all responsible steps available to provide security? Yes [INo

(4) Has the commander visited the facility after normal business hours to ensure security measures are
in place? Yes [No
d. Does the plan address dispatcher security? ClYes No

(1) How do Public Safety Dispatchers feel about the security provided? N/A

(2) Can dispatchers deal with the public without admitting them into the building? Oyes [ONo
(3) Should modifications be made to provide better security? OYes [ONo
(a) Would intercoms improve security? OYes [ONo

(4) How often are two or more dispatchers on duty?

(5) How often are supervisors or other personnel in the building after normal business hours?

(6) Are maximum safety and security measures taken within communications centers? OYes [No
e. Has training been given for all types of emergency situations? Yes [JNo
(1) Have both uniformed and nonuniformed been given the training? Yes [JNo
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(2) Does the training include building evacuation procedures? Yes [JNo
(3) Do all employees know where fire extinguisher and first aid kits are located? Yes [JNo
(a) Do they know how to use them? Yes [No
(4) Have all employees read the Emergency Action Plan? Yes [JNo
(a) Do they know where it's located? Yes [JNo
f. Does the building contain asbestos? OYes No
(1) Are empioyees given a copy of the annual asbestos report to read? OYes [No
(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? OYes [No
(3) Is a copy of the notice posted on the employee or occupational safety bulletin board? OYes [INo
(4) Do employees know what to do if they encounter asbestos in the building? (Oyes [No
g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [No
(1) Are first aid kits provided as required by the State Administrative Manual? Yes [No
(2) Is STD 621, Notice to State Employees, posted and up to date? Yes [JNo
(3) What is the condition of other emergency equipment such as fire hoses, sprinkler systems, etc.? N/A
h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [No
(1) Have changes or updates been sent to the implementing agency? Yes [INo
EVALUATED ACTION REQUIRED CORRECTED
:6. SAFETY INSPECTION Ves No
a. Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [JNo
b. Has'the CHP 113A, Safety Inspection Checklist, been completed? Yes [JNo
c. What improvements have been made by the commander as a result of the most recent inspection?
Tree removal
Parking lot repaved and striped
Hand-sanitizers installed
(1) If recommendations required budgeting, have items been put into the budget suspense file? OYes [JNo
d. Has the size of the operation outgrown the facility? [JVYes No
(1) If so, what remedial action has been taken?
Destroy Previous Editions
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STATE OF CI\?#“O:SE%:AFO HIGH Command: Division: Chapter;
DEPARTME IFORNIA HI WAY PATROL Coalinaa Area Central 4
COMMAND INSPECTION PROGRAM Inspecledgby: ' Dale:
EXCEPTIONS DOCUMENT Sergeant Drewry 04/23/2009

INSTRUCTIONS: This document shall be typed. Check appropriate boxes as necessary, or fill in the blanks as indicated. Enter the chapter
number of the inspection in the Chapler Inspection number. Under "Forward to:" enter the next level of command where the document
shall be routed to and its due date. This document shall be utilized to document innovative practices, suggestions for statewide
improvement, identified deficiencies, corrective action plans. A CHP 51 Memorandum may be used if additional space is required.

TYPE OF INSPECTION Total hours expended on the [] Corrective Action Plan inciuded

[ Division Level Command Level | inspection:
[] Attachments Included

[] Executive Office Level 3 HemirS

‘. [ Forward to:
Follow-up Required: ___Central Division

[ ves X No Due Date:

Chapter:inspection:

Inspector's Comments Regarding Innovative Practices:

Area’s Standard Operating Procedures and Emergency Action Plan are currently being placed onto the
desktops of all Area computers. This will give all Area personnel access to a copy of these two Area
manuals which contain security, response to emergencies and occupational safety information.

| Command Suggestions for Statewide Improvement:

| Inspector's Findings:

The Coalinga Area currently has a hill which is part of the landscaping on the north side of the building.
Area would like this hill removed. This hill makes it possible for a vehicle to be driven off the city street
and into windows and rooms on the north side of the Area office.

Area would also like to have a security pass system installed on the rear office doors which lead into the
office. The new system would replace the old combination system.

Both of these items have been discussed with facilities section and are in the process of bemg
implemented or will be in the future.

CHP 600A {Rev, 02-09) OPI 010
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COMMAND INSPECTION PROGRAM

EXCEPTIONS DOCUMENT

Page 2

[ Commander’s Response: [X) Concur or []Do Not Concur (Do Not Concur shall document basis for response)

Inspector’'s Comments: Shall address non concurrence by commander (e.g., findings revised, findings unchanged,

etc.)

equired Action

Corrective Action Plan/Timeline

No corrective action required.

[_] Employee would like to discuss this report with

COMMANDER'S SIGNATURE

DATE

employee
[] Concur - [] Do not concur

the reviewer. : /2 /0
(See HPM 9.1, Chapter 8 for appeal procedures.) ; ;D /@" 4 /25 /0
INSPECTOR’S SIGNATURE DATE
7, 1/23/09
[_] Reviewer discussed this report with REVIEWER'S SIGNATURE DATE
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STATE OF CAUFORNIA

DEPARTMENT OF CALIFORNIA HIGHWAY PATROL ARES DVISION NOMBER
AREA MANAGEMENT EVALUATION Fresno Central 435
FACILITY MAINTENANCE AND SECURITY EVALUATED BY DATE

CHP 453D (Rev. 5-06) OPI009 Sergeant Jon Baker 03/25/2009

INSTRUCTIONS: Indicate items reviewed by placing a check in the "Evaluated" box and/or the "Action Required" box. If this
form is used as a Correction Report, the "Correction” box should be initialed and dated as deficiencies are corrected. Answer
individual items with "yes" or “no" answers, or fill in the blanks as indicated. If additional comments are necessary, the information
can be placed on the CHP 454, Area Management Evaluation Supplement. The Supplement should include significant findings,
accomplishments or corrective actions, unresolved items, problems or progress, and the evaluator's overall impressions, This
form can be completed in pen or pencil, and the Supplement can be handwritten if desired.

TYPE OF EVALUATION SUSPENSE DATE
(] Formal Evaluation Informal Evaluation
FOLLOW-UP REQUIRED COMMANDER'S REVIEW DATE

[J Correction Report

ove A e — 2. 1. # | 3bess

. |EVALUATED )  |ACTION REQUIRED CORRECTED
X

a. ls the facility adequate? OYes No
(1) Have steps been taken to modify or replace the current facility? Yes [JNo
(a) If aleased building, is the owner abiding by the terms of the lease agreement? NlB (OYes [No
(2) Is asafe, pleasant, *efﬁ\giqr‘\t environment created by-the arrangement of furniture and equipment? FHYes [JNo
{(a) Is storage space used effectively? Yes [JNo
(b} s lighting adequate? Yes [INo
(c) Are there provisions for the prompt repair of the facility (plumbing, heating, etc.)? Yes [INo
(d} Does the interior of the facility have a neat, businesslike appearance? Yes [No

) ) | evALUATED ACTION REQUIRED CORRECTED

a. What is the condition of the floors, walls, ceiling, hallways, and counter tops? With the exception of the ceilings, all are in fair to good

condition. Ceiling tiles continually fall off and have to be re-glued in place.

(1) s interior lighting adequate? Yes [OJNo

(2) Iif leased, have needed repairs been coordinated with Facifities Section? Cves [No

(3) Are tnh.e duties of the janitor defined and clearly understood? Yes [INo

(a)} s the janitor fully aware of the supplies available through the requisition process? Yes [JNo

b. Is the layout of the general office areas appropriate for the assigned personnel or classification? Yes [JNo

¢. Does the layout and equipment in specialized office areas meet the needs of each specialized function? Yes [JNo

d. Does the layout of the restrooms meet the needs of all employees, including those with disabilities? Yes [JNo

e. s there sufficient space available in both the men's and women's focker rooms? Yes [JNo

(1) Can several officers comfortably change clothes at the same time? Yes [JNo
(2) ls there enough space for both personal lockers and equipment lockers? (lyes: No .

(3) Are there full l[ength mirrors? Yes [JNe

(4) Are they clean and odor free, with adequate ventilation? Yes [No

Destroy Previous Editions
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(5) Are lockers in good condition, with names posted on them? Yes [JNo
f. Does the employee's room have adequate cabinets and electrical outlets? Yes [JNo
(1) Are appliances in good working order? [JYes No
g. Are bulletin boards sufficient for Area needs? Yes [INo
(1) Are they neat and orderly? Yes [JNo
(2) Is there a system for purging old information? Yes [JNo
(3) Do posted items have a removal date? Yes [1No
(4) Are bulletin boards in.good condition? Yes [JNo

h. When was the last Inventory of items stored inside the facility?

(1) Are items arranged in a logical manner? Yes [JNo

(2) Are there surplus items that should be returned to Supply Services? OYes No

(3) What security is provided after normal business hours?  Personnel are in and out of the building 24/7, building is surrounded by a

fence with electric gates,

I EVALUATED ACTION REQUIRED CORRECTED

a. Overall, what is the general appearance of the exterior of the facility? [Faijr

b. Are all painted surfaces neat and clean, free of peeling paint? Yes [JNo
c. Is the outside lighting adequate and in good repair? Yes [JNo
d. {sthe building clearly identified? Yes [INo
e. s the gas station clean and in good repair? ClYes No
(1) Does the gas station have a fire extinguisher readily available? Yes [JNo

(2) Are the fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut off switches
operating property? [ Yes No
f. ls the paved parking area clean and in good condition? Yes [INo
(1) Are parking lines clearly painted? : Yes [INo
(2) Is the violation clearance area for the public clearty marked? Yes [JNo
(3) s there disabled parking available? Yes [JNo
(4) Is there a parking area designated for motorcycles? Yes [INo

e U BVALUATED ACTION REQUIRED CORRECTED
AUXI El i

a. Has the efficiency of the auxiliary power unit been tested? ~ Yes [JNo

b. Who knows how to start the unit should the self-starter fail? The facilities coordinator.

¢. Are operating instructions posted and easy to understand? Yes [ONo
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d. s there a notice posted identifying who to contact should the unit fail? Yes [No
e. Does the log indicate Area personnel and Telecommunications Section have conducted weekly testing? Yes [JNo
f. How often is the fuel supply replenished? As needed.
(1) Atwhat level is it refilled? 50%
g. Are there adequate numbers of emergency power outlets? [dYes No
(1) Are they distinctively marked? Yes [No
S . 5 TEVALUATED ACTION REQUIRED CORRECTED
 ATPACRED o oS %
a. Does Area have a written Emergency Action Plan? Yes [JNo
b. Does the plan have procedures for safeguarding employees during all types of emergencies? Yes [INo
(1) Does it have general facility security and building evacuation procedures? Yes [INo
(2) Does the plan work? vlYes [JNo
(3) Are there sufficient management controls? Yes [INo
¢. Does the plan designate duties and responsibilities to specific employees? Yes [INo
(1) Are both uniformed and nonuniformed employees included? Yes [ONo
(2) Are employees informed of their responsibilities? Yes [JNo
(3) Has the commander taken all responsibie steps available to provide security? Yes [No
(4) Has the commander visited the facility after normal'business hours to ensure security measures are
in place? Yes [INo
d. Does the plan address dispatcher security? Yes [|No

(1) How do Public Safety Dispatchers feel about the security provided? Improved since the installation of a camera, electric gates and

CHP 453D (Rev. 5-06) Paga 3 of 4

infercom.
(2) Can dispatchers deal with the public without admitting them into the building? Yes [INo
(3) Should modifications be made to provide better security? Yes [JNo

(a) Would intercoms improve security? Ovyes [JNo
(4) How often are two or more dispatchers on duty? 24,7
(5) How often are supervisors or other personnel in the building after normal business hours?  24/7
(8) Are maximum safety and security measures taken within communications centers? Yes [JNo

¢. Mas training been given for all types of emergency situations? Yes [1No
(1) Have both uniformed and nonuniformed been given the training? Yes [No
o Destroy Previous Editions
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(2) Does the training include building evacuation procedures? Yes [JNo

(3) Do all employeas know where fire extinguisher and first aid kits are located? Yes [No

(a) Do they know how to use them? Yes [JNo

(4) Have all employees read the Emergency Action Plan? Yes [INo

(a) Do they know where it's located? Yes [JNo

f. Does the building contain asbestos? Yes [JNo
(1) Are employees given a copy of the annual asbestos report to read? Yes [JNo

(2) Are new employees notified of the presence of asbestos within 15 days of reporting to work? [MYes {INo

(3) Is a copy of the notice posted on the employee or occupational safety bulletin board? Yes [INo

(4) Do employees know what to do if they encounter asbestos in the building? Yes [INo

g. Are fire extinguishers provided and serviced as required by the California Administrative Code? Yes [JNo
(1) Are first aid kits provided as required by the State Administrative Manual? Yes [JNo
(2) is STD 621, Notice to State Employees, posted and up to date? Yes [JNo

(3) What is the candition of other emergency equipment such as fire hoses, sprinkler systems, etc.? N/A

h. s there a Hazardous Materials Business Plan on file with the local implementing agency as required? Yes [JNo

(1) Have changes or updates been sent to the implementing agency? Yes [JNo
TN T s L e N S A 5 JEVALUATED ACTION REQUIRED CORRECTED

“' oy oy i oy - 'a 5 s e goa .o . T X
a, Has a facility safety inspection been conducted by the Area Occupational Safety Committee as required
by HPM 10.6, Occupational Safety Manual? Yes [JNo
b. Has the CHP 113A, Safety Inspection Checklist, been completed? Yes [JNo

c. What improvements have been made by the commander as a result of the most recent inspection?  Improved housekeeping, repaired

overhead lights an the east side of the parking lot.

(1} If recommendations required budgeting, have items been put into the budget suspense file? [dYes [JNo

d. Has the size of the operation outgrown the facility? Yes [JNo

(1) If so, what remedial action has been taken? The decision to replace the current facility has been made. The facility is scheduled

10 be replaced in the nex( two years,

Deslroy Previous Editions
CHP 453D (Rev. 5.05) Page 4 of 4 ¢453d505,pd(



AREA MANAGEMENT EVALUATION
CHAPTER 4 -FACILITY MAINTENANCE AND
SECURITY
Area Evaluated: Fresno — 435

Evaluated By: Sergeant J. Baker, #14410
Date of evaluation: March 25, 2009

COMMENTS

1. ADEQUACY OF FACILITY

The Fresno Area facilities are not adequate for its current staffing levels. The facility 1s
kept in a neat and businesslike appearance, free from any occupational hazards.

Action Item: Area is currently in line to have a new facility built.

2. INTERIOR APPEARANCE

Both locker rooms are full and can not accommodate any additional personnel. Both
locker rooms are clean and odor free.

The Area’s bulletin boards are sufficient for the Area’s needs. The bulletin boards are
neat and orderly and items are purged in a timely manner.

The burners on the stove in the break room heat up, it is not known if the burners can be
regulated. The microwave oven was replaced in 2008.

The Fresno Area last conducted an inventory in April 2008. Surplus items were returned
to Supply Services.

After hour security checks are conducted by the on duty supervisor/OIC. All personnel
are directed to conduct security checks while at the facility after hours.

3. EXTERIOR APPEARANCE
The overall appearance of the exterior of the facility is satisfactory.

The gas station is currently under construction. A new above ground tank is being
installed. New fuel dispenser, vapor recovery hose/nozzle, air and water hoses, and shut
off switches are being installed. The anticipated completion date is slated for

April 1, 2009.
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4. AUXILIARY POWER

The Facilities auxiliary power unit is tested on a weekly basis and is good working order.
The efficiency is tested quarterly. The Area’s maintenance worker, Officer Golbek, and
Sergeant Baker know how to start the unit in case it fails. Operating instructions are
posted on the unit. The unit runs on propane and is refilled every two years or when the
levels reach 50% or less. The fuel gauge on the tank unit is checked monthly by Officer

Golbek,

The facility does not have an adequate number of emergency power outlets. There are no
emergency power outlets in the briefing room. All emergency outlets are marked with
red paint. There is a list of all emergency power locations and a diagram on the facilities
coordinator’s office bulletin board. There is also a list and diagram attached to this
report. Due to the age of the facility, the cost of adding the outlets, and the current
projection of having a new facility in the future, it is not feasible to add the additional

emergency power outlets at this time.

5. EMPLOYEE PROTECTION AND FACILITY SECURITY

The facility has a written Emergency Action Plan. The Emergency Action Plan is
reviewed annually by all personnel. All personnel are aware of their rolls and
responsibilities during any emergency. The plan was tested during an actual evacuation
of the office, due to smoke coming from the phone equipment room. All employees
review the plan during their annual CHP 118. All employees are told and shown the
location of the Emergency Action Plan in the sergeant’s office. All employees are shown
the location of fire extinguishers and first aid kids. The fire extinguishers are marked
with a sticker above the door of the room where the fire extinguisher is located.

The facility has either a supervisor or other personnel present a majority of time. The
facility has a dispatch center on site. The Commander comes in a vatious hours, both
week-days and week-ends.

The facility could use more cameras 1o see the entire site, currently only the east side of
the facility has a camera. The facility currently has an intercom on the east gate keypad
and a phone at the front entrance. The intercom and phone make direct contact with the
communications center.

The facility has asbestos on site. Employees are given a letter of notification which is
reviewed annually during their CHP 118, Employees are advised not to disturb asbestos
that is found in the facility. New employees are given a letter of notification.
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All emergency equipment such as fire hoses, sprinklers and first aid kits are in good
working order. All fire extinguishers have been checked by a certified inspector in
November 2008. All fire extinguishers are checked monthly by the facilities coordinator
and annually by an outside provider.

The Hazardous Materials Business Plan is on file with the Fresno County Community
Health Department,

6. SAFETY INSPECTION

The Area Occupational Safety Committee inspects the facility on a quarterly basis in
conjunction with their quarterly meetings. The facility coordinator conducts semi-annual
safety inspections, which are documented on a CHP 113 A, Safety Inspection Checklist.
There are no known occupational safety issues, which have not been rectified.



